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January 8, 2013 CITY OF HILLSBORO, ENGINEERING DIVISION 

 

 
INVITATION TO BID FOR PUBLIC IMPROVEMENTS 

 
BID SUBMITTED BY: ___________________________________ 

 

BID NO.: 10444 BID CLOSING/OPENING  DATE AND TIME:  January 31, 2013 2:00 PM 
DESCRIPTION: NE Veterans Drive – Phase II 
PROJECT MANAGER: Charlie Shell PHONE: (503) 681-6252 FAX: (503) 681-6245 
  E-MAIL: charlie.shell@hillsboro-oregon.gov 
PREBID CONFERENCE: NO 
 
THIS PROCUREMENT IS FORMAL.  FAXED BIDS WILL NOT BE ACCEPTED.  
SEALED BIDS will be received until the BID CLOSING DATE and TIME noted above by the City of 
Hillsboro at:  

CITY OF HILLSBORO 
PUBLIC WORKS DEPARTMENT – ENGINEERING DIVISION 
150 EAST MAIN STREET, FLOOR # 4 
HILLSBORO, OR 97123 

 
POINT OF CONTACT: All questions concerning the bidding, material or technical requirements should be 
directed to the Project Manager listed above.  For Copies of the Bid Documents please contact the Project 
Manager listed above (or):  Public Works Department, Engineering Division at 503-681-6146. 
 
BIDDER’S NOTE: The following is a proposed estimated price range $2,000,000 - $3,000,000 
 
FOR MORE INFORMATION please refer to Section I “Instructions to Bidders”.  

TABLE OF CONTENTS 
*** THE ENTIRE BID BOOK IS TO BE RETURNED *** 

WHEN RETURNING THE ENTIRE BID BOOK THE ITEMS MARKED WITH AN “X” INDICATES PAGES TO BE 
COMPLETED (SEE NOTE1) 

PAGE 

SECTION: Invitation to Bid/Table of Contents  1 
 Advertisement  2 

I. Instructions to Bidders   3-4 
II. Special Terms and Conditions  5-6 

III. Insurance Requirements  7 
IV. Residency Information X 8 
V. Certification of Compliance With Discrimination Laws X 8 

VI. Certificate of Compliance with Oregon Tax Laws X 8 
VII. Verification of Responsibility X 8 

VIII. Drug Testing Policy Certification X 8 
IX. Bid Proposal Form X 9-13 

X Signature Page/Construction Contractors Board Registration X 14 
XI. First Tier Subcontractor Disclosure Form X 16 

ATTACHMENTS: The following attachments are hereby incorporated by reference:   
• Supplemental Specifications   
• Special Specifications    
• Additional Washington County Specifications   
• City of Hillsboro Standard Terms & Conditions for Public Improvement Contracts (Rev. June, 2011)   
• Supplemental Drawing (PGE consisting of 1 page)   
• Drawings (Consisting of 61 pages dated 1/9/2012)   

PREVAILING WAGE RATES: incorporated by reference  
P W R. for Public Works Contracts in Or. (BOLI, Rev. JANUARY 1, 2013 available at: 

http://www.oregon.gov/BOLI/WHD/PWR/pwr_book.shtml) 

 N/A 

NOTE 1:Bidder is responsible for completing and returning any page(s) in any attachment(s) which require a 
response. (THE ENTIRE BID BOOK IS TO BE RETURNED)  
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ADVERTISEMENT 
 

CITY OF HILLSBORO 
INVITATION TO BID 

 
NE VETERANS DRIVE – PHASE II 

 
Project # 10444 

 
Sealed bids will be received only at the office of the City Engineer, City of Hillsboro Civic Center, Fourth Floor, 150 East 
Main Street, Hillsboro, Oregon 97123, before 2:00 p.m. on Thursday, January 31, 2013 (Bid Closing).  The bids will be 
opened (Bid Opening) immediately after the stated Bid Closing time.  Within two (2) hours of the bid closing, before 4:00 
p.m., Thursday, January 31, 2013, all bidders must have submitted their First Tier Subcontractor Disclosure form. 
 
The general nature and approximate quantities of work shall include furnishing all equipment, materials and labor required 
to install the following: 
 

Furnish all equipment, materials, and labor required to complete the construction of a concrete street, storm sewer, 
and waterline improvements.  Proposed street improvements are approximately 2300 feet in length and include 
curb and gutter, raised bike lanes, sidewalks, traffic signals, street lighting, signing and striping, landscaping, 
irrigation, and other associated work including some asphalt paving for the widening of existing facilities.  Proposed 
storm improvements include the installation of catch basins and laterals to be connected to the existing main line 
within said roadway and other associated work.  Proposed waterline improvements consist of a wet tap and 
installation of a stub-out for future extension and other associated work. 

 
Contract documents may be obtained from the office of the City Engineer, City of Hillsboro Civic Center, Fourth 
Floor, 150 East Main Street, Hillsboro, Oregon 97123, for $25.00 (non-refundable) plus postage for mailing.  Please 
call (503)-681-6146 for additional information.  Reduced size documents will also be available on the City’s website 
at www.ci.hillsboro.or.us. 
 
 
This contract will be for a Public Work which makes it subject to ORS 279C.800 to 279C.870 (prevailing wage laws, Oregon 
Bureau of Labor & Industry). 
 
Each bid must contain a statement as to whether the bidder is a resident bidder as defined in ORS 279A.120. 
 
Each bid must also contain the Contractor’s Oregon Construction Contractors Board (CCB) registration number. 
 
The bidding documents may be reviewed at the above address or at many of the area plan centers. 
 
All bidders must be prequalified.  Bidders must demonstrate the ability to perform the type of work that is required 
for this project through the prequalification application.  Prequalification applications must be submitted twenty four 
(24) hours in advance of the bid submittal time and date noted above.  Prequalification applications may be obtained at the 
address given above. 
 
The City of Hillsboro reserves the right to reject any bid not in compliance with all prescribed public contracting procedures 
and requirements and may reject for good cause all bids upon a finding of the City of Hillsboro that it is in the public interest 
to do so and at its sole option may waive any minor informalities in any bid..[ORS 279C365(1)] 
 
Dated this 8th day of January, 2013 
 
CITY OF HILLSBORO 

 
City Recorder 

Please Publish: 
Argus:  January 11th and 15th, 2013 
Daily Journal:      January 10th and 14th, 2013 
Hillsboro Chamber of Commerce 

http://www.ci.hillsboro.or.us/
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SECTION I.  INSTRUCTIONS TO BIDDERS: 

 
All bids are subject to the provisions and requirements of the City of Hillsboro Public Contracting 
Ordinance, Administrative Rules, City of Hillsboro Standard Conditions for Public Improvement Contracts, 
the Oregon Revised Statutes and the Attorney General's Model Public Contract Rules .   
 
1. BID DOCUMENTS: (A) Bidders shall be responsible 
for obtaining all bid documents, including all attachments 
and/or addenda for the Invitation to Bid. 
 
(B) Failure of the bidder to obtain all of the documents, 
including attachments and/or addenda could result in bid 
rejection due to failure of the Bidder to have all of the bid 
information or failing to return any required documents 
with their bid. 
 
(C) In order to be added to the Planholders List, Bidders 
must register with the City Department issuing this ITB. 
 
(D) Failure of a Bidder to register could result in bid 
rejection due to failure of the Bidder to have all of the bid 
information or failing to return any required documents 
with their bid. 
 
(E) Bidders may also request copies of bid documents 
by e-mail, telephone or fax from the person or firm listed 
on page one of this Invitation to Bid. 
 
2. APPLICABLE STANDARD CONDITIONS: The 
Standard Conditions which apply to the work on this 
project are found in the latest edition of the City of 
Hillsboro Standard Terms & Conditions for Public 
Improvement Contracts. The Bidder shall obtain and 
become acquainted with the applicable provisions of 
these Standard Conditions. This document is available 
from the Department issuing the bid. 
 
3. PROTEST OF SPECIFICATIONS OR CONTRACT 
TERMS: A bidder who believes bid specifications are 
unnecessarily restrictive or limit competition may submit 
a protest, in writing, to the City. To be considered, 
protests shall be received at least five (5) days before the 
bid closing date. 
 
The right to protest bid specifications and/or contract 
terms is provided in OAR 137-049-0260, as a provision 
for "checks and balances" on the ITB. The City shall 
promptly respond to each written protest, and where 
appropriate, issue all revisions, substitutions, or 
clarifications via addendum(s). 
 
Envelopes containing bid protests shall be marked as 
follows: 
 BID SPECIFICATION PROTEST 
 BID NUMBER, CLOSING DATE 
 
Protest of technical or contractual requirements shall 
include the reason for protest, supported by documented 
factual information, and any proposed changes to the 
requirement. 
 
4. BID SUBMISSION: Sealed bids, containing a 
minimum of one (1) original signed bid response 

including any addenda which require signature, shall be 
received and date and time-stamped by the City prior to 
bid closing. No bid received after bid closing date and 
time shall be considered. To ensure that your bid 
receives priority treatment within our mailing system, your 
bid should be labeled with the following information:  
 
BID #10444, BID DUE DATE & TIME: 01/31/2013  
2:00PM 

 
CHARLIE SHELL 
CITY OF HILLSBORO 
Public Works Department – Engineering Division 
150 EAST MAIN STREET, FLOOR # 4 
HILLSBORO, OR  97123 

 
The City is not responsible for the proper identification 
and handling of any bid not submitted in a timely manner. 
 
5. SIGNATURE ON BID: Bids shall be signed in ink by 
an authorized representative of the bidder. Signature on 
a bid certifies that the bid is made without connection with 
any person, firm or corporation making a bid for the same 
goods and/or services and is in all respects fair and made 
without collusion or fraud. Signature on a bid also certifies 
that the bidder has read, fully understands and agrees with 
all bid specifications, terms and conditions. No 
consideration will be given to any claim resulting from 
bidding without fully comprehending all requirements of the 
Invitation to Bid. 
 
Bidders shall only enter information within the bid 
document where it is requested or required. Bidders shall 
not make any alterations to the Original Solicitation 
Document. Any bid that has been altered may be 
rejected. 
 
6. BID WITHDRAWALS: No bidder may withdraw a bid 
after the deadline set for bid closing unless award is 
delayed for a period exceeding thirty (30) days. 
 
7. BID OPENING: Bids received in response to this 
Invitation to Bid shall be publicly opened at the scheduled 
bid opening, where the date; time and place are noted 
on page one (1) of this Invitation to Bid.  Bidders who 
attend the bid opening shall be informed only of the 
names of bidders submitting bids and the total bid price. 
No other information shall be available at that time. 
Award decisions will NOT be made at the bid opening. 
 
8. INVESTIGATION OF REFERENCES: the City 
reserves the right to investigate the references and the 
past performance of any bidder with respect to its 
successful performance of similar services, compliance 
with specifications and contractual obligations, and its 
lawful payment of suppliers, subcontractors, and 
workers. The City may postpone the award or execution 
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of the contract after the announcement of the apparent 
successful bidder in order to complete its investigation. 
The City reserves the right to reject any bid response or 
to reject all bid responses at any time prior to the City’s 
execution of contract, upon good cause and upon the 
City finding that it is in the public interest. 
 
9. INTENT TO AWARD NOTICE: Pursuant to OAR 137-
049-0450(3), the City reserves the right to announce the 
Intent to Award prior to the formal bid award by a Bid 
Tabulation Sheet by faxing or mailing the Bid Tabulation 
Sheet to all bidders. This shall serve as a notice to all 
bidders of the City’s intent to make the award to the lowest 
responsible and responsive bidder(s). Bidders shall have 
five (5) days within which they can view the bid file(s) by 
appointment or request any clarifications, etc. concerning 
the award(s). After the expiration of this five (5) day period, 
the City shall proceed with the formal award of the 
contract(s).  
 
10. PROTEST OF AWARD: Bidders shall have five (5) 
days, after the City announces their intent to award, 
within which to file a written protest.  OAR 137-049-0450 
provides that the protest must specify the grounds upon 
which the protest is based.  The City will not accept 
protests submitted more than five (5) days after the intent 
to award notice.  (See also the City of Hillsboro Standard 
Terms and Conditions, Part III #15) 

 
 
11. PRIOR ACCEPTANCE OF DEFECTIVE 
PROPOSALS: Due to limited resources, the City 
generally will not completely review or analyze any bid 
response which on its face fails to comply with the 
requirements of the bid documents or which clearly is not 
the best bid, nor will the City generally investigate the 
references or qualifications of those who submit such bid 
responses. Therefore, neither the release of a bidder’s 
bid bond, the return of a bid response, nor 
acknowledgment that the selection is complete shall 
operate as a representation by the City that a response 
was complete, sufficient, or lawful in any respect. 
 
12. NOTICE OF AWARD: After expiration of the five (5) 
day period and resolution of all protests, the City will 
proceed with final award.  The successful bidder(s) will 
be given a notice of award following authorization by the 
Hillsboro City Council or other governing body. 
 
13. COMMENCEMENT OF WORK: Contractor shall 
commence no work under this contract until all 
certificates of insurance, as required in Section III, have 
been provided and a Notice to Proceed has been issued 
by the City. 
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SECTION II.  SPECIAL TERMS AND CONDITIONS 
 
Any additional terms and conditions contained within the City of Hillsboro Standard Conditions for Public 
Improvement Contracts are incorporated into and made a part of this section by this reference. It is the 
responsibility of the bidder to be familiar with all terms and conditions contained within both documents. 
 
1. DEFINITIONS: (See also COH Standard Terms and 
Conditions) 
 
“Contractor” means the Person, including a a Consultant 
as defined in OAR 137-048-0110(1), with whom the City 
enters into a Contract. 
 
“The City” means the City of Hillsboro. 
 
“The City Purchasing Office” means the Purchasing 
Division of the City of Hillsboro. 
 
“Days”: if not preceded by any other designation means 
calendar days, including weekdays, weekends and 
holidays.  “Business Days” means Monday through 
Friday excluding City of Hillsboro holidays.  “Working 
Days” are designated as the days that work is done or 
can be done on the project. 
 
2. HEADINGS: The section headings in this Contract 
are included for convenience only; they do not give full 
notice of any portion of the terms of this Contract and are 
not relevant to the interpretation of any provision of this 
Contract. 
 
3. BIDDER CERTIFICATIONS: (A) Bidder certifies that 
this bid has been arrived at independently and has been 
submitted without any collusion designed to limit 
independent bidding or competition. 
 
(B) Bidder certifies compliance with State of Oregon 
statutory requirements governing registration of 
corporations and/or assumed business names. 
 
4. DISCLOSURE OF CONFLICT OF INTEREST: All 
bidders shall disclose, on the Invitation to Bid, any 
relationship to the manager or person in charge of 
evaluating the contract performance. Failure to disclose 
such information may be grounds for termination of the 
contract. 
 
5. PREVAILING WAGE RATES (PWR)-BOLI 
REQUIREMENTS: The Contractor and all subcontractors 
shall comply with the provisions of ORS 279C.800 
through 279C.870, relative to Prevailing Wage Rates 
established by the Bureau of Labor and Industries 
(BOLI), as outlined in Sections C.1 and C.2 of the 
General Conditions when the contract price exceeds 
$50,000 or when $2,000 or more of Federal funds are 
used. 
 
This ITB and the resulting Contract are subject to the 
BOLI requirements and the ”PREVAILING WAGE 
RATES for Public Works Contracts in Oregon.” The BOLI 
wage rates referenced for this ITB are listed on page one 
of this ITB.  The Work will take place in Washington 
County, Region 2.  The BOLI PWRs are to be found at: 
http://www.oregon.gov/BOLI/WHD/PWR/pwr_book.shtml 
. 

 
6. BID SECURITY: a 10% Bid Bond is required for this 
project.  Contractor shall have ten (10) days to provide 
the required certificates of insurance, a 100% 
performance bond, and a 100% payment bond from the 
date of the “Notice of Intent to Award.”  If the contractor 
fails to provide the required certificates of insurance and 
performance bond and payment bond, the bid bond or 
other security required to be submitted with this bid shall 
be forfeited to the City of Hillsboro. (See City of Hillsboro 
“Standard Terms & Conditions” for form and additional 
information.) 
 
7.1 PERFORMANCE BOND AND PAYMENT BOND: A 
100% Performance Bond and 100% Payment bond to be 
submitted on the City of Hillsboro Performance Bond 
Payment Bond forms are required for this project.[ORS 
279C.380] (See City of Hillsboro “Standard Terms & 
Conditions” for forms and additional information.) 
 
7.2 WARRANTY BOND: A warranty bond submitted on 
the City of Hillsboro warranty bond form is required for 
this project [HMC 2.56.100] before the final payment on 
the contract is issued.  The warranty security furnished 
by the Contractor for the work performed will be ten 
percent (10%) of the original contract amount to 
guarantee replacement and repair of the public 
improvements as described in the contract for a period of 
one year following the issuance of the written Notice of 
Substantial Completion.  (See City of Hillsboro “Standard 
Terms & Conditions” for form and additional information.) 
 
8. METHOD OF AWARD: Award shall be made to the 
lowest responsive and responsible bidder for the total of 
the items selected for award. The City reserves the right 
to withdraw any item(s) from award consideration if it is in 
the best interest of the City. 
 
 
 
 
9. CONTRACT PROVISIONS BINDING: The provisions 
of this contract shall be binding and shall supersede 
those of any other document concerning transactions 
conducted under this contract between CONTRACTOR 
and the CITY. 
 
10. AMENDMENTS: The terms of this contract shall not 
be waived, altered, modified, supplemented or amended in 
any manner whatsoever without prior written approval of 
the City Purchasing Office. 
 
11. RESPONSIBILITY FOR DAMAGES/HOLD 
HARMLESS: Contractor shall be responsible for all 
damage to property, injury to persons, and loss, 
expense, inconvenience, and delay that may be caused 
by, or result from, the carrying out of the Work to be done 
under this Contract, or from any act, omission or neglect 
of the Contractor, his subcontractors, personnel, or 
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agents, and the Contractor shall indemnify, defend and 
hold harmless the Owner against any claims arising from 
said damage, injury, loss or expense. 
 
12. HAZARD COMMUNICATION: Products which 
contain hazardous chemicals, as defined by Oregon 
Administrative Rules Chapter 437, must be labeled, 
tagged or marked with the following information: 
 
(A) Identity of the hazardous chemical(s); 
 
(B) Appropriate hazard warning; and name and address 
of the chemical manufacturer, importer or other 
responsible party. 
 
Upon request, Contractor shall provide a Material Safety 
Data Sheet, as required by CHAPTER 437-002-360 (35), 
29 CFR 1910.1200, for any item included in this contract 
which contains hazardous chemicals. 
 
Bidders should address questions about the 
Administrative Rules referenced in this section to the 
Department of Consumer and Business Services, 
Oregon Occupational Health & Safety Administration 
Section, Labor and Industries Building, Salem, Oregon 
97310, (800) 922-2689, FAX: (503) 947-7463. 
 
13. CONTACT PERSON: Contractor shall designate one 
or more person(s) responsible for Contractor’s work under 
this contract. Contractor shall provide to the City the 
names, addresses and telephone numbers of such 
person(s) and shall keep this information current at all 
times. 
 
14. NONDISCRIMINATION: Contractor shall comply with 
all applicable requirements of federal and state civil 
rights and rehabilitation statutes, rules and regulations. 
 
15. AWARD TO FOREIGN CONTRACTOR: If the amount 
of this contract exceeds $10,000 and if Contractor is not 
domiciled in or registered to do business in the State of 
Oregon, Contractor shall promptly provide to the Oregon 
Department of Revenue and the Secretary of State 
Corporation Division all information required by those 
agencies relative to this contract. The City shall withhold 
final payment under this contract until Contractor has met 
this requirement. 

 
16. SECURITY OF DOCUMENTS AND PROPERTY: All 
City property, materials and documents and all personal 
property of the City employees are to be left undisturbed 
and are not to be handled, read or otherwise used by 
Contractor or Contractor’s employees.  Contractor shall 
consider all documents confidential.  Any disclosure of 
confidential information or removal of City property by 
Contractor or Contractor’s employees shall be cause for 
immediate contract cancellation. Any liability, including 
but not limited to, attorney fees, arising from any action 
or suit brought against the City because of Contractor’s 
willful or negligent release of information, documents or 
property shall be borne by Contractor. 
 
17. SILENCE OF SPECIFICATION: The apparent silence 
of this specification and supplemental specification as to 
any detailed description concerning any point, shall be 
regarded as meaning that only the best commercial 
practice is to prevail and that only materials and 
workmanship of first quality are to be used. 
 
18. LIQUIDATED DAMAGES. Failure to complete the 
Project by the specified time will result in damages to the 
City.  The parties to this contract agree that establishing 
the exact amount of damages the City will incur will be 
difficult.  In order to compensate the City, the parties to 
this contract have estimated the amount the City would 
be damaged for every calendar day completion is 
delayed.  Consequently, the Contractor agrees to pay the 
City the sum of $1,300 per day, not as a penalty but as 
liquidated damages, for each day elapsed beyond the 
Substantial Completion date set forth in the bid 
document.  The total liquidated damages shall be 
deducted from the final payment due the Contractor.  The 
City may waive its right to claim part or all of the 
liquidated damages due under this provision, but such 
full or partial waiver shall not negate or abridge any other 
right of action the City may have to enforce the 
provisions of this Contract.  Contractor will not contest 
such sums as being other than a reasonable measure of 
delay damages in the event those damages become 
payable under these provisions. 
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SECTION III.  INSURANCE REQUIREMENTS 

(Also See Part VI Section G COH Standard Terms and Conditions) 
 
The apparent low bidder shall provide all required proof of insurance and bonding (See City of Hillsboro 
Standard Terms & Conditions) to the Department issuing the Bid within ten (10) days from the date on the 
“Notice of Intent to Award.”  Failure to present the required documents within ten (10) days may be 
grounds for bid rejection. 
 
 
Insurance Coverages-The following insurance coverages and dollar amounts are required pursuant to this Subsection: 
 
 Insurance  Annual Aggregate 
 Coverages Per Occurrence Limit 

  
 
Commercial General Liability $1,000,000 $2,000,000 
 
 Combined Single Limit 
Commercial Automobile Liability $1,000,000        $2,000,000 
 
Extended Coverage shall be for a Minimum of three (3) years after Final Completion (see G.4.1 COH Standard Terms & 
Conditions.) 
 
 
 
Additional Insured: Add the following as Additional Insureds under the Contract: 
 

• “The City of Hillsboro its elected and appointed officials, officers, agents, employees and volunteers” 
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Each Bidder (offeror) must read and comply with the following Sections.  Failure to do so may 
result in bid/proposal (offer) rejection. 
 

SECTION IV.  RESIDENCY INFORMATION 
 
ORS 279A.120(2) states “For the purposes of awarding a public contract, a contracting agency shall: (a) Give preference to 
goods or services that have been manufactured or produced in this state if price, fitness, availability and quality are otherwise 
equal; and (b) Add a percent increase to the bid of a nonresident bidder equal to the percent, if any, of the preference given to 
the bidder in the state in which the bidder resides.” 
 
“Resident bidder” means a bidder that has paid unemployment taxes or income taxes in this state during the 12 calendar 
months immediately preceding submission of the bid, has a business address in this state and has stated in the bid whether the 
bidder is a “resident bidder” [ORS 279A.120(1)(b)]. 
 
“Non-resident bidder” means a bidder who is not a “resident bidder” as defined above [ORS 279A.120(1)(b)]. 
 
 Check one: Bidder is a ( )  RESIDENT bidder ( )  NON-RESIDENT bidder. 
 

SECTION V.  CERTIFICATION OF COMPLIANCE WITH DISCRIMINATION LAWS 
 
By my signature in Section X of this ITB, I hereby attest or affirm under penalty of perjury that I am authorized to act on behalf of 
Contractor in this matter, and to the best of my knowledge the Contractor has not discriminated against minority, women or 
emerging small business enterprises certified under ORS 200.055, in obtaining any required subcontract or against a business 
enterprise that is owned or controlled by or that employs a disable veteran as defined in ORS 408.225.   
 

SECTION VI.  CERTIFICATION OF COMPLIANCE WITH OREGON TAX LAWS 
 
By my signature in Section X of this ITB, I hereby attest or affirm under penalty of perjury that I am authorized to act on behalf of 
Contractor in this matter, that I have authority and knowledge regarding the payment of taxes, and that Contractor is, to the best 
of my knowledge, not in violation of any Oregon Tax Laws. 
 
For purposes of this certificate, 'Oregon Tax Laws' means those programs listed in ORS 305.380(4) which is incorporated 
herein by this reference. Examples include the state inheritance tax, personal income tax, withholding tax, corporation income 
and excise taxes, amusement device tax, timber taxes, cigarette tax, other tobacco tax, 9-1-1 emergency communications tax, 
the homeowners and renters property tax relief program and local taxes administered by the Department of Revenue (Lane 
Transit District Self-Employment Tax, Lane Transit District Employer Payroll Tax, Tri-County Metropolitan Transit District of 
Oregon “Tri-Met” Employer Payroll Tax, and Tri-Met Self-Employment Tax). 
 

SECTION VII.  VERIFICATION OF RESPONSIBILITY 
 
The City reserves the right, pursuant to ORS 279C.375 and OAR 137-049-0390, to investigate and evaluate, at any time prior to 
award and execution of the contract, the lowest bidder’s (apparent successful offeror’s) ability to perform the contract.  
Submission of a signed offer shall constitute approval for the City to obtain any information the City deems necessary to 
conduct the evaluation.  The City shall notify the apparent successful offeror, in writing, of any other documentation required.  
Being a responsible bidder may include having the appropriate financial, material, equipment, facility and personnel resources 
and expertise, or ability to obtain the resources and expertise to perform the contract.  Contractor shall have a satisfactory 
record of contract performance.  The Contractor shall also have a satisfactory record of integrity.  An unsatisfactory record of 
integrity may include previous violations of state environmental laws or a false certifications made to any Public Agency.  The 
Contractor is to be qualified legally to contract with the City of Hillsboro.  Failure to promptly provide any requested information 
may result in bid/proposal rejection. 
 
The City may postpone the award of the contract after announcement of the apparent successful offeror in order to complete its 
investigation and evaluation. Failure of the apparent successful offeror to demonstrate responsibility, as required under ORS 
279C.375 and OAR 137-049-0390, may render the offeror non-responsible and shall constitute grounds for offer rejection. 
 

SECTION VIII.  DRUG TESTING POLICY CERTIFICATION 
 
DRUG-TESTING POLICY CERTIFICATION: 
 
By my signature in Section X of this ITB, I hereby attest or affirm under penalty of perjury that I am authorized to act on 
behalf of Contractor in the matter, and to the best of my knowledge the Contractor has a drug-testing program in place 
which applies to all employees. Contractor shall maintain a drug-testing program at all times during the performance of the 
Contract awarded. Failure to maintain such a program shall constitute a material breach of contract.[ORS 279C.505] 
 



                                    SECTION IX  BID PROPOSAL FORM

                                                        CONSTRUCTION OF NE VETERANS DRIVE (10444) Phase Two

 

 

ITEM # DESCRIPTION UNIT QUANTITY UNIT PRICE AMOUNT

1. Mobilization, Bond, Insurance LS 1

 

2. Site Preparation , Clearing and Grubbing including brush

and tree removal L.S. 1

3. Furnish, Install and Maintain Erosion Control Measures LS 1

4 Traffic Control LS 1

 

STORM SEWER

5 Furnish and Install Storm Pipe, full depth rock backfill       

a)  10" C-900 Storm Pipe L.F. 447

b)  6" C-900 Storm Pipe L.F. 300

   

6 Furnish and Install Catch Basins,Ditch Inlets, Drains  

 a)  CG-2 EA. 16

b)  CG-30 EA. 2

c)  Area Drain EA. 1

 d)  12" Diameter Landscape Drain EA. 16

e)  Sidewalk Drain (SD1 of C100D) LF 1331

   

7 Connect to existing manhole;  

a)  Existing knock-out provided EA. 9

 b)  Core Drill into manhole EA 2

    

Furnish all equipment, materials and labor required to complete the construction of public streets, 
storm sewer,  and waterline improvements.    Proposed street improvements are approximately 
2300 linear feet in length and include curb and gutter, raised bike lanes, sidewalks, asphalt and 
concrete paving, street lighting, signing and striping, traffic signals, landscaping, irrigation, and 
other associated work. 

thosa
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8 Furnish and Install Tees

  a)  Inserta Tee (36" by 10") EA 6

  b)  6" C-900 Tees EA 14

9 Remove Inlet in Brookwood and construct 48" Manhole  

over existing storm line LS 1

10 Remove and/or abandon existing storm pipe/structures LS 1

WATERLINE INSTALLATION

11 Furnish and Install 12" Class 52 Ductile Iron Pipe: LF 106

 

12 Waterline Details

a)  Detail A - 12" Wet Tap EA 1

b)  Detail B - 12" MJ Bend EA 5

c)  Detail C - 4" Blowoff Assembly EA 1

d)  Detail D - Relocate Existing Waterline EA 1

ROADWAY CONSTRUCTION
 

13 Excavation - includes removal of all spoils CY 14,342

14 Embankment - cement amended fills CY 2050

15 Sub grade Preparation / Cement Amendment SY 14,000

16 Furnish and Install 6" of 1-1/2" minus Base Rock   

in street sections and under Bike Lane cu. yd. 2,160

17 Furnish and Install 2" of 3/4" minus Leveling Rock   

in street sections and under Bike Lane cu. yd. 720

18 Furnish and Install Mountable Curb and Gutter per 

 detail C2-100B LF 4,377
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19 Furnish and Install Modified City Curb and Gutter per 

detail C1-100B LF 4,158

20 Furnish and Install Mod. Washington County Standard   

Curb and Gutter (Center median Brookwood Pkwy.)

per detail C3-106 LF 61

21 Furnish and Install Washington County Standard 

Curb and Gutter (Brookwood Parkway) per

detail C4-106 LF 328

22 Furnish and Install Asphalt (Brookwood Parkway)

   a) Level 3, 3/4" Dense Graded  ton 185

   b) Level 3, 1/2" Dense Graded   ton 46

23 Furnish and Install 11" thick PCC  Pavement SY 8,245

  

24 Furnish and Install Impact Slabs SF 510

25 Raise Existing Structures to  Final Grade

  a)  Manhole Rims each 22

  b)  Contech Water Quality 3' by 9' Access Hatches each 2

26 Furnish and Install 6" thick concrete cycle track.  

(bike lanes) SY 3,242

27 Furnish and Install 3-1/2" Conc. Sidewalks

(includes 3/4" minus base rock) SF 20,312

 

28 Furnish and Install 6" thick Conc. Driveways with

mesh reinforcement (includes 3/4" minus base rock) SF 3,081

 

29 Furnish and Install Handicap Ramps EA 6

30 Furnish and Install Truncated Domes SF 166
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MISCELANEOUS   

 

31 Foundation Stabilization measured 

in place (price includes excavation) cu. yd. 400

32 Saw Cut existing asphalt L.F. 2,000

STREET LIGHTING 

33 Furnish and Install Street Lighting System Complete LS 1

  

 TRAFFIC SIGNALS, SIGNING AND STRIPING
 

34 Furnish and Install Traffic Signals at Brookwood Parkway LS 1

 

35 Furnish and Install Traffic Signs complete with perforated

 post breakaway sign supports or steel band connections  

as indicated on the plans.

(a) - No Parking Bike Lane each 16

(b) - Speed 35 each 2

 (c) - Speed Reduction each 2

(d) - Keep Right each 3

(e) - Ahead each 1

(f) - Pedestrian each 1

 (g) - Roundabout each 1

(h) - Bikes Entering Roadway each 1

 (i) - Bike Lane Ends each 1

(j)  - Brookwood Pkwy Next Signal each 1

(k)  - Cornell Next Signal each 1

(l)  - Veterans Next Signal each 2

(m)  - Right Lane Must Turn Right each 1

(n)  - Begin Right Turn Lane - Yield to Bikes each 1

(o)  - NE Brookwood Pkwy street name sign each 1

(p)  - NE Veterans Dr street name sign each 2

36 Furnish and Install All Pavement Striping and Markings 

per plan. LS 1

thosa
Typewritten Text
Page 12



LANDSCAPING AND RESTORATION

37 Furnish and install irrigation system complete LS 1

 

38 Furnish and install 12" of Top Soil in landscape strip 

 and center median per plans CY 1362

39 Furnish and Install Street Trees  

 a) Village Green - Zelkova Serrata each 54

 b) Lavalle Hawthorne each 4

c) Paperbark Maple each 46

 d)  Tricolor Beech each 33

40 Furnish and Install Landscaping Shrubs 

and Groundcover per plans

a) Abotswood Potentilla each 40

b) Kinnikinnick each 3491

c) Lowfast Cotoneaster each 896

 d) Creeping Broom each 1383

e) Winter Creeper each 211

   

41 Additional Grading and Hydroseeding LS 1

  

42 Restoration of Landscaping and Other Items  

Disturbed by Construction LS 1

 

43 Extra Work T&M 50,000.00$            

 

TOTAL   
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SECTION X.  SIGNATURE OF BIDDER’S DULY AUTHORIZED REPRESENTATIVE 
 
THIS OFFER MUST BE SIGNED IN INK BY AN AUTHORIZED REPRESENTATIVE OF THE OFFEROR. ANY ALTERATIONS OR 
ERASURES TO THE OFFER MUST BE INITIALED IN INK BY THE UNDERSIGNED AUTHORIZED REPRESENTATIVE. 
 
The undersigned acknowledges, attests and certifies individually and on behalf of the Offeror that: 
(1) He/she is a duly authorized representative of the Offeror, has been authorized by Offeror to make all representations, attestations, and 
certifications contained in the bid/proposal document and all addenda, if any issued, and to execute this bid/proposal document on behalf of 
Offeror; 
(2) Offeror, acting by its authorized representatives, has read and understands all bid/proposal instructions, specifications, and terms and 
conditions contained in this bid/proposal document (including all listed attachments and addenda, if any issued; 
(3) Offeror certifies that this bid/proposal had been arrived at independently and has been submitted without collusion designed to limit 
independent bidding or competition; 
(4) Offeror is bound by and will comply with all requirements, specifications, and terms and conditions contained in this bid/proposal 
document (including all listed attachments and addenda, if any issued; 
(5) Offeror will furnish the designated item(s) and/or service(s) in accordance with the bid/proposal specifications and requirements and will 
comply in all respects with the terms of the resulting contract upon award; 
(6) OFFEROR WILL PROVIDE/FURNISH FEDERAL EMPLOYEE IDENTIFICATION NUMBER OR SOCIAL SECURITY NUMBER WITH 
BID SUBMISSION. 
 
I hereby acknowledge having received and duly considered the following addenda to the specification and the following revision or additions 
to the plans: Addenda No __________ to No. __________ Inclusive. 

 
------RETURN THE ENTIRE BID BOOK WITH ALL REQUIRED FORMS COMPLETED----- 

 
___________________________________________________________________________________________________________________ 
Bidder (COMPANY) Name        FEIN ID# or SSN (REQUIRED) 
 
___________________________________________________________________________________________________________________ 
Bidder Address 
 
___________________________________________________________________________________________________________________ 
Authorized Signature        Date 
 
___________________________________________________________________________________________________________________ 
Title of Authorized Representative 
 
___________________________________________________________________________________________________________________ 
Contact Person     Phone    Fax 

CONSTRUCTION CONTRACTORS BOARD 
 
(1) Offerors shall be licensed with the State of Oregon Construction Contractors Board (CCB) prior to bidding on Public Improvement 
Contract(s).  FAILURE TO COMPLY WITH THIS REQUIREMENT SHALL RESULT IN BID REJECTION. 
 
(2) All Subcontractors participating in the project shall be similarly registered with the Construction Contractors Board at the time they 
propose to engage in subcontract work.  The CCB registration requirements apply to all public works contracts unless superseded by 
federal law.  Offerors SHALL provide their Construction Contractors Board (ORS 701.055) registration number below: 
 
  CONSTRUCTION CONTRACTORS BOARD REGISTRATION NO.:  _____________ EXPIRATION DATE OF CCB NO.:  _____________ 
(Construction Contractors Board, 700 Summer Street NE, Suite 300, Salem, Oregon 97310, telephone (503) 378-4621) 
 

THIS SECTION TO BE COMPLETED BY THE CITY OF HILLSBORO 
 
The City of Hillsboro, hereby awards a contract to the above bidder for the item(s) and/or service(s) designated on 
the bid invitation as: 
 
Project Name:  NE Veterans Drive – Phase II 
 
Alternates (if any):______________________________________________________ 
 
Total Contract Price Awarded: ________________________ Contract # _________________ Term/Expires: ___________ 
 
 
___________________________________________________________________________________________________________________ 
For the City of Hillsboro MAYOR/Chairperson Utilities Commission/Director/Project Manager    Date 
 
 
___________________________________________________________________________________________________________________ 
Attest:      CITY RECORDER     Date 



BID NO.   
Page 15 

  ITB     Page 15 

 
SECTION XI. FIRST-TIER SUBCONTRACTOR DISCLOSURE FORM INSTRUCTIONS 

 
1. Pursuant to ORS 279C.370, bidders are required to disclose information about certain first-tier subcontractors when the 
Public Contracting Agency estimates the contract value for a Public Improvement to be greater than $100,000 (see 
Disclosure Form).  Specifically, when the contract amount of a first-tier subcontractor is greater than or equal to: (i) 5% of 
the project bid, but at least $15,000, or (ii) $350,000 regardless of the percentage, the bidder must disclose the following 
information about that subcontract within two (2) working hours after the bid closing: 
 
 a) The subcontractor's name and, 
 b) The category of work that the subcontractor would be performing. 
 c) The dollar value of the work. 
 
2. If the bidder will not be using any subcontractors that are subject to the above disclosure requirements, the bidder is 
required to indicate "NONE" on the accompanying form. 
 
3. THE CITY OF HILLSBORO MUST REJECT A BID IF THE BIDDER FAILS TO SUBMIT THE DISCLOSURE FORM 
WITH THIS INFORMATION BY THE STATED DEADLINE.  
 
4. A bidder shall submit the disclosure form required either in its bid submission or within two (2) working hours after Bid 
Closing/Opening in the manner specified by the ITB.   
 
5. Compliance with the disclosure and submittal requirements of ORS 279C.370(2) and these Instructions is a matter of 
responsiveness. Bids which are submitted by Bid Closing, but for which the disclosure submittal has not been made by the 
specified deadline, are not responsive and shall not be considered for Contract award 
 
6. The City of Hillsboro shall obtain, and make available for public inspection, the disclosure forms required by ORS 
279C.320.  The City of Hillsboro shall also provide copies of disclosure forms to the Bureau of Labor and Industries as 
required by ORS 279C.835.  The City of Hillsboro is not required to determine the accuracy or completeness of the 
information submitted.  Substitution of affected first-tier subcontractors shall be made only in accordance with ORS 
279C.585. 
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SECTION XI. FIRST-TIER SUBCONTRACTOR DISCLOSURE FORM 

(ORS 279C.370) 
 
Bids which are submitted by Bid Closing, but for which a required disclosure submittal has not been 
made by the specified Disclosure Deadline, are not responsive and shall not be considered for Contract 
award 

 
CITY OF HILLSBORO INFORMATION: 

 
 
INSTRUCTIONS: 
 
The contracting Department will insert "N/A" above if the contract value is anticipated to be less than $100,000.  
Otherwise this form must be submitted either with the bid or within TWO (2) working hours after the advertised 
bid closing/opening date and time; but no later than the DISCLOSURE DEADLINE stated above. 
 

Unless otherwise stated in the solicitation, this document shall not be submitted by facsimile.  It is the responsibility of 
bidders to submit this disclosure form and any additional sheets, with the bid number and project name clearly marked, 
at the location indicated by the specified disclosure deadline.  See “Instructions to Bidders”. 

 
List below the Name and Category of Work for each first-tier subcontractor that would be furnishing labor, or 
labor and material, for which disclosure is required.  Enter the word "NONE" if there are no first-tier 
subcontractors subject to disclosure.   ATTACH ADDITIONAL SHEETS IF NECESSARY. 
 
BIDDER DISCLOSURE: 
 
SUBCONTRACTOR NAME   CATEGORY OF WORK   DOLLAR VALUE 
 
1. __________________________  ____________________  $______________ 
2. __________________________  ____________________  $______________ 
3. __________________________  ____________________  $______________ 
4. __________________________  ____________________  $______________ 
5. __________________________  ____________________  $______________ 
6. __________________________  ____________________  $______________ 
 
The above listed first-tier subcontractor(s) are providing labor, or labor and material, with a Dollar Value equal to 
or greater than: 
 
a)  5% of the total Contract Price, but at least $15,000.  [If the Dollar Value is less than $15,000 do not list the 
subcontractor above.] 
 Or 
b)  $350,000 regardless of the percentage of the total Contract Price. 
 
Form Submitted By (Bidder Name):  _________________________________________________ 
 
Contact Name: ___________________________________ Phone #: _______________________ 
 

PROJECT NAME:  NE Veterans Drive – Phase II 
BID #:10444  BID CLOSING/OPENING: Date:  January 31, 2013 Time:  2:00 PM    
REQUIRED DISCLOSURE DEADLINE: TWO (2) WORKING HOURS AFTER ABOVE DATE & TIME 
Deliver Form to (Dept.):       Engineering Division 
Designated Recipient (Person):    Charlie Shell Phone #: 503-681-6252 
Department’s Address:      150 East Main St., 4th Floor 
                                         Hillsboro, OR 97123 
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SUPPLEMENTAL SPECIFICATIONS 
NE VETERANS DRIVE IMPROVMENTS – PHASE 2 

10444 
 

1. Quantities and Schedule of Contract Prices 
 

The quantities set forth in this contract are approximate only and the right is reserved by the City to 
make such increases or decreases in the quantities as may be necessary to fully and satisfactorily 
complete the work.   
 
Actual payment for work done under this contract will be made at the unit prices set forth in the 
contractor’s proposal.  It is neither implied nor expressly agreed that the actual amount of work to be 
done and paid for will correspond therewith. 
 
The City reserves the right to choose the bid which best meets the City’s need, or to reject any or all 
bids for good cause. 

 
2. Scope 
 

The bidder shall furnish all materials, equipment, tools, labor, and incidentals required to 
perform/install all work items shown on the plans and listed in these documents, complete and in-
place.  Any item not specifically listed in a bid item, but needed for the satisfactory completion of the 
bid item, shall be considered incidental to, and therefore part thereof, the bid price furnished by the 
bidder.  
 

3. Time of Award, Project Schedule, and Completion 
 

The anticipated time of award for this project is the February 19th, 2013 Hillsboro City Council     
meeting held at 7:00 p.m. in the Hillsboro Auditorium, Hillsboro Civic Center, 150 East Main Street, 
Hillsboro, OR  97123. 
 
Construction of this project is dependent on the issuance of a permit from the Port of Portland 
for the crossing of Port property adjacent to NE Brookwood Parkway.  It is anticipated that 
this permit will be issued prior to March 1st, 2013.  In the event that the permit is not issued as 
anticipated, the following schedules for completion will be adjusted accordingly. 
 
The Washington County Fair and the Hillsboro Air Show are both scheduled to occur during the last 
weekend of July 2013.  The contractor shall have the Veterans Drive travel lanes and bike lanes 
between NE 34th Avenue and Brookwood Parkway paved and open for traffic by July 19th, 2013.  All 
sidewalks between NE 34th Avenue and the proposed driveways at 39+00 shall also be completed by 
July 19th, 2013.  After July 19th, the contractor will be required to cease work until the completion of 
these events.  (An exception may be made if it can be shown that the proposed activities will not 
interfere with the use of the roadway and sidewalks to provide access to the fair and air show.)  The 
contractor will be responsible for completing any site cleanup necessary to make the area safe to the 
traveling public. 
 
Upon completion of these events, the newly constructed Veterans Drive will be closed to traffic until 
the completion of the remaining construction work.  All work within this contract shall be complete, 
tested, and accepted by the City of Hillsboro by October 11th, 2013.   If necessary, this deadline may 
be extended to November 15, 2013 to allow landscaping to be planted under more favorable weather 
conditions. 



 
4. General Specifications 
 

All work shall conform to the plans, special specifications, and the current “City of Hillsboro 
Specifications for Public Works Construction” (1987) and “City of Hillsboro Water Department 
Engineering and Construction Standards.   All references to Clean Water Services Standards in this 
document refer to R&O 07-20.  Where applicable, specific reference may be made to Oregon APWA 
Standard Specifications for construction; Oregon Department of Transportation (ODOT) Standard 
Specifications for Highway Construction; and AWWA Standards.   
 
NOTE: - All specification references shall be the current edition.  All traffic control, street signing 
and street striping shall be in accordance with the “Manual on Uniform Traffic Control Devices”. 

 
5. Coordination of the Project 
 

The contractor shall be responsible for the overall coordination of the project. Cooperation among the 
various utility companies, subcontractors, and property owners will be necessary for the proper 
execution of the work.  The contractor shall provide a detailed work schedule for the City Engineer’s 
approval at the pre-construction conference. All but incidental items shall be shown including detours 
and related work. Controlling items will be identified and starting and completion dates for each item 
shall be shown.  The approximate number of workers and the anticipated major equipment will be 
shown for two-week periods. 
 
The contractor shall submit an updated schedule at two week intervals; showing progress to date and 
identifying any work that is behind schedule. The contractor will also indicate how items behind 
schedule will be caught up. The Contractor and the Project Engineer will review the work schedule 
once every two weeks. 
 

6. Work Adjacent to Airport Owned Properties (Sta. 39+50 to Brookwood Parkway)  
 
Note:  The contractor shall comply with all permit conditions required by the Port of Portland in this 
area.  All cranes or boom trucks shall be equipped with an FAA Collision Flag for daytime use and 
must be kept below an elevation of 240 feet. 
 
Port of Portland contact:  Nathan Grimes 
     503-709-6816 
     Nathan.Grimes@portofportland.com 
 

7. Work within Washington County (Brookwood Parkway) Right-of-Way 
 
Note:  The contractor shall obtain and comply with all necessary permits and conditions required by 
Washington County for work within County right-of-way.  The City will pay any permit fees required 
by Washington County. 
 
Washington County contact:  Matthew Aase 
     503-846-7628 
     matthew_aase@co.washington.or.us 
 
 
 

mailto:Nathan.Grimes@portofportland.com
mailto:matthew_aase@co.washington.or.us


Work within County right-of-way which requires closing of lanes or restriction of traffic will 
typically be limited to between 9 a.m. and 3:30 p.m.  
 

8. Lighting and Barricading 
 
The contractor shall be responsible for providing protection from all excavations, projections, and 
obstructions.  Barricading shall be placed and maintained at all times in such a manner as to protect 
all persons without regard to age, disability, or nationality. 

 
9. Access 

 
The contractor shall limit the time access to any property is disrupted.  The contractor shall make 
arrangements with individual property owners, as may be required, to facilitate construction.  The 
contractor shall notify affected properties a minimum of 48 hours prior to construction. 

 
10. Staging 
 

The contractor shall not stock pile materials or store equipment in the public right-of-way.  Staging 
areas may be available on the Washington County fairgrounds and will require approval and 
coordination with the fair manager, Leah Perkins (503-648-1416).  Prior to beginning construction, 
the contractor shall notify the engineer in writing of any off-site stock pile and/or storage locations.  
Locations should be selected which minimize travelling distance to the project site, especially for 
metal tracked equipment that may damage city streets.  The contractor shall obtain any necessary 
permits, and place all erosion control measures as necessary to protect any stock pile site. 

 
11. Underground Utilities 
 

Utility locations and grades shown on the plans are approximate only, and are based on the best 
information available to the Engineer.  There may be existing utilities that are not shown and it shall 
be the contractor’s responsibility to locate.  At any point where the potential exists for grade conflicts, 
the contractor shall pothole and determine the grade of the existing utility.  Potholes shall be done a 
minimum of 48 hours prior to the anticipated work to allow the Engineer sufficient time to make 
modifications or corrections.  The City shall not be responsible for lost production due to grade 
conflicts.  Cost for potholing and locating shall be considered incidental and included in the 
appropriate bid items. 
 
The contractor shall protect existing utilities where encountered.  Service may not be shut off to any 
property without the written authorization of the property owner.  Cost to maintain services shall be 
considered incidental. 
 
This work will require utility locates, which is the responsibility of the contractor.  Telephone 
numbers for utility notification: 
 
 Oregon Utility Notification Center  1-800-332-2344 or 503-232-1987 
 City of Hillsboro     503-615-6509 (48 Hours notice) 
 
ATTENTION:    Oregon law requires you to follow rules adopted by the Oregon Utility Notification 
Center.  Those rules are set forth in OAR 952-001-0010 through OAR 952-001-0090.  You may 
obtain copies of the rules by calling the center.  (Note: the telephone number for the Oregon Utility 
Notification Center is (503) 232-1987 or 1-800-332-2344). 
 



12. Surveying 
 
The City will provide all construction surveying required for this project.  A minimum of 48 hours 
notice shall be provided for any staking required.   
 

13. Asphalt Cement Material Price Escalation/De-escalation  
 

An asphalt cement escalation/de-escalation clause will be in effect during the life of the contract.  The 
City reserves all of its rights under the contract, including, but not limited to, its rights for suspension 
of the work and termination of the contract under the City of Hillsboro Standard Terms & Conditions 
for Public Improvement Contracts Part IV. Section J, and this escalation/de-escalation provision shall 
not limit those rights. 

 
A.   Monthly Asphalt Cement Material Price (MACMP) – The Monthly Asphalt   Cement 
Material Price (MACMP) will be established by the City each month.  For information regarding the 
calculation of the MACMP, and for the actual MACMP, go to the ODOT website at:  
 
  http://www.oregon.gov./ODOT/HWY/ESTIMATING/asphalt_fuel.shtml.  
 
If the City selected index ceases to be available for any reason, the City in its discretion will select 
and begin using a substitute price source or index to establish the MACMP each month.  The 
MACMP will apply to all asphalt cement including but not limited to paving grade, polymer 
modified, and emulsified asphalts, and recycling agents.  The City does not guarantee that asphalt 
cement will be available at the MACMP. 

 
B.  Base Asphalt Cement Material Price (Base) – The Base asphalt cement material price for this 
Project is the MACMP published on the ODOT website for the month immediately preceding the bid 
opening date. 

 
C.  Monthly Asphalt Cement Adjustment Factor – The Monthly Asphalt Cement Adjustment 
Factor will be determined each month as follows: 
 

• If the MACMP is within ± 5% of the Base, there will be no adjustment. 
• If the MACMP is more than 105% of the Base, then: 

   Adjustment Factor = (MACMP) – (1.05 x Base) 
• If the MACMP is less than 95% of the Base, then: 

     Adjustment Factor = MACMP) – (0.95 x Base) 
 
D.  Asphalt Cement Price Adjustment – A price adjustment will be made for asphalt paving related 
items.  The price adjustment as calculated in (c) above will use the MACMP for the month the asphalt 
is incorporated into the Project.  The price adjustment will be applied to the quantity of asphalt 
cement calculated from quality control testing performed according to Oregon’s Standard 
Specifications for Construction, Section 00745 and will be adjusted to exclude the asphalt cement 
contained in RAP (recycled asphalt pavement).  The percentage of asphalt cement contained in RAP 
shown in the JMF (job mix formula) will be used for the adjustment. 

 
14. Sanitary Facilities 

 
The contractor shall provide suitable on-site sanitary facilities for its employees. 

 

http://www.oregon.gov./ODOT/HWY/ESTIMATING/asphalt_fuel.shtml
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SPECIAL SPECIFICATIONS  
NE VETERANS DRIVE IMPROVMENTS – PHASE 2 

10444 
 

 
1. Mobilization, Bond, and Insurance 
 

Project bid Item No. 1, Mobilization, bond, and insurance, consists of operations and 
preparatory work necessary to become ready to perform the work or an item of work. 
Mobilization includes, but is not limited to, the following: Move personnel, equipment, 
supplies, and incidentals to the project site, establish offices, buildings, and other facilities 
necessary for work on the project and performing other work and operations that incur costs 
as necessary before beginning work on the Project. 
 
Payment will be made on a percent complete basis. 
 

2. Site Preparation, Clearing and Grubbing   
  
Site preparation, Clearing and Grubbing shall include that work shown on the Demo Sheets 
(D101 and D102) of the construction plans, including the removal and disposal of concrete 
structures, curb and gutter, and miscellaneous paving,   Only trees designated for removal and 
as marked by City personnel shall be disturbed.  All stumps shall be removed to at least 6” 
below finish grade.  Where existing street lights are to be removed, it shall be the 
responsibility of the contractor to maintain them in good condition for re-installation per the 
street lighting plans.  The existing irrigation system in Brookwood shall be maintained with 
temporary measures such that it continues to provide irrigation for the plants to remain. 
 
Payment shall be lump sum and include all labor, equipment, and materials required. 

 
3. Furnish, Install, and Maintain Erosion Control Measures 

 
NOTE:  The 1200C Erosion Control plans included in this bid package cover both Phase 
One and Phase Two of the project.  Work shown on Sheets EC101 and EC102 (Phase 
One) is not included in this contract.  

 
Erosion Control measures shall apply to this project, per the project plans and “Erosion 
Control Plans and Technical Guidance Handbook.” Copies are available through Clean Water 
Services (CWS).  Erosion control measures shall also include the following: 
 
a) No work shall begin until erosion control measures are in place and the boundaries of the 

work limits have been delineated with the placement of sediment fencing and orange 
construction fencing.   Some of the sediment and construction fencing required has 
already been installed during a previous phase of the project.  This existing fencing 
may be utilized as long as it remains in good condition and continues to serve its 
specified purpose.  Orange sediment fencing may be substituted for orange 
construction fencing. 
    

b) All catch basins, culverts, and ditch inlets shall be protected with biofilter bags, per CWS 
standards. 

 



 
 

c) Streets shall be kept clean at all times. Spillage of excavated material and/or backfill shall 
be removed immediately. 

 
d) Control of dust will be critical for this project.  The contractor shall have a loaded 

water truck on site for dust control once excavation begins.  
 

e) The contractor shall take any additional measures required to ensure erosion control 
quality standards are achieved. 

 
Payment for erosion control measures including boundary fencing shall be lump sum and 
shall include all labor, equipment, and materials necessary. 

 
4. Traffic Control 
 

 Maintenance of traffic and traffic control through work areas shall be the responsibility 
 of the contractor, including, but not limited to the following provisions: 
 

A. The contractor shall provide adequate signing and flaggers to ensure the work 
zone is properly identified in compliance with the current edition of the Manual 
of Uniform Traffic Control Devices.  All traffic control affecting Brookwood 
Parkway must be approved by Washington County. 

 
B. The contractor shall insure that during non-work hours on-call staff are available 

to maintain all traffic control devices for the project.  The City Engineer, project 
manager, inspector and the City Police will be provided up-to-date information 
on these persons.  Failure to comply with this provision will cause the contractor 
to be billed for any services required to be provided by City forces to provide 
adequate protection to the traveling public during non-work hours.  

 
 C. Traffic control and temporary protective and directional devices may be used  
  outside the limits of the project when they have direct bearing or reference to the  
  work under contract. 
 
 D. No construction shall commence until all construction signing is in place and  
  approved by City Engineer. 
 
 E. All flaggers shall have: 
  a.  The mental and physical ability to provide timely, clear, and positive   
       guidance. 
  b.  A sense of responsibility for safety of public and work crew. 
  c.  A neat appearance. 
  d.  A courteous but firm manner. 
  e.   Completed an approved work zone traffic control course within the past  
        three (3) years and be able to provide evidence of completion to the   
        Project Inspector upon request. 
  f.   Two-way radios with extra batteries. 
 
 F. Twenty-four (24) hours prior to starting work, the contractor is responsible for  
  notifying the Washington County Consolidated Communications Agency (503- 
  629-0111) of any traffic impairment.  Notification shall include the exact location 
  of work and the times when work will be performed, stating time of day and the  



 
 

  date of work.  A means of emergency access will be maintained at all times in all  
  work zones.   
 
 The contractor shall be concerned with at least the following factors in restricting  
 traffic flow (consistent with Item A above): 
 

1. A detailed traffic control plan shall be supplied to the City and Washington 
County at the preconstruction meeting.  The plan shall include any proposed road 
closures and/or detour routes.  The contractor shall at no time close any 
intersection.  The contractor shall provide the name, address and telephone 
number of the individual(s) responsible for project construction traffic  control 
during non-working hours. 

 
2. The contractor will be responsible for obtaining Washington County approval for 

the proposed traffic control plan and complying with said approved plan. 
 
 3. Maintain emergency vehicle access at all times. 

 
 4. Sufficiency of traffic control personnel and devices. 
 
 5. For any approved street detours, notify media, City Engineer, Fire and   
  Police Dispatch, Hillsboro School Dist. 1J, and post public notice signs at   
  approved locations a minimum of two (2) weeks in advance. 
 
Payment for Traffic Control shall be lump sum and shall include all labor, equipment, and 
materials required. 
 
 
STORM SEWER   
 
NOTE:  The storm sewer main lines in phase two of Veterans Drive were installed during 
phase one.  Phase two only requires the installation of inlets and laterals and their connection 
to the existing main line. 
 

5. Furnish and Install  Storm Pipe 
 

The contractor shall be responsible for excavating and verifying the elevations of the existing 
sewer points of connection prior to beginning the construction of new lines.  The contractor 
shall notify the engineer of any variation from the elevations shown on the construction plans. 
 
All storm sewer pipe shall be installed as shown on the construction plans and shall be 
backfilled with full depth rock backfill compacted to 95% AASHTO T-99.  Pipe installation 
shall meet the requirements of Clean Water Services.  Compaction shall be tested at intervals 
not to exceed 100 lineal feet and at different depths, or as directed by the Engineer’s 
representative.  The City will be responsible for all compaction testing of utility trenches.  
   
The contractor shall be responsible for all other testing and meeting all testing requirements 
for storm pipe per Clean Water Services Standards.  All pipe shall be video inspected and a 
report must be submitted.  The contractor shall also video inspect all existing 36” storm lines 



 
 

and 8” sanitary sewer lines just prior to paving.  The contractor shall furnish color video 
recordings in DVD format.  
 
Payment for storm sewer pipe installation per the pipe material and size designated shall be 
per lineal foot and shall include excavation, hauling & dumping of spoils, backfill, pipe 
installation, tees, and testing requirements (except compaction). 
 

6. Furnish and Install Catch Basins, Ditch Inlets, Drains 
 

All CG-2 and CG-30 Catch Basins, Area Drains, Landscape Drains, and Sidewalk Drains 
shall be as shown on the construction plans and shall meet the requirements of Clean Water 
Services.   Twelve inch diameter landscape drains shall be as shown on the plans; 
manufactured by Gibson Steel Basins or approved equal.  
 
Payment for catch basins and inlets shall be at the unit price bid for each and shall include all 
excavation, hauling & dumping of spoils, backfill, and testing requirements.   
 
Payment for sidewalk drains shall be at the unit price bid per linear foot and shall include all 
excavation, hauling & dumping of spoils, geotextile fabric, rock backfill, cleanouts, and 
testing requirements. 
 

7. Connect to Existing Manhole 
 

Contractor shall connect to existing manholes at the provided knock-outs or core drill the 
manhole where knock-outs are not provided.   All connections shall be per CWS 
requirements.  Payment for connection to existing manhole shall be at the lump sum price bid 
and shall include all excavation, hauling & dumping of spoils, backfill, and testing 
requirements. 
 

8. Furnish and Install Tees 
 

Tees shall be as shown on the plans.  Inserta Tees shall be 36” X 10”.  Connections shall be 
per CWS requirements.  Payment for tees shall be made at the unit price bid and shall include 
all excavation, hauling & dumping of spoils, backfill, and testing requirements. 
 

9. Remove existing inlet and Construct 48” Manhole over existing lines in Brookwood 
 

Furnish and Install a 48” concrete manhole over the existing storm pipes at 75+28 
Brookwood Ave.  All work and materials shall conform to the requirements of Clean Water 
Services.  After removal of the existing inlet, the contractor shall ensure that roadway 
drainage is maintained until such time that a new inlet is provided. 
 
All backfill in the vicinity of storm manholes shall be full depth rock backfill compacted to 
95% AASHTO T-99.  The City will be responsible for all compaction testing.  The contractor 
shall be responsible for testing and meeting all testing requirements for storm manholes per 
Clean Water Services standards.   
 
Payment for installation of the 48” manhole over existing line shall be lump sum and shall 
include all labor, materials, excavation, hauling & dumping of spoils, backfill, and testing 
requirements. 
 



 
 

10. Remove and/or abandon existing storm pipe/ structures 
 

All existing pipes and/or structures to be abandoned shall be either removed and backfilled 
with compacted rock or plugged and pumped full of lean grout.  Payment shall be lump sum 
and include all pipe, catch basins, and manholes designated to be abandoned on the plans. 
 
WATERLINE INSTALLATION 
 

11. Furnish and Install 12” Class 52 Ductile Iron Pipe 
 

All waterline pipe shall be Class 52 Ductile Iron, thin cement lined, push-on type joints 
in nominal 18’ lengths, conforming to AWWA C151 (ANSI A21.51), AWWA C104 
(ANSI A21.4), and AWWA C111 (ANSI A21.11), with a working pressure of not less 
than 250 psi.  The pipe shall be manufactured by U.S. Pipe, Pacific States Cast Iron 
Pipe or an “equal” approved by the Water Department.   
 
Ductile iron mechanical-joint fittings, ductile iron push-on fittings, and ductile iron 
flange-joint fittings shall be rated for 250 psi working pressure.  All fittings shall 
conform to AWWA C110 (ANSI A21.10) and/or AWWA C153 (ANSI A21.53) and 
AWWA C111 (ANSI A21.11), and shall have cement-mortar linings in accordance with 
AWWA C104 (ANSI A21.4). 
 
All valves shall be iron body gate valves, rated at 200 psi working pressure, cast iron 
wedge with sealing surfaces permanently bonded with resilient materials per ASTM 
D429, conforming to AWWA C509 for resilient-seated gate valves. 
 
Valves shall have non-rising stems, O-ring packing, two-inch square operating nut, 
and left hand opening. Packing shall be labeled with manufacturer’s name and model 
number. 
 
The Contractor shall be responsible for determining the location of existing water main 
lines and valves as may be required.  All costs incurred in locating existing waterlines 
and appurtenances shall be incidental to the project for which no direct compensation 
will be made.  A Water Department representative shall be on site and approve the 
operation of all existing valves.  The Water Department does not warrant existing 
valves to hold under test pressure.  The Contractor is advised to test the newly 
installed system independent of existing valves and stub waterlines. 
 
When connecting or cutting into existing lines the Contractor shall follow the 
requirements of AWWA C651, including swabbing or spraying the insides of all 
valves, fittings and pipe with a one percent to five percent solution of hypochlorite 
before installing. 
 
The Contractor shall test the new water line according to the “City of Hillsboro Water 
Department Standard Specifications.”  All corporation stops, service lines, and meter 
stops shall be installed prior to the testing of new lines.  The costs of all temporary 
taps, plugs, blow-offs, and all other appurtenances required to pressure test and 
disinfect the new water lines shall be incidental to the project for which no direct 
compensation will be made.  No closed loop connections shall be made until all new 



 
 

lines have passed the bacterial test per the City of Hillsboro Water Department 
Engineering and Construction Standards. 
 
The use of dry chlorine is not allowed. A mixed solution is to be pumped into lines 
to be chlorinated. Flushing of chlorinated water shall be per the City of Hillsboro Water 
Department Engineering and Construction Standards. The Contractor shall make all 
provisions required to flush lines and to dispose of the super-chlorinated water in an 
approved manner.  Include all costs in the unit bid item for pipe. 
 
The City will be responsible for all compaction testing. 
 
Measurement of this bid item (Furnish and Install 12” Class 52 Ductile Iron Pipe) will 
be paid for on the “linear-foot” basis.  The ductile iron pipe shall be installed as shown 
in trench detail on sheet W-101 of the project plans. Payment will be payment in full 
for all of the items shown within said detail, installed complete and in place, including 
the ductile iron pipe, mechanical joint restraints, excavation, hauling and dumping of 
spoils, compacted backfill, pressure testing, disinfection, materials, equipment, tools, 
labor, fittings, appurtenances, and other incidentals required to complete the work as 
specified.  Saw-cutting of asphaltic concrete and replacement of the asphaltic 
concrete are covered under separate bid items. The cost of all temporary taps, plugs, 
blowoffs, restraints, and all other labor, materials, and equipment needed for pressure 
testing and disinfection shall be considered incidental to this bid item. 
 
 

12. Waterline Details 
 

The bid item for each detail shall cover all materials, equipment, and labor required to 
do the work as shown on the plans and explained by the following descriptions. 
 
The Water Department inspector shall approve the field locations of all meters, 
hydrants, bends, and connections prior to being installed. 
 
Wet taps on existing waterlines shall be done by a City-approved contractor. 
 
Planned service interruptions shall occur between the hours of 9:00 a.m. and 
4:30.p.m. and shall be coordinated with the city inspector.  The contractor shall give a 
minimum of 48 hours notice to customers prior to service interruption.  The contractor 
shall minimize the duration of any single service interruption to a maximum of 4 hours. 
 
Typical for abandonment of existing pipes:  Old waterlines shall not be abandoned 
until the new ductile iron line has been pressure tested, chlorinated and approved for 
use by the Water Department.  All services shall then be transferred to the new ductile 
iron waterline prior to abandoning the old mainlines.  Plug all abandoned pipes with 
concrete.  Abandoned valves shall be closed, the valve boxes removed and the 
ground surface restored to match the surrounding area.  Include all cost in the 
appropriate detail. 
 
The ductile iron pipe, MJ bends, saw-cutting of asphaltic concrete pavement, and 
restoration items that are required in the various details will be paid for as separate 
bid items, and should not be included in the bid item cost of that detail. 
 



 
 

NOTE - All MJ joints and pipe joint fittings installed by this project shall be 
restrained.  The cost to restrain MJ fittings and pipe joints with approved 
restrainers shall be included in the appropriate bid items. 
 
Detail A, Sheet W-102:  12” Wet Tap 
 
The existing 12” D.I. line shall be wet tapped by a City approved contractor, A & A 
Drilling or Ferguson Waterworks.  Install (1) 12” FLG x MJ gate valve with concrete 
thrust block and extend 12” D.I. pipe. 
 
 
Detail B, Sheet W-102:  Install 12” MJ Bend - 11-1/4º, 22-1/2º, 45º, or 90º 
 
The contractor shall furnish and install 12” – 11-1/4º, 22-1/2º, 45º, or 90º MJ bend with 
two mechanical joint restraints per bend.  The Water Department Inspector shall 
approve the installation and the location of all MJ bends 
 
 Detail C, Sheet W-102:  Install 4” Blowoff Assembly  
 
The contractor shall furnish and install (1) - 12” x 4” Restrained MJ Reducer, (1) - 4” 
FLG x MJ Gate Valve, 8”x8”x8” concrete pier block, 10+/- feet of 4” galvanize pipe, (1) 
standard valve boxes with lid, (1) 8” cast iron valve box with lid, approved 12” & 4” 
restrained retainers as needed, include all miscellaneous fittings and appurtenances 
shown in the detail and/or required for construction 

 
Detail D, Sheet W-102:  Relocate Existing 12” DI Waterline 
 
The contractor shall coordinate the required waterline shutdown with the Water 
Department and the affected customers.  The contractor shall provide a minimum 48-
hour notice for customers prior to disruption of service.  Water valves shall not be 
closed unless Water Department representative is onsite.  The contractor is 
responsible for all excavation, backfill, ductile iron pipe, fittings, restoration materials 
and labor required to lower the waterline. 
 
The contractor shall sawcut & remove the existing 12” D.I. pipe as needed to tie into 
existing waterline with 2 - 12” D.I. MJ sleeves, extend 12” D.I. pipe and install 4-12” 
45° MJ bends as required to provide 12” separation between new waterline and 
proposed CG-30 curb inlet. 
 
The contractor will be required to clean and swab all pipe & fittings with a 1% 
hypochlorite solution prior to installation.  There will be no pressure test on this line 
repair, the Water Department inspector shall visually inspect and approve the 
waterline installation prior to backfilling. 
 
 
 
 
 
 



 
 

ROADWAY CONSTRUCTION 
 

13. Excavation  
 

Removal and disposal of excavated material shall include earth, concrete, rock, asphalt, and 
pipe.  All excavated material shall become the property of the contractor.  All material shall 
be disposed of off-site in a legal manner. 
 
Payment for excavation will be on a cubic yard basis measured in place and includes all 
labor, materials, equipment, hauling, and disposal costs.  
 

14.  Embankment  
 

Native soils and cement amendment shall be used for the construction of fills beneath the 
travel lanes, bike lanes, and sidewalks.  Soils, with 8 percent cement by dry weight, shall be 
placed in lifts not to exceed 12”.   Materials and Construction shall be in accordance with 
Oregon APWA Standard Specifications for construction Section 00344.00 through 00344.46.  
Native soils to be used shall be free of top soil, debris, and organic matter. 
 
Payment for embankment will be on a cubic yard basis, measured in place, and includes all 
labor, equipment, and materials necessary to complete the work as specified. 
 

15. Sub Grade Preparation / Cement Amendment    
 

Sub grade beneath the travel lanes and bike lanes shall be prepared by portland cement 
amendment prior to placement of base rock.  Cement shall be mixed with sub grade soils to a 
depth of 12 inches.  The combination of existing soils and cement shall be 8 percent cement 
by soil dry weight.  Materials and Construction shall be in accordance with Oregon APWA 
Standard Specifications for construction Section 00344.00 through 00344.46  
 
Payment for Sub Grade Preparation / Cement amendment shall be made on a square yard 
basis and shall include all labor, equipment, and materials necessary to complete the work as 
specified 
 

16. Furnish and Install Base Rock 
 
One and one-half inch minus base rock shall be placed and tested per City Standard 
Specification unless directed otherwise by these plans and specifications. The City will be 
responsible for all compaction testing.  Costs for all other testing shall be considered 
incidental and included in the bid item for the installation of base rock.  Payment for base 
rock shall be on a cubic yard basis as measured in place. 
 
NOTE:  This bid item will be used to pay for any rock required to replace earth backfill over 
the existing sanitary sewer crossing near Station 50+00. 
 

17. Furnish and Install Leveling Rock  
 
Three quarter inch minus leveling rock shall be placed and tested per City Standard 
Specification unless directed otherwise by these plans and specifications. The City will be 
responsible for all compaction testing.  Costs for all other testing shall be considered 



 
 

incidental and included in the bid item for the installation of base rock.  Payment for leveling 
rock shall be on a cubic yard basis as measured in place. 
 

18. Furnish and Install Mountable Curb and Gutter per Detail C2-100B 
 

Mountable curb shall be as shown on detail C2-100B with 11” thick gutter pan and shall be 
installed between the travel and bike lanes.  Minor dimension adjustments may be made to 
conform with curb machine as approved by the engineer.  Payment shall be based upon the 
unit price bid per linear foot. 
 

19. Furnish and Install Modified City Curb and Gutter per Detail C1-100B 
 

City standard curb and gutter with 11” thick gutter pan sloping away from curb shall be as 
shown on detail C1-100B and shall be installed at the those locations on Veterans Drive 
where concrete pavement is adjacent to landscaping islands in the street.   Minor dimension 
adjustments may be made to conform with curb machine as approved by the engineer.   
Payment shall be based upon the unit price bid per linear foot. 
 

20. Furnish and Install Modified Washington County Curb and Gutter per Detail C3-106 
 

Washington County standard curb and gutter with 6” thick gutter pan sloping away from curb 
shall be as shown on detail C3-106 and shall be installed at the those locations on Brookwood 
Parkway where  pavement is adjacent to landscaping islands in the street.   Minor dimension 
adjustments may be made to conform with curb machine as approved by the engineer.   
Payment shall be based upon the unit price bid per linear foot. 
 

21. Furnish and Install Washington County Standard Curb and Gutter per Detail C4-106 
 

Washington County standard curb and gutter shall be installed on Brookwood Parkway as 
shown on the plans.  Payment shall be based upon the unit price bid per linear foot. 
 

22. Furnish and Install Asphalt – Brookwood Parkway. 
 

Note:  All work, materials, and submittals used for Brookwood Parkway shall conform 
to the Washington County Permit to be obtained by the contractor. 
 
Asphalt shall be Level 3, ½” dense graded asphalt mix and Level 3, ¾” dense graded asphalt 
mix (all PG 64-22) as indicated on the plans.  Placement and mix shall conform to Oregon’s 
Standard Specifications for Construction, Section 00745 – Hot Mixed Asphalt Concrete 
(HMAC). 
 
Submittals:  The Contractor shall furnish the City and County, at the time of the 
preconstruction conference, a list of sources of materials together with a certificate of 
compliance indicating that materials to be incorporated in the work fulfill the requirements of 
these specifications and a mix design for the asphalt concrete.  It is the intent of these 
Specifications that materials to be incorporated in the work must meet the requirements of 
these specifications after incorporation in the paved areas shown in the plans.  The contractor 
shall be responsible for all costs associated with the required mix design. 
 
Sampling & Testing:  The City and County will have the right to obtain samples of all 
materials to be used in the work and to test such samples for the purpose of verifying the 



 
 

contractor’s QC results.  Normally the sampling point will be the same as for process control 
(QC) or the point of manufacture.  The owner shall also have the right to inspect sources of 
materials to be used.  All sampling and testing will be performed by certified laboratory 
technicians including those tests performed by or for the owner (QA). 
 
Asphalt shall be placed as follows; 

• Level 3, 1/2” dense graded mix shall be placed in a single 2” thick lift.  
• Level 3, ¾” dense graded mix shall be placed in 3 lifts not to exceed 3” in thickness. 
 

Asphalt sections shall be tested per Oregon Standard Specifications for Construction.  The 
City will be responsible for all compaction testing. Costs for all other testing will be the 
contractor’s responsibility and shall be considered incidental and included in the bid items for 
the installation of asphalt.   Payment for asphalt shall be based on the unit price bid per ton 
except where modified by price escalation/De-escalation as described in the Supplemental 
Specifications. 
 

23. Furnish and Install 11” Thick PCC Pavement  
 

Concrete pavement shall be Class 4000 -1 ½ ” plain un-dowelled pavement as listed in the 
2008 Oregon Standard Specifications for Construction, Section 00756 (Plain Concrete 
Pavement).  All concrete joints must be sealed.    Placement, mix, dowels, joints, testing, and 
tolerances shall conform to Section 00756 of said Oregon’s Standard Specifications for 
Construction. 
 
A concrete jointing plan has been provided as part of the construction plans.  Should the 
Contractor wish to propose an alternate plan, said alternate plan must be submitted and 
approved prior to the pouring of any curbs.  Any alternate plan must meet American Concrete 
Pavement Association recommendations.  Acceptance of the plan by the City does not relieve 
the contractor of responsibility for visible uncontrolled longitudinal and transverse cracking. 
 
The contractor shall video inspect all existing 36” storm lines and existing 8” sanitary sewer 
lines just prior to concrete paving.  The contractor shall furnish color video recordings in 
DVD format.  Any damaged lines must be repaired at the contractor’s expense.  Cost for 
said video inspection shall be considered incidental to the unit cost bid for concrete 
paving. 
 
Payment for 11” PCC paving shall be based on the unit price bid per square yard and shall 
include all labor, equipment, and materials, including construction joint reinforcement bars,  
tie bars, dowel bars, curing materials, joint sealing, and saw cutting.  
 

24. Furnish and Install Impact Slabs 
 

Concrete impact slabs shall be installed per plan detail at all asphalt to concrete transitions.  
Payment quantities shall be calculated using a five foot width multiplied by the width of the 
travel lane between the curbs at each location.  Payment shall be made on a square foot basis  
 

25. Raise Existing Structures to final Grade 
 

Existing manholes rims and the access hatches for the Contech storm water quality vault must 
be adjusted to match final grades.  All work and materials shall be in accordance with City 



 
 

and CWS requirements.  Payment shall be made on a per structure basis and shall include all 
labor, equipment, and materials necessary to complete the work.  
 

26. Furnish and Install 6” Thick Concrete Cycle Track (bike lane) 
 

Concrete pavement shall be Class 4000 -1 ½ ” plain un-dowelled pavement as listed in the 
2008 Oregon Standard Specifications for Construction, Section 00756 (Plain Concrete 
Pavement).  Placement, mix, dowels, joints, testing, and tolerances shall conform to Section 
00756 of said Oregon’s Standard Specifications for Construction. 
 
A concrete jointing plan has been provided as part of the construction plans.  Should the 
Contractor wish to propose an alternate plan, said alternate plan must be submitted and 
approved prior to the pouring of any curbs.  Any alternate plan must meet American Concrete 
Pavement Association recommendations.  Acceptance of the plan by the City does not relieve 
the contractor of responsibility for visible uncontrolled longitudinal and transverse cracking. 
All transverse joints shall be saw-cut into the cycle track to provide a smooth riding 
surface for bicycles.   
 
Payment for 6” PCC paving shall be based on the unit price bid per square yard and shall 
include all labor, equipment, and materials, including construction joint reinforcement bars,  
tie bars, dowel bars, curing materials, joint sealing, and saw cutting.  All costs associated with 
the construction of the thickened concrete edge required adjacent to the proposed curbs shall 
be considered incidental. 
 

27. Furnish and Install Concrete Sidewalks 
 

All sidewalks shall be a minimum of 3-1/2” thick and shall be a minimum of 3000 psi. 
concrete mix placed on a minimum of 2” of compacted ¾” minus base rock.  Said rock shall 
be included in the bid price per square foot for sidewalk.  Payment shall be based upon the 
unit price bed per square foot.  
 

28. Furnish and Install Concrete Driveways 
 

All driveways shall be a minimum of 6” thick and shall be a minimum of 3000 psi. concrete 
mix placed on a minimum of 2” of compacted ¾” minus base rock.  Driveways shall include 
reinforcement with 10 ga. mesh as shown in the plan details.  Payment shall be based upon 
the unit price bid per square foot and shall include base rock and reinforcement.  
 

29. Furnish and Install Handicap Ramps  
 
Note that all handicap ramps on Brookwood Parkway will be constructed to Washington 
County standards.  Sidewalk handicap ramps shall be constructed as indicated within the 
plans.  Payment for installation of handicap ramps shall be lump sum for each ramp and shall 
include all labor, equipment, and materials necessary to complete each ramp per plan details 
and ADA requirements. 
 

30. Furnish and Install Truncated Domes  
 
Truncated domes shall be installed as indicated within the plans.  Cast in place Armor Tile 
truncated dome panels as manufactured by Engineered Plastics Inc., or approved equal are 
acceptable.   Truncated domes in handicap ramps and driveways on Brookwood Parkway 



 
 

shall be yellow in color per Washington County standards.  All other truncated domes shall 
be black per City of Hillsboro standard. 
 
Payment to furnish and install truncated domes shall be made on a per square foot basis and 
shall include all labor, equipment, and materials necessary for successful installation per plan 
details and ADA requirements. 
 
Miscellaneous 
 

31. Foundation Stabilization 
 

Foundation Stabilization, if needed, shall be 4” minus, clean crushed rock or approved equal.  
Trench quantities shall be calculated as follows:  (inside pipe diameter plus 2 feet) x (depth in 
feet) x (length) divided by 27 = cubic yards.  All other quantities shall be measured in place. 
Cost shall include excavation and haul-off.  Material shall be used only as authorized by 
the Engineer in writing. 
 

32. Saw cut existing asphalt (does not apply to concrete street jointing) 
 

The contractor shall saw cut all existing asphalt (see T-cut Trench Detail) as required for 
construction.  Road sections without curbs, with pavement sections less than 30” in width 
from the trench edge to the existing pavement edge shall be removed and resurfaced 
concurrently with other resurfacing.  After all excavation, backfill, compaction and testing, 
the contractor shall re-cut all pavement edges a minimum of 6” from original cut, or as 
directed by the Engineer.  Payment for saw cutting shall be made at the unit price bid per 
lineal foot and shall include all equipment, materials, and labor required. 
 
Street Lighting 
 

33. Furnish and Install Street Lighting System Complete 
 
The contractor shall be responsible for installing the complete street lighting system per the 
project plans including the installation of all necessary PGE owned lines to provide power.  
Schematic drawings provided by PGE have been included with this bid package.  
Coordination with Tod Shattuck (503-844-5354) of PGE will be required to connect to the 
power source required to energize the system.   PGE owned and maintained lines to be 
installed will be located within the public utility easement.  The privately owned lines 
connecting to the street lights will be located within the right of way.   There will be two 
separate trenches and the contractor must bid accordingly. 
 
Any electrical permits required shall be the responsibility of the contractor to obtain.  Cost to 
obtain said permits shall be considered incidental.  All materials shall be per the project plans 
or approved equal.  Payment shall be lump sum and include all labor, materials, and 
equipment necessary to install the complete and functioning system including all 
modifications to the existing system in Brookwood Parkway. 
 
Traffic Signals, Signing, and Striping 
 

34. Furnish and Install Traffic Signals at Brookwood Parkway 
 



 
 

Installation shall be in accordance with manufacturer’s, City of Hillsboro, ODOT, and 
Washington County specifications.  Additional specifications for traffic signal installation 
apply and have been included in the “Additional Washington County Specifications” 
immediately following these Special Specifications. 
 
Any electrical permits required shall be the responsibility of the contractor to obtain.  Cost to 
obtain said permits shall be considered incidental.  All materials shall be per the project plans 
or approved equal.  Payment shall be lump sum and include all labor, materials, and 
equipment necessary to install the complete and functioning system. 
 

35. Furnish and Install Traffic Signs  
 
New signs shall be of aluminum stock and, when permanently installed, signs shall be 
installed on 2” galvanized breakaway posts with anchor buried 3’ minimum or attached to 
street light poles as specified on the plans.  Where signs are attached to street light poles, the 
following hardware or approved equal shall be used; 
 

• Band-It Valustrap Plus C161 – ¾” stainless steel strapping (0 .20 thickness). 
• Band-It ¾”Valuclips C156 – stainless still clips for use with valustrap. 
• Band-It Bolt Straight Leg Brack-It D001 – stainless steel bracket with stainless steel 

bolts, washers and fiber washers. 
 

Signs shall be located in areas that will not conflict with other utilities or structures.  Existing 
signs to remain shall be carefully removed and replaced.  Cost to relocate existing signs shall 
be considered incidental.  Removal and disposal of any signs no longer needed shall be 
considered incidental.  Payment to provide and install new signs shall be at the unit prices bid 
for each and shall include all labor, equipment, and materials necessary. 
 

Note:      Installation of signs within Washington County’s Brookwood Parkways shall be 
in accordance with Washington County Standards.  Additional requirements may 
apply and have been included in the “Additional Washington County 
Specifications” immediately following these Special Specifications. 

 
36. Furnish and Install All Pavement Striping and Markings  

 
Striping and Marking of the pavement can be broken down into three components; 
 

• Restriping of Phase One of Veterans (NE 28th Avenue to NE 34th Avenue, Sheet S-
103) -  All longitudinal lane lines were applied with paint during Phase One.  These 
existing lines shall be removed using a grinder, a bead blaster removal system, or a 
pressurized water removal system and replaced with 3M 380 IES cold tape or 
approved equal.  All work shall be to City of Hillsboro Standards, Sheet S-106. 

• Striping of all new concrete poured for Phase Two of Veterans Drive (NE 34th 
Avenue to NE Brookwood Parkway, Sheet S-101 and S-102) – Striping shall be 3M 
380 IES cold tape or approved equal.  All work shall be to City of Hillsboro 
Standards, Sheet S-106. 

• Striping of asphalt surfaces in NE Brookwood Parkway, Sheet SS-1 -  All work in 
Brookwood Parkway shall be in accordance with Washington County Standards, 
(Sheet SS-4).  See also “Additional Washington County Specifications” immediately 
following these Special Specifications. 



 
 

 
All pavement markings shall be placed per the manufacturers recommendations.  The 
contractor shall be responsible for warranting all pavement markings for a period of two 
years from the date of project acceptance.   
 
All raised pavement markers shall meet ODOT standards for materials and installation.     
 
Payment for all pavement striping, markings, and raised pavement markers shall be lump sum 
and shall include all labor, equipment, and materials necessary to complete the work as 
shown on the plans. 

 
Landscaping and Restoration 
 

37. Furnish and Install Irrigation System complete 
 
Construction plans for the proposed irrigation system are generally schematic in nature.  All 
piping must be located within road right-of-way.  The contractor shall be responsible for 
installing the system such that 100 percent coverage of all landscaping plants is achieved.  
Minor adjustments may be required to avoid, plantings, light poles, signs, etc.  Project 
materials shall be as specified on the plans or approved equals.  
 
At that location where the existing center median is removed from Brookwood Parkway, the 
existing irrigation system must be modified as needed to remain functional upon completion 
of the street improvements. 
  
All installation shall be done by a firm who successfully executed a minimum of 5 contracts 
for projects of a similar size and scope as that required for this project.  References may be 
required.  The final system shall be warranted by the contractor for a period of 2 years after 
final project acceptance. 
 
All piping and wiring shall be installed in sleeves under sidewalks and roadways.  All piping 
shall be installed with a minimum of 0.5 percent slope down towards drain valves.  All dirt 
and debris shall be flushed from the system prior to the installation of sprinklers and other 
devices.   
 
All automatic control valves, flow control valves, pressure reducing valves, backflow 
preventers, filters, and other serviceable fixtures shall be provided with valve boxes that are 
extendable to obtain the depth required.  Boxes shall be thermoplastic, with locking lids, and 
green in color.  A protective sleeve and cap shall be included with all manual drain valves 
and manual control valves. 
 
The contractor shall provide a factory authorized service representative to inspect, test, and 
adjust the fully assembled system.  The system must be tested for leaks, operation, and 
adjusted as needed to operate satisfactorily.  A satisfactory written report from said 
representative will be required prior to final acceptance.  The factory representative shall also 
provide training for City maintenance personnel to adjust and operate controller and valves. 
 
Payment shall be lump sum and shall include all labor, equipment, materials, and incidentals 
necessary for the installation of a complete and fully functioning system including all 
modifications to the existing system in Brookwood Parkway.  No additional payment will be 



 
 

made for excavation, backfill, electrical service, and system training for maintenance 
personnel. Any item not specifically listed on the plans or in these specifications, but needed 
for the satisfactory completion of the irrigation system, shall be considered incidental to, and 
therefore part thereof, the bid price furnished by the bidder.  
 

38. Furnish and Install 12” of Top Soil per plans 
 
On site excavated soils from between a depth of 3” and 12” may be used for topsoil if they 
are kept separate from other excavated materials.  All existing plant growth must be removed.  
Prior to placement of top soil scarify or till subsoil to a depth of 6”.  Place top soil to grades 
and slopes shown on the plans.  Do not place material during wet conditions.  All grades shall 
flow smoothly into one another and produce positive drainage.  All vegetation shall be 
cleared and all clods and/or rocks greater than 1” in diameter shall be removed.  Payment 
shall be at the unit price bid per cubic yard as measured in place. 
 

39. Furnish and Install Street Trees  
    
Trees shall be as specified on the plans and shall be disease free. Trees shall be minimum 
2.5” caliper, and shall be centered between the bike lane and the sidewalk.   A two inch (2”) 
layer of garden care compost shall be applied in a three foot (3’) radius around all trees after 
installation.  Root barriers must be installed as shown on the plans.  Barriers must be installed 
per manufactures recommendations.    The contractor shall be responsible for monitoring and 
warranting the survival of all trees for two years from the date the project is accepted by the 
City Engineer.  This includes watering and inspection for disease and infestation.  Cost for all 
soil preparation, planting, planting mix, soil conditioner, mulch, and root barriers shall be 
considered incidental and included in the unit price bid to furnish and install street trees.   
 

40. Furnish and Install Landscaping Shrubs and Groundcover.  
    
Shrubs and Groundcover shall be as specified on the plans and shall be disease free.  A two 
inch (2”) layer of garden care compost shall be applied in all planting beds after installation.      
The contractor shall be responsible for monitoring and warranting the survival of all plantings 
for two years from the date the project is accepted by the City Engineer.  This includes 
watering and inspection for disease and infestation.  Cost for all soil preparation, planting, 
planting mix, soil conditioner, and mulch shall be considered incidental and included in the 
unit price bid each to furnish and install shrubs and groundcover.      

 
41. Additional Grading and Hydroseeding 

 
The contractor shall restore all areas disturbed during construction.  All areas between the 
existing ground and the proposed improvements shall be graded to provide a smooth 
transition.  The contractor shall excavate or fill as required.  All grades shall flow smoothly 
into one another and produce positive drainage.  All vegetation shall be cleared and all clods 
and/or rocks greater than 1” in diameter shall be removed.  All construction debris such as 
chunks of asphalt and concrete must be removed.   The contractor shall backfill with top soil, 
compact, cultivate, level the ground, and remove all rock by whatever means necessary, to 
the satisfaction of the Engineer prior to placing seed, fertilizer and mulch. 
 
Areas of bare ground not receiving other landscaping must be hydroseeded for erosion 
control.  The following seed composition or approved equal shall be used: 

 



 
 

  Three Way Perennial Ryegrass Blend 
  33% Nobility Perennial Ryegrass 
  33% Delaware Dwarf Perennial Rye 
  34% Pleasure Perennial Ryegrass 
 

The mixture of seed, fertilizer and mulch shall be spread per the manufacturer’s 
recommendations.  Prevent seed, fertilizer, and mulch from falling or drifting onto areas 
occupied by rock base, rock shoulders, plant beds, or other areas where grass is detrimental.  
Remove material that falls on plants, roadways, gravel shoulders, structures, sidewalks, and 
areas where material is not specified.  Replace any material that becomes displaced before 
acceptance of the work.   

 
The contractor shall ensure that seeded areas have a uniform, healthy and weed-free stand of 
grass growing at the end of the establishment period.  The seeding establishment period 
begins upon acceptance of the initial seeding work and ends upon satisfactory plant growth 
and coverage of the seeded areas.  The minimum living plant coverage for acceptance of 
seeding is 90% coverage of the ground surface.  The Contractor shall repair and restore soil 
grades and re-seed any damaged, settled, or unproductive areas to the specified conditions at 
the Contractor’s expense.   

 
Payment for grading and hydroseeding shall be included in the lump sum price bid for 
‘Additional Grading and Hydroseeding’, and shall include providing top soil, all grading, and 
soil preparation. The contractor shall be responsible to determine the amount and type of 
restoration as may be required and bid accordingly. 

 
42. Restoration of Landscaping and Other Items Disturbed by Construction 

 
The contractor shall restore all areas disturbed during construction, including existing 
landscaped areas, shrubs, trees, or lawn areas.  These areas shall be restored to as good or 
better condition than existed prior to construction.  A videotape will be made by the City to 
utilize, as a reference to verify the restoration needed.  The contractor shall remove, replace if 
damaged, and reinstall all fences, mailboxes, signs, etc., as required for construction.   
Payment shall be lump sum; the contractor shall be responsible to determine the amount and 
type of restoration as may be required and bid accordingly. 
 

43. Extra Work 
 
A bid item for extra work has been included within this contract.  Should there be 
unanticipated work for which there were no bid unit prices be required for the completion 
of this project, payment will be made using this bid item.  This bid item has been 
reserved with a set aside of $50,000.00 for this work.  Actual payment will be based upon 
time and materials required for the completion of this work.  All work and materials must 
be approved in writing by the City’s project inspector prior to commencement of work.  
The set aside amount is an estimate only; if the actual total cost for this item is less than 
or exceeds the set aside amount, the contractor will continue to be compensated on a time 
and materials basis.   
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SECTION 00440 - COMMERCIAL GRADE CONCRETE 
 
Comply with Section 00440 of the Standard Specifications modified as follows: 
 
00440.10  Materials - In the list of materials, delete the "Aggregates....02690" line. 
 
00440.14(a)  General - In the work item list, replace the square tube sign support line with the 
following line: 
 
 Perforated Steel Square Tube Sign Support Footings .......... 00920 
 
00440.40(b)  Placing - Add the following bulleted item: 
 

• For sign supports, signal supports, and luminaire supports, place concrete according to 
00540.48(a) thru 00540.48(c). 

 
00440.40(c)  Forms - Add the following paragraph: 
 
For sign supports, signal supports, and luminaire supports, remove forms and perform subse-
quent loading according to Table 00540-1. 
 
 
 

SECTION 00442 - CONTROLLED LOW STRENGTH MATERIALS 
 
Comply with Section 00442 of the Standard Specifications. 
 
 
 

SECTION 00850 - COMMON PROVISIONS FOR PAVEMENT MARKINGS 
 
Comply with Section 00850 of the Standard Specifications modified as follows: 
 
00850.20(b)  Equipment for Longitudinal Lines - Replace the paragraph that begins, "Use 
equipment capable of…" with the following paragraph and bullets: 
 
Provide equipment that can: 
 

• Place two parallel lines simultaneously with 4 inch minimum to 12 inch maximum spac-
ing between the two lines. 

 
• Place the entire width of a line in one pass. 

 
00850.46  Placement Tolerance - Replace the bullet that begins "Thickness of lines…" with the 
following bullet: 
 

• Thickness of flat, surface applied lines:  + 1/3 of the specified thickness, − 1/10 of the 
specified thickness 
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00850.47(b) Curing of Material - Replace the sentence that begins "Rate the line…" with the 
following sentence: 
 
Rate the line, markings, and pavement marker adhesive at the time of installation to determine if 
the material has properly cured. 
 
00850.47(c)  Retroreflectivity - Replace the sentence that begins "Use a retroreflectometer…"  
with the following sentence: 
 
Use a 30 meter geometry retroreflectometer to measure the retroreflectivity within 48 hours of 
curing, except for paint applications: 
 
00850.70  Disposal of Waste - Replace this subsection with the following subsection: 
 
00850.70  Disposal of Materials - Dispose of all materials according to 00290.20. 
 
 
 

SECTION 00851 - PAVEMENT MARKING REMOVAL 
 
Comply with Section 00851 of the Standard Specifications. 
 
 
 

SECTION 00855 - PAVEMENT MARKERS 
 
Comply with Section 00855 of the Standard Specifications modified as follows: 
 
00855.40(c)  Installation - In the paragraph that begins "Do not install…", replace the sentence 
that begins "Adjust spacing between…" with the following two sentences: 
 
To avoid longitudinal cracks and joints, adjust pavement markers up to one half the width of the 
marker.  To avoid transverse cracks and joints, adjust pavement markers ahead or back on line 
± 5 inches. 
 
 
 

SECTION 00860 - LONGITUDINAL PAVEMENT MARKINGS - PAINT 
 
Comply with Section 00860 of the Standard Specifications modified as follows: 
 
00860.45 Installation - In the bullet that begins "For yellow colored markings…", replace the 
sentence that begins with "For yellow colored markings…" with the following two sentences: 
 
For yellow colored markings that delineate two-way traffic, apply the second application in the 
opposite direction of the first application. For yellow colored markings on one-way roadways, 
apply the second application in the same direction of the first application. 
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SECTION 00865 - LONGITUDINAL PAVEMENT MARKINGS - DURABLE 
 
Comply with Section 00865 of the Standard Specifications modified as follows: 
 
00865.10  Pavement Markings - Use the following marking materials: 
 
Use Thermoplastic, Non-Profile, (120 mils), Extruded or Sprayed for yellow lines. 
 
Use Thermoplastic, Non-Profile, (120 mils), Extruded or Sprayed for white lines. 
 
Use Thermoplastic, Non-Profile, (120 mils), Extruded or Sprayed for yellow skip stripes. 
 
Use Thermoplastic, Non-Profile, (120 mils), Extruded or Sprayed for white skip stripes. 
 
00865.45  Installation - Add the following bullet  to the end of the subsection: 
 

• Method BF: Non-Profiled Extruded or Sprayed Markings - Install Method B or 
Method F as the Contractor elects. 

 
 
 

SECTION 00866 - LONGITUDINAL PAVEMENT MARKINGS - HIGH PERFORMANCE 
 
Comply with Section 00866 of the Standard Specification. 

 
 
 

SECTION 00867 - TRANSVERSE PAVEMENT MARKINGS - LEGENDS AND BARS 
 
Comply with Section 00867 of the Standard Specifications modified as follows: 
 
00867.40 General - Delete this subsection. 
 
00867.45 Installation - Replace the bullet that begins "Type B: Preformed..." with the following 
three bullets: 
 

• Type B: Preformed, Fused Thermoplastic Film - Install preformed, fused thermoplastic 
film as shown. 
 
• Type B-HS: Preformed, Fused Thermoplastic Film High Skid - Install preformed, fused 
thermoplastic film high skid, that has intermixed reflective elements with factory installed 
crushed glass or aggregate on the surface for all staggered continental crosswalks, bike 
lane stencils, bike path railroad crossings, and other transverse pavement markings as 
shown. 
 
• Type AB: Install Type A, Type B or Type B-HS as the Contractor elects. 
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SECTION 00902 - CROSSWALK CLOSURE BARRICADES 
 
Section 00902, which is not a Standard Specification, is included in this Project by Special Pro-
vision. 

 
Description 

 
00902.00  Scope - This work consists of constructing crosswalk closure barricades as shown. 
 

Materials 
 
00902.10  Materials - Furnish materials meeting the following requirements: 
 
 Commercial Grade Concrete ...................................  00440 
 Steel ........................................................................  02530 
 Signs ........................................................................  00940 
 

Construction 
 
00902.40  General - Construct crosswalk barricades as shown or directed. 
 
 

Measurement 
 
00902.80  Measurement - No separate measurement will be made for work done under this 
Section. 

 
Payment 

 
00902.90  Payment - No separate payment will be made for work done under this Section.  
Payment will be included in payment made for the item "Furnish and Install Traffic Signals at 
Brookwood Parkway". 
 
 
 

SECTION 00905 - REMOVAL AND REINSTALLATION OF EXISTING SIGNS 
 
Comply with Section 00905 of the Standard Specifications supplemented and/or modified as 
follows: 
 
00905.40  General - Add the following: 
 
Existing signs and posts designated for "removal only" shall be protected and returned to 
Washington County Operations Division at the Walnut Street Center, 1400 SW Walnut St. 
Hillsboro.  Contact Operations Program Manager, (503) 846-7623. 
 
 
 

SECTION 00930 - METAL SIGN SUPPORTS 
 
Comply with Section 00930 of the Standard Specifications modified as follows: 
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00930.01  Definitions and Terms - In the "Triangular Base Breakaway Sign Supports, Pipe 
Breakaway Sign Supports, and Square Tube Breakaway Sign Supports" definition, replace the 
words "Square Tube Breakaway Sign Supports" with the words "Perforated Steel Square Tube 
Breakaway Sign Supports". 
 
In the "Pipe Sign Supports and Square Tube Sign Supports" definition, replace the words 
"Square Tube Sign Supports" with the words "Perforated Steel Square Tube Sign Supports". 
 
In the "Minor Sign Supports" definition, replace the words "Square Tube Breakaway Sign Sup-
ports" with the words "Perforated Steel Square Tube Breakaway Sign Supports" and replace the 
words "Square Tube Sign Supports" with the words "Perforated Steel Square Tube Sign Sup-
ports". 
 
 
00930.01  Definitions and Terms - Add the following definition to the list of definitions: 
 
Mast Arm Street Name Sign Mounts - This group includes the frame members, attachment 
channel or bracket, steel bands or cables, and fasteners necessary to install a street name sign 
on a signal mast arm. 
 
 
 

SECTION 00940 - SIGNS 
 
Comply with Section 00940 of the Standard Specifications supplemented and/or modified as 
follows: 
 
Non-reflective, reflective, and retroreflective sheeting shall conform to Section 02910. 
 
 
 

SECTION 00941 - SIGN COVERS 
 
Comply with Section 00941 of the Standard Specifications modified as follows: 
 
00941.41   Installation - Add the following to the end of this subsection: 
 
 
 
 SECTION 00950 – REMOVAL OF ELECTRICAL SYSTEMS – Remove the heading and re-
place with the following heading: 
 
SECTION 00950 - REMOVAL AND REINSTALLATION OF HIGHWAY ILLUMINATION AND 

TRAFFIC SIGNALS 
 
Comply with Section 00950 of the Standard Specifications supplemented and/or modified as 
follows: 
 
00950.00      Scope – Remove and replace with the following: 
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00950.00    Scope – This work consists of removing, abandoning, salvaging and reinstalling 
existing illumination and traffic signal material as shown or directed. 
00950.43 Reinstalling - Reinstall the following existing materials at the locations indicated: 
 
 Materials Reinstallation Locations 
Existing Light Pole        Brookwood Parkway (STA. 73+64, 41.0 LT) 
Existing Light Pole        Brookwood Parkway (STA. 75+38, 33.5 LT) 
   
   
 

SECTION 00960 - COMMON PROVISIONS FOR ELECTRICAL SYSTEMS 
 
Comply with Section 00960 of the Standard Specifications modified as follows: 
 
For illumination that is to be installed on separate illumination poles, the Contractor shall provide 
and install an illumination system satisfying the requirements and standards of Portland General 
Electric (PGE) Option using PGE approved materials  Lighting equipment shall be from the PGE 
approved Street Lighting Equipment list dated 08/30/2012 or latest revision.  If there is a conflict 
between PGE standards and these specifications the more stringent standard shall control. 
 
For illumination that is installed on traffic signal poles, furnish and install illumination and traffic 
signal equipment and materials according to Section 00960 and Section 00970 of the Standard 
Specifications supplemented and/or modified. 
 
00960.41(c)  Excavation for Conduit - Replace this subsection with the following subsection: 
 
00960.41(c)  Excavation for Conduit – Excavate and backfill conduit as follows: 
 
                                                Minimum Cover from Finished Surface1 
 
 Type of Conduit Roadway and Shoulders Other Areas 
 

Metal                                30 inches                                        30 inches 
Rigid Nonmetallic             30 inches                                        30 inches 
 

1 Use permit depths if greater than these. 
            
00960.41(f)  Disposition of Waste Materials - Replace this subsection with the following 
subsection: 
 
00960.41(f)  Disposal of Materials - Dispose of all materials according to 00290.20. 
00960.41(g)  Backfill – Replace the first paragraph with the following: 
 
Use an approved sand blanket, granular backfill meeting the requirements of Section 00405.14, 
or CLSM meeting the requirements of Section 00442 as follows: 
 
00960.41(g-1-c-3)  Unpaved Areas - Replace this subsection with the following: 
 
00960.41(g-1-c-3)  Unpaved Areas - Place granular backfill material in layers not greater than 
6 inches thick.  When not under structures the top 1 foot may be Class A Backfill. 
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Compact the backfill material according to 00405.46(c-2) to the top of trench, surrounding 
ground level or upper limit of excavation as directed.  The sand drainage blanket requirement of 
a. and b. above may be deleted when approved by the Engineer. 
 
 
00960.45  Cable and Wire - In the paragraph that begins "Pull all wire...", replace the 
sentence that begins "Pull all wire..." with the following sentence: 
 
Pull all wire and cable by hand and on a straight line with the conduit opening to prevent 
damage to wire and cable installation. 
 
 
 

SECTION 00962 - METAL ILLUMINATION AND TRAFFIC SIGNAL SUPPORTS 
 
 
Comply with Section 00962 of the Standard Specifications modified as follows: 
 
00962.01  Regulations,Standards, and Codes - Replace this subsection, except for the sub-
section number and title, with the following:  
 
All designs and workmanship shall conform to the following standard where applicable: 
  

• AASHTO Standard Specifications for Structural Supports for Highway Signs, Luminaires 
and Traffic Signals - 1994 Edition. 

• AWS D1.1 
 
Do not begin installations until all permits are obtained and copies are given to the Engineer.  
 
00962.05(a)  Traffic Signal Mast Arm Supports - Add the following to the end of this subsec-
tion: 
 
The following standard traffic signal mast arm pole drawings are prequalified for use on the Pro-
ject: 
 

Ameron Pole Products Division Drg. OR1, Rev. B, 2/99 
 Drg. OR2, Rev. C, 2/99 
 Drg. OR3, Rev. B, 11/98 
 Drg. OR4, Rev. B, 7/98 
 Drg. OR5, Rev. C, 11/98 
 Drg. OR6, Rev. C, 11/98 
 
Northwest Signal Supply Drg. NWS2344(M), 9/03 
 
Union Metal Corp. Drg. 50200-A51, R1, 2/97 
 Drg. 50114-A19, R1, 2/97 
 Drg. 50200-A50, R1, 2/97 
 Drg. 71045-B47 sh 1, R11, 2/99 
 Drg. 71045-B47 sh 2, R11, 2/99 
 Drg. 71045-B48 sh 1, R14, 2/99 
 Drg. 71045-B48 sh 2, R14, 2/99 
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 Drg. 71045-B49 sh 1, R19, 2/99 
 Drg. 71045-B49 sh 2, R19, 2/99 
 Drg. 71045-B49 sh 3, R19, 2/99 
 
Valmont Industries, Inc. Drg. DB00631, sh 1, Rev. A, 2/4/03 
 Drg. DB00631, sh 2, Rev. A, 2/4/03 
 Drg. DB00631, sh 3, Rev. A, 2/4/03 
 
HW Metal Products Drg. HW2001, 8/02 
 Drg. HW2002, 8/02 
 Drg. HW2003, 8/02 
 Drg. HW2004, 8/02 
 Drg. HW2005, 8/02 
 Drg. HW2006, 8/02 

 
 
00962.05(c)  Illumination Supports - Add the following to the end of this subsection: 
 
The following standard illumination pole drawings are prequalified for use on the Project: 
 

Ameron Pole Products Division Drg. OR7, Rev. C, 1/02 
 Drg. OR8, Rev. C, 1/02 
 Drg. OR9, Rev. E, 2/02 
 
Union Metal Corp. Drg. 71049-B18 sh 1, R3, 2/99 
 Drg. 71049-B18 sh 2, R3, 2/99 
 Drg. 71049-B19 sh 1, R3, 2/99 
 Drg. 71049-B19 sh 2, R3, 2/99 
 
Northwest Signal Supply Drg. NWS2285M, 9/00 
 
Valmont Industries Inc. Drg. DB00386 sh 1, Rev. B, 3/12/03 
 Drg. DB00386 sh 2, Rev. B, 3/12/03 
 Drg. DB00386 sh 3, Rev. B, 3/12/03 
 Drg. DB00387 sh 1, Rev. B, 3/12/03 
 Drg. DB00387 sh 2, Rev. B, 3/12/03 

 
00962.10  Materials - Add the following to the end of the material list: 
 
 High-Strength Fasteners ...................................... 02560.20 
 
00962.41(b)  Disposition of Waste Materials - Replace this subsection with the following sub-
section: 
 
00962.41(b)  Disposal of Materials - Dispose of all materials according to 00290.20. 
 
 
00962.43(c)  Installation of Traffic Signal Pole Foundations - Replace this subsection, ex-
cept for the subsection number and title, with the following:  
 
Construct traffic signal pole foundations according to drawing numbers TM629, TM631 &TM632 
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SECTION 00970 - HIGHWAY ILLUMINATION 
 
Comply with Section 00970 of the Standard Specifications supplemented and/or modified as 
follows: 
 
For illumination that is to be installed on separate illumination poles, the Contractor shall provide 
and install an illumination system satisfying the requirements and standards of Portland General 
Electric (PGE) Option using PGE approved materials.  Lighting equipment shall be from the 
PGE approved Street Lighting Equipment list dated 8/30/12 or latest revision.  If there is a con-
flict between PGE standards and these specifications the more stringent standard shall control. 
 
For illumination that is installed on traffic signal poles, furnish and install illumination and traffic 
signal equipment and materials according to this Section of the Standard Specifications sup-
plemented and/or modified. 
 
 
Add the following subsection: 
 
00970.50   Grounding and Bonding - In addition to the requirements of 00960.50 and 
00962.50, ground and bond metal illumination poles and high mast towers according to the fol-
lowing: 
 
Install 1 inch non-metallic conduit from the pole base to the concrete and polymer concrete junc-
tion box at each pole.  Install a ground rod in each junction box and install No. 6 AWG copper 
ground wire from the ground stud in the pole base to the ground rod in the junction box. The 
ground rod may be installed in the same junction box that provides illumination circuitry to the 
pole, however, provide a separate and independent conduit for the ground wire.  Bond all metal 
conduit and metal junction box covers, if used, together to the ground rod. 
 
On the inside of high mast tower shafts, weld a 1/2 inch Type 308, 309, or 310 threaded stain-
less steel stud for a grounding lug.  Locate the grounding lug 90 degrees from and level with the 
bottom of the handhole. 
 
 

SECTION 00990 - TRAFFIC SIGNALS 
 

 
Comply with Section 00990 of the Standard Specifications supplemented and/or modified as follows: 
 
00990.00  Scope - Replace this subsection, except for the subsection number and title, with the 
following: 
 
In addition to the requirements of Section 00960, Section 00962, and Section 02925, install traf-
fic signals according to the following Specifications. 
 
 

00990.10  Materials – Furnish Vehicle Video Detection Systems according to Special 
Provision 02920.45(c) 

 
 
Add the following Subsection: 
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00990.43(c)  Video Detection System: 
 

(1) Installation - The product supplier of the video detection system shall supervise the installation 
and the testing of the video equipment.  A factory certified representative from the manufacturer shall 
be on-site during installation.  The factory representative shall install, make fully operational, and test 
the system as indicated on the intersection drawings and this specification. 
 
(2) Warranty - The video detection system shall be warranted against manufacturing defects in 
materials and workmanship for a period of three years from date of installation.  The video detection 
supplier shall provide all documentation necessary to maintain and operate the system. 

 
 
00990.70(b)  Control Equipment Testing - Replace this subsection with the following: 
 
00990.70(b)  Control Equipment Testing - The Contractor shall pay all costs incurred as a result of testing 
and retesting of all equipment to pass the required Oregon Department of Transportation testing procedures 
at the Signal Lab in Salem, Oregon. 
 
00990.70(g)  Field Testing - Replace this subsection with the following: 
 
00990.70(g)  Field Testing - The Contractor shall perform the inductance and resistance testing on all 
inductive loops and loop feeder circuits. The Contractor shall obtain procedures for megohm meter tests and 
reporting forms from the Project Manager. 
 
00990.70(h)  Traffic Signal Turn–On - Replace the first paragraph with the following: 
 
The Agency will establish the date and time the installation is to be turned on.  No turn-on’s will be allowed 
Mondays, Fridays, or on days preceding a holiday. The Contractor shall allow two weeks from the time of 
notification that the work is complete for field testing and turn-on of the installation. 
 
 
 

SECTION 02560 - FASTENERS 
 
Comply with Section 02560 of the Standard Specifications modified as follows: 
 
02560.70  Lubricating Fasteners - Replace this subsection, except for the subsection number 
and title, with the following: 
 
Furnish all galvanized and coated fasteners with a factory applied commercial water-soluble 
wax that contains a visible dye of a color that contrasts with the color of galvanizing or coating.  
Black fasteners shall be "oily" to the touch when installed. 
 
Field lubricate galvanized bolts in tapped holes, galvanized anchor rods, and galvanized tie rods 
with a lubricant from the QPL.  Apply lubricant to threads and to bearing surfaces that will turn 
during installation. 
 
Protect fasteners from dirt and moisture at the job site.  Clean, relubricate with a lubricant from 
the QPL, and retest fasteners that do not pass the field rotational capacity test.  Obtain the 
Manufacturer's approval before relubricating tension control fasteners that are designed to au-
tomatically provide the tension. 
 
Coat the outer surface of the collar in lock-pin and collar fasteners with an approved Manufac-
turer lubricant. 
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SECTION 02920 - COMMON ELECTRICAL MATERIALS 
 
Comply with Section 02920 of the Standard Specifications modified as follows: 
 
02920.11  Nonmetallic Conduit - Replace the bullet that begins "Liquid-Tight..." with the follow-
ing bullet: 
 
• Liquid-Tight Flexible Nonmetallic Conduit - Meet the requirements of Article 351 of the 
NEC and shall be UL1660 listed. 
 
02920.12  Conduit Fittings - Add the following bullets to the end of the bullet list: 
 
• Conduit Hub - Hot-dip galvanized malleable iron screw-on style with Neoprene "O" ring. 
 
• HDPE Fittings - Factory mechanical HDPE coupling with individual reverse locking threads 
and built in center stop meeting the requirements of ASTM F 2176 
 
 
2920.14(f) Communication Junction Box – Communication junction boxes are large style 
polymer concrete for use in underground systems.  The communication junction boxes are used 
to accommodate the large bending radius of fiber optic cabling and providing room for cable 
storage.  They are to be installed in nondelibrate vehicular traffic areas only.  Materials shall 
consist of aggregate bonded with a polyester resin and reinforced with fiberglass strands.  Co-
vers shall be capable of withstanding a test load of 15,000 lbs over a 10 inch by 10 inch area as 
described in ASTM C857.  The communication junction box and cover shall be gray in color.  
Covers shall have a skid resistant surface and bolt to the box with stainless steel hex head 
bolts.  The size of the communication junction box shall be as shown on the plans. 
 
Communication junction boxes shall have the legend "COMMUNICATIONS" stamped or 
embossed on the cover. 
 
Communication junction boxes shall be Synertech Underground Products, Strongwell Quazite 
or approved equal. 
 
02920.23  Wire - Add the following bullet to the end of the bullet list: 
 

• TFFN Wire - Insulated stranded copper wire rated for 194 °F operation in dry locations and 
be UL listed as TFFN. 

 
02920.31(a)  General -  
  
The standard signal pole drawings listed below, or the latest revisions of the drawings, have 
been prequalified: 
 

Ameron Pole Products Division Drg. OR1, Rev. B, 2/99 
 Drg. OR2, Rev. C, 2/99 
 Drg. OR3, Rev. B, 11/98 
 Drg. OR4, Rev. B, 7/98 
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 Drg. OR5, Rev. C, 11/98 
 Drg. OR6, Rev. C, 11/98 
 
Northwest Signal Supply Drg. NWS2344(M), 9/03 
 
Union Metal Corp. Drg. 50200-A51, R1, 2/97 
 Drg. 50114-A19, R1, 2/97 
 Drg. 50200-A50, R1, 2/97 
 Drg. 71045-B47 sh 1, R11, 2/99 
 Drg. 71045-B47 sh 2, R11, 2/99 
 Drg. 71045-B48 sh 1, R14, 2/99 
 Drg. 71045-B48 sh 2, R14, 2/99 
 Drg. 71045-B49 sh 1, R19, 2/99 
 Drg. 71045-B49 sh 2, R19, 2/99 
 Drg. 71045-B49 sh 3, R19, 2/99 
 
Valmont Industries, Inc. Drg. DB00631, sh 1, Rev. A, 2/4/03 
 Drg. DB00631, sh 2, Rev. A, 2/4/03 
 Drg. DB00631, sh 3, Rev. A, 2/4/03 
 
HW Metal Products Drg. HW2001, 8/02 
 Drg. HW2002, 8/02 
 Drg. HW2003, 8/02 
 Drg. HW2004, 8/02 
 Drg. HW2005, 8/02 
 Drg. HW2006, 8/02 

 
 
The illumination pole drawings listed below, or the latest revisions of the drawings, have been 
prequalified: 
 

Ameron Pole Products Division Drg. OR7, Rev. C, 1/02 
 Drg. OR8, Rev. C, 1/02 
 Drg. OR9, Rev. E, 2/02 
 
Union Metal Corp. Drg. 71049-B18 sh 1, R3, 2/99 
 Drg. 71049-B18 sh 2, R3, 2/99 
 Drg. 71049-B19 sh 1, R3, 2/99 
 Drg. 71049-B19 sh 2, R3, 2/99 
 
Northwest Signal Supply Drg. NWS2285M, 9/00 
 
HW Metal Products Drg. HW2007, 8/02 
 Drg. HW2008, 8/02 
 Drg. HW2010, 8/02 
 Drg. HW2011, 8/02 
 Drg. HW2012, 8/02 
 
Valmont Industries Inc. Drg. DB00386 sh 1, Rev. B, 3/12/03 
 Drg. DB00386 sh 2, Rev. B, 3/12/03 
 Drg. DB00386 sh 3, Rev. B, 3/12/03 
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 Drg. DB00387 sh 1, Rev. B, 3/12/03 
 Drg. DB00387 sh 2, Rev. B, 3/12/03 

 
All illumination pole drawings regardless of prequalification status shall be submitted for the re-
view of the Engineer as specified in 00960.02. 
 
Replace the paragraph that begins "Place a metal tag...", with the following: 
 
Attach a stainless steel identifying tag to all poles.  The tags shall be at least 1.5 mm (1/16 inch) 
thick. Tag lettering shall be at least 6.4 mm (1/4 inch) in height, and be stamped into the tag. 
Attach tags with stainless steel pop rivets of at least 4.76 mm (3/16 inch) nominal body diame-
ter.  Do not locate pop rivet holes within 150 mm (6 inches) of welds.  Locate the pole tag ap-
proximately 600 mm (24 inches) below the top of the mast arm or messenger cable attachment 
point.  Locate the tag on the side of the pole furthest from the intersection.  Drill holes for pop 
rivets prior to hot-dip galvanizing.  Remove excess hot-dip galvanizing from holes and repair 
according to ASTM A780. 
 
Tags shall include the following information if applicable: 
 

• Manufacturer 
• Month and year of manufacture 
• Lum Arm Yield (ksi) 
• Lum Arm thickness (inch) 
• Mast Arm Yield (ksi) 
• Mast Arm thickness (inch) 
• Pole Yield (ksi) 
• Pole thickness (inch) 
• Base Plate Yield (ksi) 
• Anchor Rod Yield (ksi) 

 
 
Add the following subsection: 
 
02920.45(c)  Video Image Processing System 
 

(1) Description - The intent of the following specification is to describe the minimum re-
quirements for providing a complete Video Detection System.  Initially, the system shall be 
capable of providing presence vehicle detection at selected intersections.  The video system 
shall be expandable without removing or replacing existing units. 
 
(2) Overview - The purpose of the Video Image Processor (VIP) is to detect the presence 
of vehicles over optical detection zones, which are placed on a standard video image (CCIR 
or EIA).  Using standard image sensor optics and in the absence of occlusion, the system 
shall be able to detect vehicle presence with 98% accuracy under normal conditions (days 
and nights), and 96% accuracy under adverse conditions (fog, rain, snow).  The system 
shall be able to detect vehicles with 98% volume accuracy and 95% speed (averaged over 
20 vehicles) accuracy. 
 
All items and materials furnished shall be new, unused, current production models installed 
and operational in a user environment and shall be items currently in distribution.  The 
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detection algorithms shall have a proven record of field use at other installations for at least 
three (3) years of service i.e., not including prototype field trials prior to installation.  Video 
cameras shall be available commercially, no sole source cameras will be allowed. 
 
(3) Video Vehicle Detection System - These technical specifications describe the mini-
mum physical and functional properties of a video detection system.  The system shall be 
capable of monitoring all licensed vehicles on the roadway, providing video detection for ar-
eas outlined in the construction drawings.  The entire video detection system shall consist of 
the following: 
  

a. Materials: The entire video vehicle detection system shall consist of the following: 
 

• Video Detection Module VIP3D.1 or 3D.2 
• ViewCom/E – Remote Monitoring and Image Storage Module. 
• Video Camera(s) with IR filter, lens, enclosure, and sun shield 
• Luminaire Arm or Signal Mast Arm Sensor Bracket(s) 
• Surge Suppressor 
• Programming Devices and/or software  
• Coaxial/Power Cable 
• All other necessary equipment for operation 
• Training for installation, operation, & maintenance 

 
The following equipment package has been pre-approved for use on this project: 

 
• Traficon VIP3D.1 or 3D.2 Video Image Processor. 
• Traficon ViewCom/E Remote Monitoring and Image Storage Module. 
• Philips Outdoor Camera Housing – LTC9383/60. 
• Philips Camera Housing Sunshield – LTC9388/00. 
• Philips Camera Model - LTC 0335. 
• Rainbow Motorized Zoom Lens 6.5mm to 39mm Model - L6X6.5MEA/CS. 
• Rainbow B/W 9’’ Video Monitor Model - RMB92. 
• KAR-GOR Universal Camera Mount Part Number - MA/SOP-16. 
• Pelco Extended Mast Arm Camera Mount - AB-0172-L-L. 
• Edco Suppressor - CX06-BNC. 
• Coaxial + 5 Conductor Wire - RG59/U + STR PE/PVC 600V KG-9915P. 

 
(4) Video Detection System - The Video Image Processor (VIP) shall be modular by de-
sign and housed in either a self-contained stand-alone unit or fit directly into NEMA TS1 & 
TS2 type racks as well as Type 170/2070 input files.  The VIP shall be interchangeable be-
tween a shelf or rack mount installation without replacing or modifying existing the VIP units. 
 

a. The system shall control from 1 to 6 VIP boards allowing for 1 to 12 image sensors 
(cameras). 
 

b. The system shall be designed to operate reliably in the adverse environment of 
roadside cabinets and shall meet or exceed all NEMA TS1 and TS2, as well as Type 
170/2070 environmental specifications. 
 

c. Ambient operating temperature shall be from –34 to +74 degrees Centigrade at 0 to 
95% relative humidity non-condensing. 
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d. The VIP unit shall be powered by 12-40 VDC and draw no more than .250 amperes. 

 
e. The system shall utilize cabinet 24 VDC for rack mount installations or external 24 

VDC for stand-alone shelf installations. 
 

f. Surge ratings shall be set forth in the NEMA TS1 and TS2 specifications. 
 

g. Serial communications shall be through an RS232 serial port.  This port can be used 
for communications to a modem or laptop to upload/download detector configura-
tions, count data and software upgrades.  RS485 on the rear edge connector shall 
facilitate communications to other VIP boards.    
 

h. Each VIP board shall have 4 opto-isolated open collector outputs.  Twenty (20) addi-
tional outputs shall be available via the expansion port. The VIP/3D shall have 20 
presence detection zones and 4 data detection zones per camera.  Data zones shall 
collect and store vehicle counts, volume, speed, gap time, headway, occupancy, and 
classification.  Data shall be time-stamped (6713 intervals) and stored onboard (non-
volatile memory) in intervals from 1-60 minutes 
 

i. Each VIP board shall allow for 20 digital inputs via the I/O Expansion port.   
 

j. Each VIP board shall have error detection.  Outputs will be turned “ON” if the video 
signal is bad or the VIP board is not functioning properly.  A user defined quality level 
will automatically put selected outputs to recall in cases of severe degraded visibility 
(i.e., fog, blizzard, etc.).  Normal detection resumes when visibility improves above 
the user defined quality level. 
 

k. Operator selectable recall shall be available via the VIP front panel. Holding the 
recall switch on for 5 seconds shall activate this function. 
 

l. A video select button on the VIP front panel will switch between camera images of the 
VIP3D.2. 
 

m. The VIP3D.1 board shall have 1 video input; the VIP3D.2 board shall have 2 video 
inputs (RS-170 NTSC or CCIR composite video) and one video out. 
 

n. The VIP board shall have a reset button on the front panel to reset video detectors to 
“learn” the roadway image.  During “relearn”, selectable recall can be enabled or dis-
abled for immediate operation.  Learning time of video detectors shall be less than 6 
minutes. 
 

o. External surge suppression, independent of the VIP board shall separate the VIP 
from the image sensor. 
 

p. The VIP board shall have separate light emitting diodes (LEDs) that indicate: 
 

• POWER Red LED to verify power supply. 
• I/O COMM Red LED to indicate communications to expansion boards. 
• VIDEO 1 & 2 Red LED to verify the presence of video input 75 Ohm. 
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• TX & RX Red LED to indicate communications to other VIP modules 
via the RS485. 

• OUT1- OUT4 Green LED if the corresponding detection group is active. 
 

q. The VIP board shall also have 2 separate buttons for: 
 

• VIDEO SELECT - RECALL 
 RECALL Manually places call on detectors. 
 RESET Manually reset detectors to “learn” new background. 

 
• VIDEO OUT The VIP board shall also have a video out female RCA style con-

nector. 
• SERVICE DB9 female Service port and DB9 I/O Expansion port. 

 
r. The VIP Expansion board shall also have separate LEDs that indicate: 

 
• POWER Red LED to verify power supply. 
• COMM Red LED to indicate communications to VIP board. 
• I/O1- I/O4 Green LED if the corresponding detection group is active. 

 
s. The VIP Expansion board shall have 8 dip switches that define inputs and outputs 

used (range: 1-12 or 13-24). 
 
(5) Video System Communication Module: 

 
a. The Communication board shall be modular by design and housed in either a self-

contained stand-alone unit or fit directly into NEMA TS1 & TS2 type racks as well as 
Type 170/2070 input files.   

 
b. The Communication board shall control from 1 to 6 VIP boards allowing for 1 to 12 

image sensors. 
 
c. The system shall be designed to operate reliably in the adverse environment of 

roadside cabinets and shall meet or exceed all NEMA TS1 and TS2, as well as Type 
170/2070 environmental specifications. 

 
d. Ambient operating temperature shall be from –34 to +74 degrees Centigrade at 0 to 

95% relative humidity non-condensing. 
 
e. The system shall be powered by 12-40 VDC and draw less than 2 amperes. 
 
f. Serial and Ethernet (TCP/IP) communications shall be through respectively an 

RS232 serial port (F DB9 connector) and Ethernet port (RJ-45 connection). These 
ports can be used for communications to a laptop or modem to upload/download de-
tector configurations, traffic data, technical events, send software upgrades and do 
remote setup of detectors. RS485 on the rear edge connector shall facilitate commu-
nications to VIP boards. 

 
g. Surge ratings shall be set forth in the NEMA TS1 and TS2 specifications. 
 



 18 

h. The Communication board shall have separate light emitting diodes (LEDs) that indi-
cate: 

 
• POWER Red LED to verify power supply. 
• LAN Red LED to indicate data activity over Ethernet communi-

cation. 
• VIDEO OUT Video out female RCA style connector. 
• RESET Manual reset to re-initialize communications. 
• SERVICE DB9 female Service port for setup of communication board 

and also used for serial/dial-up communication.  
 
(6) Functional Capabilities:  Real Time Detection. 
 

a. Each VIP board shall be capable of processing the video signals of 1 or 2 cameras.  
The video signal shall be analyzed in real time (30 times per second for NTSC video 
format and 25 frames per second for pal video format). 
 

b. The system shall be expandable up to 12 cameras that may be connected to differ-
ent VIP units and programmed independently. 
 

c. The system shall be capable of displaying detectors on the video image with associ-
ated outputs.  Outputs/Inputs status will be indicated on the screen.  Parameters will 
also include the ability to view raw video without any verbiage and/or detectors for 
surveillance purposes. 
 

d. Each VIP board will detect within the view of the connected camera the presence of 
vehicles in user defined zones.  Detectors available shall be presence, count, delay, 
extension, or pulse mode for either arrival or departure of vehicles.  Delay and ex-
tension shall be defined between .1 - 99 seconds and pulse mode between 0 – 
200msin 33ms increments if NTSC is used.  Each VIP board shall also detect and 
collect within the view of the connected camera traffic data of passing vehicles in us-
er-defined zones. 
 

e. Collected traffic data by direction shall include: 
 

• Volume (absolute numbers) per length class and per lane. 
• Average speed (km/h or mph) per length class and per lane. 
• Average gap time (1/10 sec) per length class and per lane. 
• Average headway (m or feet) per lane. 
• Occupancy (%) per lane 
• Concentration (vehicles/km or mile) per lane. 
• Average length (m or feet) per lane. 
• Confidence level (0-10) per lane. 

 
f. The VIP board shall be programmed without the use of a supervisor computer.  A 

standard CCTV monitor and keypad plugged into the VIP serial port will facilitate de-
tector programming. 
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g. The VIP board shall store up to 4 detector configurations.  It shall be possible to 
switch between detector configurations manually or automatically by time of day or 
remote input. 

 
h. Via the serial port, detector configurations can be uploaded to a laptop and stored on 

disk. 
 

i. Detectors may be linked to 24 outputs and 20 inputs using Boolean Logic features: 
AND, OR, NOT.  It will be possible to generate conditional outputs based upon inputs 
from a controller. 

 
j. It shall be possible to make a detector directional sensitive.  Options will include an 

omni-directional detector or a detector that only senses movement: from right to left, 
left to right, up to down or down to up as you look at the monitor. 

 
k. To facilitate “fine tuning” of detection zones a maximum of 20 lines and a minimum of 

4 lines may be adjusted within the confines of the detector. 
 

l. All detectors and parameters can be changed without interrupting detection.  For 
example: when one detector is modified all existing detectors continue to operate, 
including the one that is being modified.  When the new position is confirmed, the 
new detector will enter a learning phase.  Once the new detector is in function it will 
take over the job of the old one.  In this way, the detector is always fully operational 
with no interruption on any detector, even during modification.  Learning phases for 
new detectors shall not exceed 6 minutes. 

 
m. Four data detection zones per camera on a two camera VIP board may be used for 

collection of vehicle count, speed, classification, occupancy, density, headway, and 
gap time. 

 
Eight data detection zones may be used on a single camera VIP board.  These 
detectors will detect and store traffic data at user-defined intervals of 1, 2, 3, 5, 6, 10, 
15, 30 & 60 minutes.  It shall be possible for each VIP board to store up to 6713 
intervals of data in non-volatile memory. 

 
n. Associated software may be used with a PC to download data and export to a 

spreadsheet.  Software will also be used to upload and download detector configura-
tions, traffic data, technical events, send software versions upgrades and do remote 
setup of detectors. 

 
o. The VIP board shall have an internal clock with daylight saving time system, which 

can be enabled or disabled. 
 

p. The VIP board shall provide overlaid tool tips for each individual menu- and sub-
menu-items. 

 
q. The VIP board shall have an optional password implementation. Different user-levels 

shall be available each having different rights.  A minimum of 10 users can be de-
fined for each user-level. 

 



 20 

r. The VIP board shall be able to delay or extend a detector zone output in combination 
with an input from the controller. 

 
s. The VIP board shall detect wrong-way drivers and shall provide an alarm/event via 

communication board and/or output. 
 

t. The VIP board shall provide an alarm and/or output when the user selected queue 
detection threshold of occupancy is exceeded for more than a user selected time 
threshold. 

 
u. The VIP board shall distinguish three classes of detected vehicles based upon user 

selectable vehicle length thresholds. 
 

v. The VIP shall be able to emulate loop emulation with user selectable loop dimen-
sions. 

 
(7) Video System Communication Module: 
 

a. The Video System Communication board shall control from 1 to 6 VIP boards allow-
ing for 1 to 12 image sensors.  
 

b. The Video System Communication board shall provide a serial or Ethernet interface 
and communication to provide traffic data and allow remote configuration from the 
Traffic Operations Center. 
 

c. The LAN port shall meet IEEE 802.3 with a RJ-45 connector and meet the following 
specification: 

 
• Data rates for Ethernet via LAN port: 10Mbit/s TCP/IP based protocol 

 
d. The serial communications port shall meet EIA-232-E and meet the following specifi-

cations: 
 

• Dial-up data rates for RS232 via Serial port:  maximum 57600 bps 
• Direct data rates for RS232 via Serial port:  maximum 115200 bps 
• Mode of operation:  asynchronous, serial, 8 bit word, 1 

stop bit, duplex or half-duplex 
• Parity: none 
• Handshake: RTS - CTS, DCD 
• Configuration: DTE 

 
e. The communication shall support all functions of the video detection system. 

 
f. All data transmissions shall be protected by CRC (cyclic redundancy checking) or an 

equivalent error detection method. 
 

g. The communication board shall be programmed without the use of a supervisor 
computer.  A standard CCTV monitor and keypad plugged into the communication 
serial port will facilitate board programming. 
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h. The communication shall support streaming video over Ethernet and serial commu-
nication.  

 
• Streaming video frame rate: 

• Over Ethernet: 10 frames/second 
• Over serial communication: guarantee of 1 frame/second 

 
i. Password protected remote setup (configuration upload/download, setup of detectors 

and detector parameters, setup of communication board parameters, firmware up-
dates for Communication and VIP module) and monitoring of every connected VIP 
module shall be possible. 

 
j. Dial-up shall be possible through PSTN modems. 

 
k. The Communication board shall log data and events provided by the VIP module(s) 

and transmit data and events to the HOST computer. 
 

l. RS485 communication to every VIP module shall be established via the Edge con-
nector. 

 
m. The Communication board shall able to store on board pre-post video sequences of 

alarm triggered upon traffic user defined events. When connected to a HOST com-
puter, the JPEG video sequences shall automatically be downloaded to the HOST 
computer. 

 
n. The Communication board shall be able to accept PAL or NTSC video format. 

 
o. A (via Ethernet) connection with a standard Internet browser shall be possible to 

communicate with the Communication board for remote set-up, monitoring and real-
time data of the VIP modules. 

 
p. Password protection shall be provided on the Communication board for remote op-

erations. 
 
(8) Image Sensor: 
 

a. Camera - The unit shall be a high resolution, 1/3” image format CCD camera, de-
signed for professional video surveillance systems.  Incorporating the latest in CCD 
technology, the video camera shall provide detailed video without lag, image retention, 
or geometric distortion. 

 
• Temperature range -20 to + 50 degrees C 
• Humidity 5% to 95% relative, non-condensing 
• Dimensions 58mm X 66mm X 122mm 
• Weight      0.45kg 
• Camera mounting slots 1/4-20, top and bottom 
• Connectors BNC for video out 
• Lens mount CS 

Power-in / pressure screw 
Lens / 4-pin square connector 
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• Finish Off-white semi-gloss polyurethane 
• Construction All metal housing 
• Rated input voltage 12VDC or 24VAC +/-10% @ 60 Hz 
• Nominal power 4 Watts 
• Imager Interline transfer CCD 1/3” format 
• Imager spectral response 100% @ 550nm:  

30% @ 400nm and 800nm 
• Sync system EIA RS-170 
• Active picture elements 768 H X 494 V   
• Horizontal resolution 380 TVL 
• Sensitivity (3200 K) Usable  Full 

 Picture  Video  
Scene Illumination fc 0.01  0.048 

 lx 0.12 0.48 
Imager Illumination fc 0.0024 0.010 

 Lx 0.024 0.10 
* F1.2 lens @ 89% highlight 

• Signal to noise ratio 50 dB minimum 
• AGC 21 dB (max) 
• Electronic Shutter 1/60 to 1/600000 sec. (EIA) 
• Aperture Correction Horizontal and vertical symmetrical 
• Video Out 1.0 volts peak-to peak +/- volt @ 75 Ohms 
• Programmable Controls Video level, shutter, AGC, BLC, Auto Black 

 
b. Lens - The camera lens shall be a motorized vari-focal 6.5-39mm with auto iris. 

 
• Image format 1/3 inch 
• Focal length 6X zoom (6.5-39mm) 
• Iris range f 1.0 –  Approx. 1200 
• Back focus distance 10.05mm (0.4in.) in air 
• Weight 500g  
• Size 60mm X 70mm X89.9mm   
• Lens mount CS 
• Iris control DC or Video 4-pin square 
• Focus control Motorized 
• Zoom Motorized  

 
c. Housing - The environmental housing shall be an aluminum enclosure designed for 
outdoor CCD camera installations. 

 
• Temperature range -40 to +50 degrees C 
• Dimensions 449mm x 97mm x 112mm 
• Weight 1.4kg 
• Housing mounting Three 1/4-20 tapped holes 
• Camera mounting Removable cradle assembly 
• Cable entry Three liquid-tight fittings that will accept  

cable diameters of: 
One fitting - 2 to 7 mm 
Two fittings - 3 to 10 mm 
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• Finish Off-white semi-gloss polyurethane 
• Construction Extruded aluminum housing, 

Aluminum rear-end cap, 
Aluminum front cap with glass face plate, 
aluminum cradle 
A sunshield shall be included 

• Window 3 mm thick glass that includes a  
Thermostatically-controlled window 
Heater/defogger strip 

• Rated input voltage 115 VAC 60 Hertz 
• Voltage range 108 VAC to 132 VAC 
• Output voltage 24 VAC 60 Hertz 
• Nominal power 30 Watts 
• Enclosure protection Waterproof and dust-tight in a NEMA-4, IP65, en-

closure Type 3  
 

d. Surge Protection - A video surge suppressor(s) shall be available for installation 
inside the traffic signal controller cabinet.  The suppressor shall provide coaxial cable 
connection points to an EDCO CX06-BNCY or approved equal transient suppresser for 
each image sensor. 

 
• Peak Surge Current (8 x 20 us) 5KA 
• Technology Hybrid, Solid State 
• Attenuation 0.1db @ 10Mhz 
• Response Time <1 nanosecond 
• Protection Line to Ground 
• Shield to Ground (isolated shield modules) 
• Clamp Voltage 6 volts 
• Connectors BNC 
• Impedance 75 Ohms 
• Temperature -40 to +85 degrees C 
• Humidity 0 - 95% non-condensing 
• Dimensions 4.5” x 1.5” x 1.25” 
• UL Listed UL 497B 

e. Mounting Brackets: 
 

• Mast Arm - Mast arm installations shall be mounted at a sufficient height to pre-
vent occlusion from cross traffic between the stop bar and the mast arm on which 
the camera is installed.  A six- (6) ft. maximum length of internally reinforced tube 
shall be attached to the mast arm bracket for camera mounting above the mast 
arm.  Camera shall be mounted to the top of the tube with the camera manufac-
turers recommended bracket.  Camera bracket shall provide adjustments for both 
vertical and horizontal positioning for the camera.  Camera attachments shall be 
designed to securely fasten the camera to prevent the extension tube from falling 
into the path of vehicles and/or becoming loose.  Miscellaneous hardware shall 
be stainless steel or galvanized steel.  The cameras and associated pole/arm at-
tachment unit shall be designed to withstand a wind load of 90 MPH with a 30-
second gust factor. 
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• Luminaire Arm - Luminaire arm installations shall be installed on the luminaire 
arm, with the camera/video manufacturers recommended brackets.  Camera lu-
minaire brackets shall provide adjustments for both vertical and horizontal posi-
tioning of the camera.  Camera attachments shall be designed to securely fasten 
the camera to the luminaire arm. Miscellaneous hardware shall be stainless steel 
or galvanized steel.  The cameras and associated pole/arm attachment unit shall 
be designed to withstand a wind load of 90 MPH with a 30-second gust factor. 

 
• Strain Pole Mount - Strain Pole installations shall be installed on the strain pole, 

with the camera mounted on a 96-inch extension as shown on the plans.  The 
camera shall be mounted with the camera manufacturers’ recommended inter-
nally reinforced 96” extension, brackets and hardware. The camera mounting 
brackets shall provide adjustments for both vertical and horizontal adjustment of 
the camera.  The camera extension and attachments shall be designed to se-
curely fasten the camera to the strain pole.  Miscellaneous hardware shall be 
stainless steel or galvanized steel.  The cameras and associated pole attachment 
unit shall be designed to withstand a wind load of 90 MPH with a 30-second gust 
factor. 

 
 

f. Cable - Coaxial and Power: 
 

• Coaxial & Power cable (Siamese) shall be installed in conduits or overhead as 
indicated in the plans.  Coaxial cable shall be suitable for exterior use and in di-
rect sunlight.  Power cable will have a minimum of 5 conductors. 

 
• Coaxial cable will be terminated in the surge suppressor before being connected 

directly to VIP boards. 
 
• Power cable will be terminated into a fuse panel provided by the manufacturer 

and connected to 120 VAC in the controller cabinet. 
 

• Description of cable: Composite,6 Conductors 2 elements: 18awg 5 conductors 
7/26 bare copper ,.016” polyethylene,20awg 1 conductor, solid bare copper,. 
056” foam polyethylene jacket black, overall .030” pvc jacket black. 

 
 ELEMENT 1 ELEMENT 2 

 
Conductors/Pair Count 5 Conductors 1 Conductor 
Gauge & Stranding 18AWG 7/26 BC 20AWG Soild BC 
Primary Insulation Type Polyethylene Foam PE 
Insulation Thickness 0.016” 0.056” 
Color Code White, Red, Blue, Black, Brown Natural 
Shield N/A N/A 
Tape N/A N/A 
Drain Wire N/A N/A 
Braid N/A 95% BC 
Capacitance N/A N/A 
Print Legend N/A N/A 
Jacket Type N/A Polyethylene 
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Jacket Color N/A Black 
Jacket Thickness N/A 0.035” 
Nominal OD N/A 0.242” 
 
OVERALL ASSEMBLY OF WIRE 
 
Jacket Thickness 0.030” 
Jacket Color Black 
Jacket Material PVC 
Ripcord Yes 
Nominal Od 0.512” 
Voltage Rating 600v 
Temp. Rating 75c 
UL Type Or Style N/A 
Print Legend TBD 
PACKAGING TBA 
Copper Weight 39.87 Lbs/Mft 
Shipping Weight 100 Lbs/Mft 
 

 
 
 

SECTION 02925 - TRAFFIC SIGNAL MATERIALS 
 
Comply with Section 02925 of the Standard Specifications modified as follows: 
 
02925.42  Traffic Signal Control Devices - Add the following to the end of this subsection: 
 
The following changes are made to the September 2001 Standard Specifications, (or the most 
current edition) for Microcomputer Signal Controller: 

 
3.1.6.1 Replace "15 amps" with "10 amps" 
 
 
6.1.1.1 Add the following to the listed items:  Auxiliary output file 
 
6.4.2.5.7.1    Replace all with the following: 

   The Model 206 Power Supply Module shall comply with the California 
    Department of Transportation TEES 2009 model 206L. 
 

6.5.2.1 Replace the last sentence with the following: 
 

All spade connectors on wires connecting to the input panel (terminal blocks TB1 
through TB10 and DC ground bus) and/or input files (terminal blocks T1 through 
T15) shall be crimped and soldered to the wires. 

 
 
Add the following new Chapter 9: 
 

CHAPTER 9 - MODEL 2070 CONTROLLER UNIT 
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SECTION 1 - MODEL 2070E CONTROLLER 
 
9.1.1 Unit Chassis 
 
9.1.1.1 The 2070E Controller shall consist of a 2070 Chassis meeting the following 
requirements: 
 

1. Lite Cage 
2. 2070-1B CPU Module 
3. 2070-2A C1 Field I/O Connector Module 
4. 2070-4A or 4B Power Supply Module 
5. 2070-3B 8x40 LCD Display Module 
6. Two 2Mb Data Key 

 
9.1.2 Controller and Module 
 
9.1.2.1 The 2070E Controller and module shall meet the following specifications: 
 

1. Caltrans 2002 TEES 
2. TEES Errata 1, October 27, 2003 
3. TEES Errata 2. June 8, 2004 
4. OS-9 Operating System version 3.3 (Ethernet Capable) 
5. Controller Boot Code Compatible with NW Signal Voyage Controller 
Firmware and all included features 
6. Tested and approved Boot Codes are: 

 
a. Econolite - Boot Code 2002 V1.01.08.02d NW or later 
 
b. Simens/Eagle - Boot Code OS0 V3.3.0 Operating System 
    7.0.0.0.0.15 or later 
c. McCain - Boot Code 01.97 

 
 
02925.51  Traffic Signal Lamps - Add the following to the end of this subsection: 
 
Provide the following LED modules: 
 
 Vehicle Signals 
 
 Indication 8 Inch Lens 12 Inch Lens 
 Color Type Type 
 
 Red LED 1 LED 1 
 Yellow LED 1 LED 1 
 Green LED 1 LED 1 
 
 Pedestrian Signals 2 

 
 Indication Side by Side Countdown 
 Color Type Type 
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 Hand LED 3 LED 4 
 Walking Man  LED 3 LED 4 
 Numbers − LED 4 

 
1 Flange mount LED modules. 
 

2 Pedestrian signal LED modules may be a combination of indication in one module or sin-
gle indication in separate modules. 

 
3 Side by side LED modules are a combination of indication (both the hand and walking man 

in one module). 
 
4 Countdown LED modules are a combination of indication (both the hand and walking man 

overlaid on the left with numbers on the right in one module). 
 
02925.65(a-1)  Standard - Replace this subsection with the following subsection: 
 

(1)  Standard - The standard light source shall meet the requirements of 02925.51. 
 
02925.65(a-2)  Count Down - Replace this subsection with the following subsection: 
 

(2)  Count Down - The count down shall meet the requirements of 02925.51. 
 

 
Add the following subsection: 
 
02925.68 Signal Head Covers - Provide signal head covers that: 
 
• Are yellow prefabricated nylon. 
• Completely cover visors, and can cover the backplate. 
• Include a fine mesh insert for signal testing. 
• Have integral elastic bands and clips to secure the covers to the signal. 
 
 
 
02925.70 Communication Panel - Provide an EIA 19” rack style communication panel within 
the controller cabinet.  The communication panel shall be non-hinged or have a coupler plate to 
provide easy access for maintenance purposes. The communication panel URS Electronics 
Part Number 6610247 has been pre-approved by use on this Project.  An alternative communi-
cation panel may be submitted for consideration by Washington County. 
 
The communications panel shall be assembled and wired by the manufacturer. 
 

 
02925.71 Ethernet Edge Switch - The Ethernet edge switch shall be managed, environmental-
ly hardened, intended for industrial.  
 
The RuggedSwitch RS930L brand (Order Codes RS930G-HI-D-VI-VI) with power cable. Ether-
net edge switch has been pre-approved for use on this Project.  An alternative Ethernet edge 
switch(s) may be submitted for consideration by Washington County. 
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CITY OF HILLSBORO STANDARD TERMS & CONDITIONS FOR PUBLIC 

IMPROVEMENT CONTRACTS 
 
 

NOTICE TO ALL PUBLIC IMPROVEMENT CONTRACTORS 
 

APRIL 2012 
 

 
The attached "City of Hillsboro Standard Terms & Conditions for Public Improvement Contracts" applies to all designated 
public improvement contracts.  The Standard Terms & Conditions consist of the following 
 
        Section No.  
 
   I.  General Information 
 
   II.  Construction Contract Performance Bond and Payment Bond  
 
   III.  Instructions to Bidders  
 
   IV.  Standard General Conditions 
    
   V.  Sample Bid Bond 
 
   VI  Sample Warranty Bond 
 

VII.  Prevailing Wage Rates (BOLI) 
(Oregon prevailing wage rates are obtained separately and are located at: http://www.oregon.gov/BOLI/WHD/PWR/pwr_book.shtml 
When Federal funds are used for a project then the Davis-Bacon Act (DBA) Wage Determination will be attached to the Invitation to 
Bid.) 
 

http://www.oregon.gov/BOLI/WHD/PWR/pwr_book.shtml
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I. GENERAL INFORMATION 

 
1. Bid Preparation: 
 
Compliance.  All bids must be sealed and received by the City of Hillsboro (herein used synonymously with the term "City" as used 
in the General Conditions) prior to the bid closing time and date. All bids shall be prepared in ink or by computer, but must be signed 
in ink by an authorized representative of the bidder. 
 
Product Quality.  Brand names, when used, indicate quality desired. Other brands of equal quality, merit and utility will be subject 
to approval, as more fully set forth under the Substitutions provision of Part II, Instructions to Bidders (SEE PART II, 
INSTRUCTIONS TO BIDDERS, NO. 6, SUBSTITUTIONS). 
 
Unit and Total Price.  The price per each item shall be clearly shown in the space provided.  The pricing shall be extended to show 
the total when required.  In case of errors in extension the unit price shall prevail.  The written unit price shall prevail over the 
numerical unit price. 
 
Completion.  The bidder shall show in the space, when provided, the earliest completion date on which completion of the work can 
be guaranteed.  Otherwise the bidder certifies that the work will be complete according to the completion time stated in the bidding  
documents. 
 
Bid Addenda.  The City of Hillsboro reserves the right to make changes to the Invitation to Bid and the resulting contract, by written 
addenda, prior to the closing time and date.  Addenda will be faxed and/or mailed to the registered Plan holders.. The City of 
Hillsboro is not responsible for a bidder's failure to receive notice of addenda. Addenda shall only be issued by the City of Hillsboro 
and upon issuance are incorporated into the Invitation to Bid or the resulting contract.  If required by addendum, bidders shall sign 
and return the addendum with the bid. 
 
2. Bid Evaluation: 
 
Minimum Requirements.  Evaluation of bids will be based on minimum requirements established by the specifications, compliance 
with conditions of the Invitation to Bid, and shall be subject to the City of Hillsboro's Administrative Rules.  The City of Hillsboro may 
reject any bid not in compliance with all prescribed public bidding procedures and requirements, and may reject for good cause any 
or all bids upon a finding of the City of Hillsboro that it is in the public interest to do so. 
 
Oregon Products Preference.  Awards shall be subject to preference for products produced or manufactured in Oregon, price, 
fitness, availability and quality being equal (ORS 279A.120(2)(a)). 
 
Reciprocal Law, Bidder Preference.  In determining the lowest responsible bidder, a nonresident bidder eligible to receive a 
preference in the state that the bidder resides, shall have that same percentage preference added to the bid amount. [ORS 
279A.120(2)(b)]. 
 
Recycled Materials Preference.  Awards shall be subject to preference for products manufactured from recycled materials and 
recycled oil, as set forth under applicable state laws. 
 
Certification of Alteration or Erasure.  A bid may be rejected if it contains any material alteration or erasure unless, before the bid 
is submitted, each such alteration and erasure is initialed by the person signing the bid.  Nothing in this paragraph shall be 
construed as allowing the bidder to alter or otherwise change the bid form included in the invitation to bid, the contract, the 
conditions of the bid, the specifications, and/or the plans attached to the solicitation documents. 
 
3. Bid Reading: 
 
At the prescribed time and place given in the Invitation To Bid (ITB) bids will be publicly opened and read aloud.  Bidders are invited 
to be present and record results. Award decisions will not be made at bid opening.  Only the name of the bidder(s) and the bid 
item(s) to be considered for award purposes will be read at the bid opening. 
 
4. Bid Results: 
 
To obtain bid results, notes may be taken at the public reading of the bid or a personal inspection may be made of the bid files at a 
later date, BY APPOINTMENT ONLY, during regular business office hours Monday through Friday. Upon request bid tabulations 
(tab sheets) may be obtained from the City of Hillsboro.  
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CITY OF HILLSBORO 

 
STANDARD PUBLIC IMPROVEMENT CONTRACT 

 
PERFORMANCE BOND 

 
Bond No._______________________________ 
Solicitation _____________________________ 
Project Name  ___________________________ 
 
 
__________________(Surety #1)  Bond Amount No. 1:  $______________ 
__________________(Surety #2)*  Bond Amount No. 2:*  $______________ 
  * If using multiple sureties   Total Penal Sum of Bond: $______________ 
 
 
We, ________________________________________________as Principal, and the above identified Surety(ies), 
authorized to transact surety business in Oregon, as Surety, hereby jointly and severally bind ourselves, our 
respective heirs, executors, administrators, successors and assigns firmly by these presents to pay unto the City of 
Hillsboro the sum of (Total Penal Sum of Bond) 
______________________________________________________________________  
(Provided, that we the Sureties bind ourselves in such sum “jointly and severally” as well as “severally” only for the 
purpose of allowing a joint action or actions against any or all of us, and for all other purposes each Surety binds 
itself, jointly and severally with the Principal, for the payment of such sum only as is set forth opposite the name of 
such Surety), and 
 
WHEREAS, the Principal has entered into a contract with the City of Hillsboro, the plans, specifications, terms and 
conditions of which are contained in the above-referenced Solicitation; 
 
WHEREAS, the terms and conditions of the contract, together with applicable plans, standard specifications, special 
provisions, schedule of performance, and schedule of contract prices, are made a part of this Performance Bond by 
reference, whether or not attached to the contract (all hereafter called “Contract”); and 
 
WHEREAS, the Principal has agreed to perform the Contract in accordance with the terms, conditions, 
requirements, plans and specifications, and all authorized modifications of the Contract which increase the amount 
of the work, the amount of the Contract, or constitute an authorized extension of the time for performance, notice of 
any such modifications hereby being waived by the Surety: 
 
NOW, THEREFORE, THE CONDITION OF THIS BOND IS SUCH that if the Principal herein shall faithfully and 
truly observe and comply with the terms, conditions and provisions of the Contract, in all respects, and shall well 
and truly and fully do and perform all matters and things undertaken by Contractor to be performed under the 
Contract, upon the terms set forth therein, and within the time prescribed therein, or as extended as provided in the 
Contract, with or without notice to the Sureties, and shall indemnify and save harmless the City of Hillsboro, its 
elected officials, officers, employees agents and volunteers, against any direct or indirect damages or claim of every 
kind and description that shall be suffered or claimed to be suffered in connection with or arising out of the 
performance of the Contract by the Principal or its subcontractors, and shall in all respects perform said contract 
according to law, then this obligation is to be void; otherwise, it shall remain in full force and effect. 
 
Nonpayment of the bond premium will not invalidate this bond nor shall the City of Hillsboro, or the above-
referenced agency(ies), be obligated for the payment of any premiums. 
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This bond is given and received under authority of ORS Chapter 279C.380, the provisions of which hereby are 
incorporated into this bond and made a part hereof. 
 
IN WITNESS WHEREOF, WE HAVE CAUSED THIS INSTRUMENT TO BE EXECUTED AND SEALED BY 
OUR DULY AUTHORIZED LEGAL REPRESENTATIVES. 
 
Dated this __________________ day of ___________________, 20__. 
 
 
      PRINCIPAL: __________________________ 
 
      By____________________________________ 
         Signature 
      ______________________________________ 
         Official Capacity 
      Attest:  ________________________________ 
         Corporation Secretary 
 
 
      SURETY: _____________________________ 
      [Add signatures for each surety if using multiple bonds] 
 
      BY ATTORNEY-IN-FACT: 
      [Power-of-Attorney must accompany each surety bond] 
 
      ______________________________________ 
         Name 
      ______________________________________ 
         Signature 
      ______________________________________ 
         Address 
      ______________________________________ 
      City   State  Zip 
      _________________  ____________________ 
      Phone   Fax    
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CITY OF HILLSBORO 
 

STANDARD PUBLIC IMPROVEMENT CONTRACT 
 

PAYMENT BOND 
 
Bond No.   __________________________________ 
Solicitation  _________________________________ 
Project Name   _______________________________ 
 
__________________(Surety #1)  Bond Amount No. 1:  $ ___________ 
__________________(Surety #2)*  Bond Amount No. 2:*  $ ___________ 
  *  If using multiple sureties  Total Penal Sum of Bond: $ ___________ 
 
 
We, ________________________________________________, as Principal, and the above identified 
Surety(ies), authorized to transact surety business in Oregon, as Surety, hereby jointly and severally bind 
ourselves, our respective heirs, executors, administrators, successors and assigns firmly by these presents 
to pay unto the City of Hillsboro the sum of (Total Penal Sum of 
Bond)_________________________________________________________________________ (Provided, 
that we the Sureties bind ourselves in such sum “jointly and severally” as well as “severally” only for the 
purpose of allowing a joint action or actions against any or all of us, and for all other purposes each 
Surety binds itself, jointly and severally with the Principal, for the payment of such sum only as is set 
forth opposite the name of such Surety), and 
 
WHEREAS, the Principal has entered into a contract with the City of Hillsboro, the plans, specifications, 
terms and conditions of which are contained in above-referenced Solicitation; 
 
WHEREAS, the terms and conditions of the contract, together with applicable plans, standard 
specifications, special provisions, schedule of performance, and schedule of contract prices, are made a 
part of this Payment Bond by reference, whether or not attached to the contract (all hereafter called 
“Contract”); and 
 
WHEREAS, the Principal has agreed to perform the Contract in accordance with the terms, conditions, 
requirements, plans and specifications, and schedule of contract prices which are set forth in the Contract 
and any attachments, and all authorized modifications of the Contract which increase the amount of the 
work, or the cost of the Contract, or constitute authorized extensions of time for performance of the 
Contract, notice of any such modifications hereby being waived by the Surety: 
 
NOW, THEREFORE, THE CONDITION OF THIS BOND IS SUCH that if the Principal shall faithfully 
and truly observe and comply with the terms, conditions and provisions of the Contract, in all respects, 
and shall well and truly and fully do and perform all matters and things by it undertaken to be performed 
under said Contract and any duly authorized modifications that are made, upon the terms set forth 
therein, and within the time prescribed therein, or as extended therein as provided in the Contract, with 
or without notice to the Sureties, and shall indemnify and save harmless the City of Hillsboro, its elected 
officials, officers, employees, agents and volunteers, against any claim for direct or indirect damages of 
every kind and description that shall be suffered or claimed to be suffered in connection with or arising 
out of the performance of the Contract by the Contractor or its subcontractors, and shall promptly pay 
all persons supplying labor, materials or both to the Principal or its subcontractors for prosecution of the 
work provided in the Contract; and shall promptly pay all contributions due the State Industrial 
Accident Fund and the State Unemployment Compensation Fund from the Principal or its subcontractors 
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in connection with the performance of  the Contract; and shall pay over to the Oregon Department of 
Revenue all sums required to be deducted and retained from the wages of employees of the Principal and 
its subcontractors pursuant to ORS 316.167, and shall permit no lien nor claim to be filed or prosecuted 
against the City on account of any labor or materials furnished; and shall do all things required of the 
Principal by the laws of the State of Oregon, then this obligation shall be void; otherwise, it shall remain 
in full force and effect. 
 
Nonpayment of the bond premium will not invalidate this bond nor shall the City of Hillsboro, be 
obligated for the payment of any premiums. 
 
This bond is given and received under authority of ORS Chapter 279C.380, the provisions of which 
hereby are incorporated into this bond and made a part hereof. 
 
IN WITNESS WHEREOF, WE HAVE CAUSED THIS INSTRUMENT TO BE EXECUTED AND 
SEALED BY OUR DULY AUTHORIZED LEGAL REPRESENTATIVES: 
 
Dated this ___________________day of _____________________, 20__. 
 
 
      PRINCIPAL:  _________________________ 
 
      By  __________________________________ 
         Signature 
      _____________________________________ 
         Official Capacity 
      Attest:  _______________________________ 
         Corporation Secretary 
 
 
      SURETY: ____________________________ 
      [Add signatures for each if using multiple bonds] 
 
      BY ATTORNEY-IN-FACT: 
      [Power-of-Attorney must accompany each bond] 
 
      _____________________________________ 
         Name 
      _____________________________________ 
         Signature 
      _____________________________________ 
         Address 
      _____________________________________ 
      City   State       Zip 
      _____________________________________ 
      Phone   Fax 
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III. INSTRUCTIONS TO BIDDERS 
 
1. Scope of Work:  
 
The work contemplated under this invitation to bid and the resulting contract includes all labor, tools, machinery, materials, transportation, 
equipment and services necessary for, and reasonably incidental to, the completion of all work in connection with the project described in 
the contract, the General Conditions, all applicable special conditions, plans, specifications, or any supplemental information that is made a 
part of the contract. 
 
2. Special Notice:   
 
The competency and responsibility of bidders and of their proposed Subcontractors will be considered in making the award. 
 
3. Construction Contractors Board (CCB) Registration Requirements:   
 
Bidders shall be currently registered with the CCB, holding the proper registration for the work contemplated herein, at the time of bid 
submittal.  All Subcontractors participating in the project shall be similarly registered with the Construction Contractors Board at the time they 
propose to engage in subcontract work.  The CCB registration requirements apply to all public works contracts unless superseded by federal 
law. 
 
4. Examination of Plans, Specifications, and Work Site:  
 
It is understood that a bidder, before submitting its bid, has made a careful examination of all plans, specifications and contract documents; 
that the bidder is fully informed as to the quality and quantity of materials and the character of the work required; and that the bidder has 
made a careful examination of the location and conditions of the work and the sources of supply for materials.  It is further understood that a 
bid awarded hereunder is subject to the Department identified in the Invitation to Bid being able to comply with all zoning ordinances or 
obtain rezoning of the property where necessary.  Bid shall comply with local building code restrictions and conditions for the structure or 
structures contemplated in the bid.  Any or all of the above conditions may be contained in the contract and if such conditions are not 
satisfied may result in termination of the contract.  The City of Hillsboro will in no case be responsible for any loss or for any unanticipated 
costs that may be suffered by the Contractor as a result of the Contractor's failure to acquire full information in advance in regard to all 
conditions pertaining to the work. 
 
5. Interpretation of Contract Documents:   
 
If a bidder finds discrepancies in, or omissions from the plans, specifications or contract documents, or has doubt as to their meaning; the 
bidder shall at once notify the City of Hillsboro.  The City of Hillsboro will then investigate and determine if an addendum will be issued (see 
No. 7. Protest or Request for changes). 
 
6. Substitutions:   
 
When a brand name(s) is required by the specifications, all bidders shall provide the specified product unless another product or products 
are approved through product substitution. A product substitution request shall be made in writing.  The written request shall be submitted to 
the City of Hillsboro not later than ten (10) days prior to the bid closing date.  A product substitution request shall contain sufficient 
information to determine product acceptability. A product substitution request that is not complete may not be considered. All approved 
substitutions will be listed in an addendum issued by the City of Hillsboro. NO PRODUCT SUBSTITUTION SHALL BE CONSIDERED 
UNLESS AUTHORIZED AND SET FORTH IN AN ADDENDUM ISSUED BY THE CITY OF HILLSBORO. 
 
7. Protest or Request for Changes of Specifications and/or Bidding Requirements (OAR 137-049-0260) 
 
Bidders may, in writing, protest or request changes of any [bid] specifications or contract terms.  This written protest or request must be 
received by the City of Hillsboro unless stated differently in the bidding document no later than ten (10) days prior to the Bid Closing date.  
The written protest or request shall include the reasons for the protest or request, and any proposed changes to the bid specifications or 
contract terms.  Envelopes containing bid protests shall be marked as follows: 
 

Bid Specification Protest or Request 
Bid Number 

 
No protest of the content of bid specifications or contract terms shall be considered after the deadline established for submitting protests of 
bid specifications or contract terms.  The protest shall be reviewed and a final determination shall be made by the City Manager. 
 
8. Security to be Furnished by Each Bidder 
 
Each bid when the contract price exceeds $50,000 (HMC 2.56.100B.) shall be accompanied by a certified or cashier's check or bid bond in 
an amount equal to 10% of the total amount of the bid as bid security to ensure that the bidder, if offered, will execute the contract 
agreement and provide the performance, payment and warranty bond as required.  The lowest responsible and responsive bidder will be 
required to provide a performance bond and a payment bond in an amount equal to one hundred percent 100% of the contract award when 
the contract amount exceeds $50,000 (HMC 2.56.100C.2.). 
 
The City of Hillsboro reserves the right to hold the bid security of all bidders until the Notice to Proceed is issued or for sixty (60) days after 
bid closing, whichever is sooner (unless a longer or shorter period is specified in the Invitation to Bid.) 
 
Should the bidder fail to execute the contract agreement and furnish the satisfactory performance and payment bond after the bid has been 
accepted, the bid security shall become the property of the City of Hillsboro. 
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9. Bids are Offers 
 
The bid is the bidder's offer to enter into a contract which, if the bid is accepted for award, binds the bidder to a contract and the terms and 
conditions contained in the Invitation to Bid.  A bidder shall not make the bid contingent upon the City's acceptance of specifications or contract 
terms that conflict with or are in addition to those advertised in the Invitation to Bid, except that a bidder may condition the time for bid 
acceptance in accordance with the Time for Bid Acceptance provision. 
 
10. Time for Bid Acceptance 
 
A bidder may submit a bid response conditioning the time for bid acceptance contained in the Invitation to Bid.  The City of Hillsboro reserves 
the right to consider a bid response containing a condition that limits its time for bid acceptance.  The City of Hillsboro may, solely at its option, 
accept a shorter time for bid acceptance, even though the Invitation to Bid may state a longer period.  The City of Hillsboro reserves the right to 
either accept or reject the bid response containing the time condition if the bid response is otherwise the lowest responsible and responsive 
bidder. 
 
11. Filling in Bid Forms 
 
The bid response shall be made on the form provided in the Invitation to Bid and as prescribed by the City of Hillsboro.  The bidder or proposer 
may not alter, modify or change the bid form except as directed by bid addendum.  Any other form of the bid is invalid.  Bidders are required to 
use the form provided within the Invitation to Bid. 
 
Bids may be rejected if they contain any recapitulation or restating of the work to be done, disclaimers, exceptions or other limitations.  Any 
submitted bid that is not properly and completely filled out may be rejected as being non-responsive. 
 
The bid response shall be sealed and delivered to the location specified in the Invitation To Bid (ITB) prior to the bid closing time and date.  Bids 
received after the bid closing time and date shall not be considered for award and will be returned to the bidder unopened. 
 
12. Drug Testing Requirements 
 
 Pursuant to ORS 279C.505, the bidder certifies by its signature on these solicitation document forms that it has a Drug Testing Program in 
place for its employees. 
 
13. Modification of Bids 
 
Once submitted, bids may be modified in writing prior to the time and date set for bid closing.  Modifications shall be prepared on the bidder's 
letterhead, signed by an authorized representative of the bidder, state that the new document supersedes or modifies the prior bid and be 
submitted in a sealed envelope, appropriately marked identifying the bid number and closing time and date.  Telephone, telegraphic and 
facsimile modifications are not acceptable.  The written modification shall be made a permanent part of the public bid file. 
 
14. Withdrawal of Bids 
 
A bid may be withdrawn prior to the bid closing time and date.  Bids may be withdrawn in writing, on the bidder's letterhead, signed by an 
authorized representative of the bidder, and appropriately marked, identifying the bid number and closing time and date.  Telephone, telegraphic 
and facsimile modifications are not acceptable. The written bid withdrawal shall be made a permanent part of the public bid file. 
 
15. Protest of Award (Also see Section I, #10 of the Invitation to Bid) 
 
An adversely affected or aggrieved bidder may protest contract award within the time stipulated in the bidding documents or if no time is 
including in the solicitation documents, then seven (7) days following issuance of the written “Notice of Intent to Award.”  Notice of contract 
award shall consist of either a notice to the apparent lowest bidder or issuance of the Notice to Proceed (whichever is earliest).  Unsuccessful 
bidders are not generally notified that a contract is awarded.  In order to be an adversely affected or aggrieved bidder, the bidder must claim to 
be eligible for award of the contract as the lowest responsible and responsive bidder and that any and all lower bidders are ineligible to receive 
contract award. 
 
An actual bidder who is adversely affected or aggrieved by the award of the contract to another bidder may protest award, in writing, within the 
timeline established.  The written protest shall state the grounds upon which the protest is based.  No protest of award shall be considered after 
the established timeliness.  The protest of award shall be submitted to the City Manager at 150 East Main Street, Hillsboro, Oregon  97123.  The 
protest shall be reviewed and a final determination shall be made by the City Manager. 
 
16. Pursuant to OAR 137-049-0260, no protest against award because of the content of bid specifications or contract terms shall be considered 
after the deadline established for submitting protests of bid specifications or contract terms. 
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CITY OF HILLSBORO 

STANDARD GENERAL CONDITIONS FOR PUBLIC IMPROVEMENT CONTRACTS 
 

SECTION A 
 
A.1  DEFINITION OF TERMS 
 
In the Contract Documents the following terms shall be as 
defined below: 
 
ARCHITECT. means a person who is registered and holds a 
valid certificate in the practice of architecture in the State of 
Oregon, as provided under ORS 671.010 to 671.220, and 
includes without limitation the terms “architect,” “licensed 
architect” and “registered architect.” 
 
BID, means a competitive offer, which is binding on the 
offeror, in which price, delivery (or Project completion), and 
conformance to specification and the requirements of the 
Invitation to Bid will be the predominant award criteria. 
 
BIDDER, means the Person who submits a Bid in response 
to the City’s Invitation to Bid. 
 
CITY, means City of Hillsboro. 
 
CITY'S AUTHORIZED REPRESENTATIVE, means those 
individuals identified in writing by the City to act on behalf of 
the City for this Project. 
  
CLAIM, means a resubmitted change request which has 
been previously denied by the City's Authorized 
Representative. 
 
CONTRACT, means the written agreement between the City 
and the Contractor comprised of the Contract Documents 
which describe the Work to be done and the obligations 
between the parties.  
 
CONTRACT DOCUMENTS, means the Solicitation 
Document and addenda thereto, Instructions to Bidders or 
Proposers, General Conditions, Supplemental General 
Conditions, if any, accepted Bid, the Contract and 
amendments thereto, if any, performance bond, Plans, 
Specifications, approved shop drawings, and approved 
change orders. 
 
CONTRACT PERIOD, as set forth in the Contract 
Documents, means the period beginning with the issuance 
of the Notice to Proceed and concluding upon Final 
Completion. 
 
CONTRACT PRICE, means the total of the awarded bid 
amount, as increased or decreased by the price of approved 
alternates and change orders. 
 
CONTRACTOR, means the Person awarded the Contract 
for the Work contemplated. 
 
DAYS, are calendar days, including weekdays, weekends 
and holidays, unless otherwise specified. 
 
DIRECT COSTS, means, unless otherwise provided in the 
Contract Documents, the cost of materials, including sales 
tax, cost of delivery; cost of labor, including social security, 
old age and unemployment insurance, and fringe benefits 
required by agreement or custom; worker's compensation 
insurance; bond premiums, rental cost of equipment, and 

machinery; and the additional costs of field personnel 
directly attributable to the Work. 
 
DISADVANTAGED BUSINESS ENTERPRISE, as defined 
in ORS 200.005, means a small business concern which is 
at least 51 percent owned by one or more socially and 
economically disadvantaged individuals, or, in the case of 
any corporation, at least 51 percent of the stock of which is 
owned by one or more socially disadvantaged individuals 
and whose management and daily business operations are 
controlled by one or more of the socially and economically 
disadvantaged individuals who own it. 
 
ECONOMICALLY DISADVANTAGED INDIVIDUAL,  as 
defined in ORS 200.005, means an individual who is socially 
disadvantaged and whose ability to compete in the free 
enterprise system has been impaired due to diminished 
capital and credit opportunities as compared to another in 
the same business area who is not socially disadvantaged. 
 
EMERGING SMALL BUSINESS, means (a) a business with 
its principal place of business located in this state; (b) a 
business with average annual gross receipts over the last 
three years not exceeding $1 million for construction firms 
and $300,000 for non-construction firms; (c) a business 
which has fewer than 20 employees; (d) an independent 
business; (e) a business properly licensed and legally 
registered in this state, and (f) a business certified by the 
Office of Minority, Women and Emerging Small Business. 
 
ENGINEER. means a person who is registered and holds a 
valid certificate in the practice of engineering in the State of 
Oregon, as provided under ORS 672.002 to 672.325, and 
includes all terms listed in ORS 672.002 (2). 
 
FINAL COMPLETION, means the final completion of all 
requirements under the Contract, including Contract 
Closeout as described in Section K but excluding Warranty 
Work as described in Section I.2, and the final payment and 
release of all retainage, if any, released. 
 
FORCE MAJEURE, means an act, event or occurrence 
caused by fire, riot, war, acts of God, nature, sovereign, or 
public enemy, strikes, freight embargoes or any other act, 
event or occurrence that is beyond the control of the party to 
this Contract who is asserting Force Majeure. 
 
INVITATION TO BID means the solicitation document 
utilized for this Project. 
 
MINORITY OR WOMEN BUSINESS ENTERPRISE, as 
defined in ORS 200.005, means a small business concern 
which is at least 51 percent owned by one or more minorities 
or women, or in the case of a corporation, at least 51 percent 
of the stock of which is owned by one or more minorities or 
women, and whose management and daily business 
operations are controlled by one or more such individuals. 
 
MINORITY INDIVIDUAL, as defined in ORS 200.005, 
means a person who is a citizen or lawful permanent 
resident of the United States who is: 
 
(a) Black who is a person having origins in any of the black 
racial groups of Africa; 
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(b) Hispanic who is a person of Mexican, Puerto Rican, 
Cuban, Central or South American or other Spanish culture 
or origin, regardless of race; 
 
(c) Asian American who is a person having origins in any of 
the original peoples of the Far East, Southeast Asia, the 
Indian subcontinent or the Pacific Islands; 
 
(d) Portuguese who is a person of Portuguese, Brazilian or 
other Portuguese culture or origin, regardless of race; 
 
(e) American Indian or Alaskan Native who is a person 
having origins in any of the original peoples of North 
America; or 
 
(f) Member of another group, or another individual who is 
socially and economically disadvantaged as determined by 
the Advocate for Minority, Women and Emerging Small 
Businesses. 
 
NOTICE TO PROCEED, means the official written notice 
from the City stating that the Contractor is to proceed with 
the Work defined in the Contract Documents.  
Notwithstanding the Notice to Proceed, Contractor shall not 
be authorized to proceed with the Work until all initial 
Contract requirements, including the Contract, a 100% 
performance bond and a 100% payment bond, and 
certificates of insurance, have been fully executed and 
submitted to the City in a suitable form.  
 
OFFER, means a bid in connection with an invitation to bid 
and a proposal in connection with a request for proposals. 
 
OFFEROR, means a bidder in connection with an invitation 
to bid and a proposer in connection with a request for 
proposals.  
 
OVERHEAD,  means those items which may be included in 
the Contractor's markup (general and administrative 
expense, overhead and profit) and shall not be charged as 
direct cost of the Work: personnel above the level of foreman 
(i.e., superintendents and Project managers); equipment 
owned or leased by the Contractor (i.e., job trailers, small 
tools); expenses of the Contractor's offices including 
personnel; and overhead and general administrative 
expenses. 
 
PERSON,  means an individual doing business as a sole 
proprietorship, a partnership, a joint venture, a corporation, a 
limited liability company or partnership, or any other entity 
possessing the legal capacity to contract. 
 
PLANS,  means the drawings which show the location,  
type, dimensions, and details of the Work to be done under  
the Contract. 
 
PROJECT,  means the specific work to be performed as 
described in the Contract Documents. 
 
PROJECT MANAGER. Means the individual identified in the 
bid documents or contract, which may act on behalf of the 
City for this project. 
 
PUNCHLIST,  means the list of Work yet to be completed or 
deficiencies which need to be corrected in order to achieve 
Final Completion of the Contract. 

 
SMALL BUSINESS CONCERN, as defined in ORS 
200.005, means a small business as defined by the United 
States Small Business Administration per 13 CFR, part 121, 
as amended. 
 
SOCIALLY DISADVANTAGED INDIVIDUAL, as defined in 
ORS 200.005, means an individual who has been subjected 
to racial or ethnic prejudice or cultural bias, without regard to 
individual qualities, because of the individual's identity as a 
member of a group. 
 
SOLICITATION DOCUMENT,  means an invitation to bid or 
request for proposal or request for quotes. 
 
SPECIFICATION,  means any description of the physical or 
functional characteristics of the Work, or of the nature of a 
supply, service or construction item.  Specifications may 
include a description of any requirement for inspecting, 
testing or preparing a supply, service or construction item for 
delivery and the quantities or qualities of materials to be 
furnished under the Contract.  Specifications generally will 
state the results or products to be obtained and may, on 
occasion, describe the method and manner of doing the 
work to be performed.  Specifications may be incorporated 
by reference and/or may be attached to the Contract. 
 
SUBCONTRACTOR,  means a Person having a direct 
contract with the Contractor, or another Subcontractor, to 
perform one or more items of the Work. 
 
SUBSTANTIAL COMPLETION,  means the date when the 
City accepts in writing the construction, alteration or repair of 
the improvement to real property or any designated portion 
thereof as having reached that state of completion when it 
may be used or occupied for its intended purpose. (Refer 
also to Section K.4.) 
 
SUBSTITUTIONS,  means items that are the same or better 
in function, performance, reliability, quality, and general 
configuration as that product(s) specified.  Approval of any 
substitute item shall be solely determined by the City's 
Authorized Representative.  The decision of the City's 
Authorized Representative is final. 
 
SUPPLEMENTAL GENERAL CONDITIONS,  means those 
conditions that remove from, add to, or modify these General 
Conditions.  Supplemental General Conditions may be 
included in the Solicitation Document or may be a separate 
attachment to the Contract.  To the extent the terms of the 
Supplemental General Conditions and these General 
Conditions conflict, the terms of Supplemental General 
Conditions will prevail. 
 
WOMAN,  as defined in ORS 200.005, means a person of 
the female sex who is a citizen or lawful permanent resident 
of the United States. 
 
WORK,  means the furnishing of all materials, equipment, 
labor, transportation, services and incidentals necessary to 
successfully complete any individual item or the entire 
Contract and the carrying out of duties and obligations 
imposed by the Contract Documents. 
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A.2  SCOPE OF WORK 
 
 The Work contemplated under this Contract 
includes all labor, materials, transportation, equipment and 
services for, and incidental to, the completion of all 
construction work in connection with the Project described in 
the Contract Documents.  The Contractor shall perform all 
Work necessary so that the Project can be legally occupied 
and fully used for the intended use as set forth in the 
Contract Documents. 
 
A.3  CONTRACT DOCUMENTS 
 
 The Contract Documents consist of the Solicitation 
Document, Invitation to Bid including any bid addenda, 
Instructions to Bidders, General Conditions, Supplemental 
Conditions, if any, accepted Bid, the Contract and 
amendments thereto, if any, Performance/Payment Bond, 
Plans, Specifications, approved shop drawings, approved 
equals and approved change orders. 
 
A.4  INTERPRETATION OF DOCUMENTS 
 
A4.1  The Contract Documents are intended to be 
complementary.  Whatever is called for in one, is interpreted 
to be called for in all.  However, in the event of conflicts or 
discrepancies among the Contract Documents, 
interpretations will be based on the following priorities 
 

I. The Contract, and amendments to same, with 
those of later date having precedence over those 
of an earlier date; 
2. Bidding Documents, (all Items listed) 
3 The Supplemental Conditions (if any); 
4. The Standard Terms & Conditions of the City of 
Hillsboro; 
5. Specifications and Plans and notes on Plans. 

 
A4.2  In the case of an inconsistency between Plans 
and Specifications or within either document not clarified by 
addendum, the better quality or greater quantity of Work 
shall be provided in accordance with the City or City's 
Authorized Representative's interpretation in writing. 
 
A4.3   If the Contractor finds discrepancies in, or 
omissions from the Contract Documents, or if the Contractor 
is in doubt as to their meaning, the Contractor shall at once 
notify the City or City's Authorized Representative.  
Contractor shall not proceed without direction in writing from 
the City or City's Authorized Representative. 
 
A.4.4 References to standard specifications, manuals, 
codes of any technical society, organization or association, 
to the laws or regulations of any governmental authority, 
whether such reference be specific or by implication, shall 
mean the latest standard specification, manual, code, laws 
or regulations in effect in the jurisdiction where the Project is 
occurring on the first published date of the Solicitation 
Document, except as may be otherwise specifically stated. 
 
A.5 EXAMINATION OF PLANS, SPECIFICATIONS, 
 AND SITE 
 
A.5.1 It is understood that the Contractor, before 
submitting a Bid, has made a careful examination of the 
Contract Documents; has become fully informed as to the 
quality and quantity of materials and the character of the 
Work required; and has made a careful examination of the 
location and conditions of the Work and the sources of 

supply for materials.  The City will in no case be responsible 
for any loss or for any unanticipated costs that may be 
suffered by the Contractor as a result of the Contractor's 
failure to acquire full information in advance in regard to all 
conditions pertaining to the Work.  No oral agreement or 
conversation with any officer, agent, or personnel of the City, 
or with the Architect/Engineer either before or after the 
execution of this Contract, shall affect or modify any of the 
terms or obligations herein contained. 
 
A.5.2 Should the Plans or Specifications fail to 
particularly describe the materials, kind of goods, or details 
of construction of any aspect of the Work, Contractor shall 
have the duty to make inquiry of the City and 
Architect/Engineer as to what is required prior to 
performance of the Work.  Absent Specifications to the 
contrary, the materials or processes that would normally be 
used to produce first quality finished Work shall be 
considered a part of the Contract requirements. 
 
A.5.3 Any design errors or omissions noted by the 
Contractor shall be reported promptly to the City’s 
Authorized Representative, including without limitation, any 
nonconformity with applicable laws, statutes, ordinances, 
building codes, rules and regulations. 
 
A.5.4 If the Contractor believes that additional cost or 
time is involved because of clarifications or instructions 
issued by the City's Authorized Representative in response 
to the Contractor’s notices or requests for information, the 
Contractor must submit a written request to the City’s 
Authorized Representative, setting forth the nature and 
specific extent of the request, including all time and cost 
impacts against the Contract as soon as possible, but no 
later than five (5) Days after receipt by Contractor of the 
clarifications or instructions issued. If the Contractor does 
not concur with the decision of the City’s Authorized 
Representative regarding time and cost impacts of the 
clarifications or instructions, the Contractor may proceed to 
file a Claim under Section D.3, Claims Review Process.  If 
the Contractor fails to perform the obligations of Sections 
A.5.1 to A.5.3, the Contractor shall pay such costs and 
damages to the City as would have been avoided if the 
Contractor had performed such obligations. 
 
A.6 INDEPENDENT CONTRACTOR STATUS & TAX 

CERTIFICATE 
 
 The service or services to be performed under this 
Contract are those of an independent contractor.  Contractor 
is not an officer, employee or agent of the City as those 
terms are used in ORS 30.265. 
 
Contractor certifies that it is in full compliance with the 
Oregon tax laws in accordance with ORS 305.385. 
 
A.7 RETIREMENT SYSTEM STATUS & TAXES 
 
 Contractor is not a contributing member of the 
Public Employees' Retirement System and will be 
responsible for any federal or state taxes applicable to 
payment received under this Contract.  Contractor will not be 
eligible for any benefits from these Contract payments of 
federal Social Security, employment insurance, workers' 
compensation or the Public Employees' Retirement System, 
except as a self-employed individual.  Unless the Contractor 
is subject to backup withholding, City will not withhold from 
such payments any amount(s) to cover Contractor’s federal 
or state tax obligations 
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A.8 GOVERNMENT EMPLOYMENT STATUS 
 
A.8.1  If this payment is to be charged against federal 
funds, Contractor certifies that it is not currently employed by 
the Federal Government.  This does not preclude the 
Contractor from holding another contract with the Federal 
Government. 
 
A.8.2  Contractor certifies that Contractor is not an 
employee of the State of Oregon for purposes of performing 
Work under this Contract. 
 
A.9  ASSIGNMENT OF ANTI-TRUST RIGHTS 
 
By entering into a contract, the contractor, for consideration 
paid to the contractor under the contract, does irrevocably 
assign to the City of Hillsboro any claim for relief or cause of 
action which the contractor now has or which may accrue to 
the contractor in the future, including at the City’s option, the 
right to control any such litigation on such claim for relief or 
cause of action, by reason of any violation of 15 USC ss. 1-
15 or ORS 646.725 or ORS 646.730, in connection with any 
goods or services provided to the contractor by any person, 
which goods or services are used, in whole or in part, for the 
purpose of carrying out the contractor’s obligations under 
this contract. 
 
In the event the contractor hires subcontractors to perform 
any of the contractor’s duties under the contract, the 
contractor shall require the subcontractor to irrevocably 
assign to the City of Hillsboro, as a third party beneficiary 
any right, title or interest that has accrued or may accrue to 
the subcontractor by reason of any violation of 15 USC ss. 1-
15, ORS 646.725 or ORS 646.730, including at the City’s 
option, the rights to control any litigation arising there under, 
in connection with any goods or services provided to the 
subcontractor by any person, in whole or in part, for the 
purpose of carrying out the subcontractor’s obligations as 
agreed to by the contractor in pursuance of the completion of 
the contract. 
 
In connection with this assignment, it is an express 
obligation of the contractor that it will take no action which 
will in any way diminish the value of the rights conveyed or 
assigned hereunder to the City of Hillsboro.  It is an express 
obligation of the contractor to advise the City Attorney: 
 
A9.1 In advance, of its intention to commerce any 
action on its own behalf regarding such claims for relief or 
causes of action. 
 
A9.2 Immediately, upon becoming aware of the fact that 
an action has been commenced on its own behalf by some 
other person or persons, of the tendency of such action; and 
 
A9.3 The date on which it notified the obligor(s) of any 
such claims for relief or causes of action of the fact of its 
assignment to the City of Hillsboro. 
 
Furthermore, it is understood or agreed that in the event that 
any payment under any such claim is made to the 
contractor, it shall promptly pay over to the City of Hillsboro 
its proportionate share thereof, if any, assigned to the City 
hereunder. 
 

SECTION B 
 

ADMINISTRATION OF THE CONTRACT 
 
B.1 CONTRACTOR'S MITIGATION OF IMPACTS 
 
B.1.1 The Contractor is responsible to protect and maintain 
the Work during the course of construction and to mitigate 
any adverse impacts to the Project, including those caused 

by authorized changes, which may affect cost, schedule, or 
quality. 
 
B.1.2 The Contractor is responsible for the actions of all its 
personnel, laborers, suppliers, and Subcontractors on the 
Project. 
 
B.2 MATERIALS AND WORKMANSHIP 
 
B.2.1 The intent of the Contract Documents is to provide for 
the construction and completion in every detail of the Work 
described.  All Work shall be performed in a professional 
manner and unless the means or methods of performing a 
task are specified elsewhere in the Contract Documents, 
Contractor shall employ methods that are generally accepted 
and used by the industry, in accordance with industry 
standards. 
 
B.2.2 The Contractor is responsible to perform the Work as 
required by the Contract Documents. Defective Work shall 
be corrected at the Contractor's expense. 
 
B.2.3 Work done and materials furnished shall be subject to 
inspection and/or observation and testing by the City's  
Authorized Representative to determine if they conform to 
the Contract Documents. Inspection of the Work by the City's 
Authorized Representative does not relieve the Contractor of 
responsibility for the Work in accordance with the Contract 
Documents. 
 
B.2.4 Contractor shall furnish adequate facilities, as 
required, for the City's Authorized Representative to have 
safe access to the Work including without limitation 
walkways, railings, ladders, tunnels, and platforms. 
Producers, suppliers, and fabricators shall also provide 
proper facilities and access to their facilities. 
 
B.2.5 The Contractor shall furnish samples of materials for 
testing by the City's Authorized Representative and include 
the cost of the samples in the Contract Price. 
 
B.3 PERMITS 
 
B.3.1 Contractor shall obtain and pay for all necessary 
permits and licenses, except for those specifically excluded 
in the Supplemental General Conditions, for the construction 
of the Work, for temporary obstructions, enclosures, opening 
of streets for pipes, walls, utilities, environmental, etc., as 
required for the Project. Contractor shall be responsible for 
all violations of the law, in connection with the construction 
or caused by obstructing streets, sidewalks or otherwise.   
Contractor shall give all requisite notices to public 
authorities. The Contractor shall pay all royalties and license 
fees. The Contractor shall defend all suits or claims for 
infringement of any patent rights and save harmless and 
blameless from loss, on account thereof, the City of 
Hillsboro, and its departments, divisions, members and 
employees. 
 
B.4 COMPLIANCE WITH GOVERNMENT REGULATIONS 
 
B.4.1 Contractor shall comply with all federal, state and local 
laws, codes, regulations and ordinances applicable to the 
Work including obtaining a City of Hillsboro Business 
License or obtaining a METRO contractor’s business license 
and complying with the rules adopted by the Oregon Utility 
Notification Center.  Failure to comply with such 
requirements shall constitute a breach of Contract and shall 
be grounds for Contract termination.  Damages or costs 
resulting from noncompliance shall be the responsibility of 
Contractor. 
 
B.4.2 Contractor shall comply with all applicable 
requirements of federal and state civil rights and 
rehabilitation statutes, rules and regulations; and 
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a) Contractor shall not discriminate against Minority, 
Women or Emerging Small Business enterprises in the 
awarding of subcontracts or against a business enterprise 
that is owned or controlled by or that employs a disabled 
veteran as defined by ORS 408.225.(ORS 279A.110). 
 
b) Contractor shall maintain, in current and valid form, all 
licenses and certificates required by law, regulation, or this 
Contract when performing the Work. 
 
B.4.3 Unless contrary to federal law, Contractor shall 
certify that it shall not accept a bid or proposal from 
Subcontractors to perform Work as described in ORS 
701.005 under this Contract unless such Subcontractors are 
registered with the Construction Contractors Board in 
accordance with ORS 701.035 to 701.055 at the time they 
submit their bids or proposals to the Contractor. 
 
B.4.4 Unless contrary to federal law, Contractor shall 
certify that each landscape contractor, as defined in ORS 
671.520(2), performing Work under this Contract holds a 
valid landscape contractor's license issued pursuant to ORS 
671.560. 
 
B.4.5 The following notice is applicable to Contractors 
who perform excavation Work.  ATTENTION: Contractor 
acknowledges and agrees that Oregon law requires you to 
follow rules adopted by the Oregon Utility Notification 
Center.  Those rules are set forth in OAR 952-001-0010 
through OAR 952-001-0090.  You may obtain copies of the 
rules by calling the center at (503)232-1987. 
 
B.4.6 Failure to comply with any or all of the 
requirements of B.4.1 through B.4.5 shall be a breach of 
Contract and constitute grounds for Contract termination.  
Damages or costs resulting from such noncompliance shall 
be the responsibility of Contractor. 
 
B.5 SUPERINTENDENCE 
 
Contractor shall keep on the site, during the progress of the 
Work, a competent superintendent and any necessary 
assistants who shall be satisfactory to the City and who shall 
represent the Contractor on the site.  Directions given to the 
superintendent by the City's Authorized Representative shall 
be confirmed in writing to the Contractor. 
 
B.6 INSPECTION 
 
B.6.1 City's Authorized Representative shall have access 
to the Work at all times. 
 
B.6.2 Inspection of the Work will be made by the City's 
Authorized Representative at its discretion. The City’s 
Authorized Representative will have authority to reject Work 
that does not conform to the Contract Documents.  Any 
Work found to be not in conformance with the Contract 
Documents, in the discretion of the City's Authorized 
Representative, shall be removed and replaced at the 
Contractor's expense. 
 
B.6.3 Contractor shall make or obtain at the appropriate 
time all tests, inspections and approvals of portions of the 
Work required by the Contract Documents or by laws, 
ordinances, rules, regulations or orders of public authorities 
having jurisdiction.  Unless otherwise provided, the 
Contractor shall make arrangements for such tests, 
inspections and approvals with an independent testing 
laboratory or entity acceptable to the City, or with the 
appropriate public authority, and shall bear all related costs 
of tests, inspections and approvals.  Tests or inspections 
conducted pursuant to the Contract Documents shall be 
made promptly to avoid unreasonable delay in the Work.  
The Contractor shall give the City’s Authorized 

Representative 72 hours notice, not including weekends or 
holidays, of when and where tests and inspections are to be 
made so that the City’s Authorized Representative may be 
present for such procedures.  Required certificates of 
testing, inspection or approval shall, unless otherwise 
required by the Contract Documents, be secured by the 
Contractor and promptly delivered to the City’s Authorized 
Representative. 
 
B.6.4 As required by the Contract Documents, Work done 
or material used without inspection or testing by the City's 
Authorized Representative may be ordered removed at the 
Contractor's expense. 
 
B.6.5 If directed to do so any time before the Work is 
accepted, the Contractor shall uncover portions of the 
completed Work for inspection.  After inspection, the 
Contractor shall restore such portions of Work to the 
standard required by the Contract.  If the Work uncovered is 
unacceptable or was done without sufficient notice to the 
City's Authorized Representative, the uncovering and 
restoration shall be done at the Contractor's expense.  If the 
Work uncovered is acceptable and was done with sufficient 
notice to the City's Authorized Representative, the 
uncovering and restoration will be paid for as a change 
order. 
 
B.6.6 If any testing or inspection reveals failure of the 
portions of the Work to comply with requirements 
established by the Contract Documents, all costs made 
necessary by such failure, including those of repeated 
procedures and compensation for the City’s Authorized 
Representative’s and Architect/Engineer’s services and 
expenses, shall be at the Contractor’s expense. 
 
B.6.7 When the United States government participates in 
the cost of the Work, or the City has an agreement with other 
public or private organizations, or if any portion of the Work 
is being performed for a third party or in close proximity to 
third party facilities, representatives of these organizations 
have the right to inspect the Work affecting their interests or 
property.  Their right to inspect shall not make them a party 
to the Contract and shall not interfere with the rights of the 
parties of the Contract.  Instructions or orders of such parties 
shall be transmitted to the Contractor, through the City's 
Authorized Representative. 
 
B.7 SEVERABILITY 
 
If any provision of this Contract is declared by a court to be 
illegal or in conflict with any law, the validity of the remaining 
terms and provisions shall not be affected and the rights and 
obligations of the parties shall be construed and enforced as 
if the Contract did not contain the particular provision held to 
be invalid. 
 
B.8 ACCESS TO RECORDS 
 
B.8.1 Contractor shall keep, at all times on the Work site, a 
copy of the complete Contract Documents and current 
record drawings, and shall at all times give the City's 
Authorized Representative access thereto. 
 
B.8.2 The City and its duly authorized representatives  
shall have access, for a period not less than three (3) years, 
to books, documents, papers and records of Contractor 
which are pertinent to the Contract including records 
pertaining to overhead and indirect costs, for the purpose of 
making audit, examination, excerpts and transcripts. If for 
any reason, any part of the Contract is involved in litigation, 
Contractor shall retain all pertinent records until all litigation 
is resolved. The City and/or its agents will continue to be 
provided full access to the records during litigation. 
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B.9 WAIVER 
 
 Failure of the City to enforce any provision of this 
Contract shall not constitute a waiver or relinquishment by 
the City of the fight to such performance in the future nor of 
the right to enforce any other provision of this Contract. 
 
B.10 ASSIGNMENTS/SUBCONTRACT 
 
 Contractor shall not assign, sell, or transfer its 
rights, or delegate its responsibilities under this Contract, in 
whole or in part, without the prior written approval of the City. 
No such written approval shall relieve Contractor of any 
obligations of this Contract, and any transferee shall be 
considered the agent of the Contractor and bound to perform 
in accordance with the Contract Documents. Contractor shall 
remain liable as between the original parties to the Contract 
as if no assignment had occurred. 
 
B.11 SUCCESSORS IN INTEREST 
 
The provisions of this Contract shall be binding upon and 
shall accrue to the benefit of the parties to the Contract and 
their respective successors and assigns. 
 
B.12 CITY'S RIGHT TO DO WORK 
 
 City reserves the right to perform other or 
additional work at or near the Project site with other forces 
than those of the Contractor.  If such work takes place within 
or next to the Project site, Contractor will coordinate work 
with the other contractors or forces, cooperate with all other 
contractors or forces, carry out the Work in a way that will 
minimize interference and delay for all forces involved, place 
and dispose of materials being used so as not to interfere 
with the operations of another, and join the Work with the 
work of the others in an acceptable manner and perform it in 
proper sequence to that of the others.  The City's Authorized 
Representative will resolve any disagreements that may 
arise between or among Contractor and the other 
contractors over the method or order of doing all work 
(including the Work). In case of unavoidable interference, the 
City's Authorized Representative will establish work priority 
(including the Work) which generally will be in the sequence 
that the contracts were awarded. 
 
B.13 OTHER CONTRACTS 
 
 In all cases and at any time, the City has the right 
to execute other contracts related to or unrelated to the Work 
of this Contract. The Contractor of this Contract will fully 
cooperate with any and all other contractors without 
additional cost to the City in the manner described in section 
B.12. 
 
B.14 GOVERNING LAW  
 
 This Contract shall be governed by and construed in 
accordance with the laws of the State of Oregon without 
regard to principles of conflict of laws. 
 
B.15 LITIGATION 
 
 Any Claim between City and Contractor that arises 
from or relates to this Contract and that is not resolved 
through the Claims Review Process in Section D.3 shall be 
brought and conducted solely and exclusively within the 
Circuit Court of Washington County for the State of Oregon; 
provided, however, if a Claim must be brought in a federal 
forum, then it shall be brought and conducted solely and 
exclusively within the United States District Court for the 
District of Oregon.  In no event shall this section be 
construed as a waiver by the City of Hillsboro on any form of 
defense or immunity, whether sovereign immunity, 
governmental immunity, immunity based on the Eleventh 

Amendment to the Constitution of the United States or 
otherwise, from any claim or from the jurisdiction of any 
court.  CONTRACTOR BY EXECUTION OF THIS 
CONTRACT HEREBY CONSENTS TO THE IN 
PERSONAM JURISDICTION OF THE COURTS 
REFERENCED IN THIS SECTION B.15. 

 
B.16  ALLOWANCES 
 
B.16.1 The Contractor shall include in the Contract Price 
all allowances stated in the Contract Documents.  Items 
covered by allowances shall be supplied for such amounts 
and by such persons or entities as the City may direct. 
 
B. 16.2 Unless otherwise provided in the Contract 
Documents:   
 
(a) when finally reconciled, allowances shall cover the 
cost to the Contractor of materials and equipment delivered 
at the site and all required taxes, less applicable trade 
discounts; 
 
(b) Contractor’s costs for unloading and handling at 
the site, labor, installation costs, overhead, profit and other 
expenses contemplated for stated allowance amounts shall 
be included in the Contract Price but not in the allowances; 
 
(c) whenever costs are more than or less than 
allowances, the Contract Price shall be adjusted accordingly 
by Change Order.  The amount of the Change Order shall 
reflect (i) the difference between actual costs and the 
allowances under Section B.16.2(a) and (2) changes in 
Contractor’s costs under Section B.16.2(b). 
 
(d) Unless City requests otherwise, Contractor shall 
provide to City a proposed fixed price for any allowance work 
prior to its performance. 
 
B.17 SUBMITTALS, SHOP DRAWINGS, PRODUCT 

DATA AND SAMPLES 
 
B.17.1 The Contractor shall prepare and keep current, for 
the City’s Authorized Representative, a schedule and list of 
submittals, which is coordinated with the Contractor's 
construction schedule and allows the City’s Authorized 
Representative ten (10) days to review submittals. The City 
reserves the right to finally approve the schedule and the list 
of submittals. Submittals include, without limitation, Shop 
Drawings, Product Data, and Samples, which are described 
below: 
 
(a) Shop Drawings are drawings, diagrams, 
schedules and other data specially prepared for the Work by 
the Contractor or a Subcontractor, Sub-Subcontractor, 
manufacturer, supplier or distributor to illustrate some portion 
of the Work. 
 
(b) Product Data are illustrations, standard schedules, 
performance charts, instructions, brochures, diagrams and 
other information furnished by the Contractor to illustrate 
materials or equipment for some portion of the Work. 
 
(c) Samples are physical examples which illustrate 
materials, equipment or workmanship and establish 
standards by which the Work will be judged. 
 
B.17.2 Shop Drawings, Product Data, Samples and 
similar submittals are not Contract Documents.  The purpose 
of their submittal is to demonstrate for those portions of the 
Work for which submittals are required by the Contract 
Documents the way by which the Contractor proposes to 
conform to the information given and the design concept 
expressed in the Contract Documents.  Review of submittals 
by the Architect/Engineer is not conducted for the purpose of 
determining the accuracy and completeness of other details 
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such as dimensions and quantities, or for substantiating 
instructions for installation or performance of equipment or 
systems, or for approval of safety precautions or, unless 
otherwise specifically stated by the Architect/Engineer, of 
any construction means, methods, techniques, sequences or 
procedures, all of which remain the responsibility of the 
Contractor as required by the Contract Documents.  The 
Architect/Engineer’s review of the Contractor’s submittals 
shall not relieve the Contractor of its obligations under the 
Contract Documents.  The Architect/Engineer’s approval of a 
specific item shall not indicate approval of an assembly of 
which the item is a component.  Informational submittals 
upon which the Architect/Engineer is not expected to take 
responsive action may be so identified in the Contract 
Documents.  Submittals which are not required by the 
Contract Documents may be returned by the 
Architect/Engineer without action. 
 
B.17.3 The Contractor shall review for compliance with 
the Contract Documents, approve and submit to the 
Architect/Engineer Shop Drawings, Product Data, Samples 
and similar submittals required by the Contract Documents 
with reasonable promptness and in such sequence as to 
cause no delay in the Work or in the activities of the City or 
of separate contractors.  Submittals which are not marked as 
reviewed for compliance with the Contract Documents and 
approved by the Contractor may be returned by the 
Architect/Engineer without action. 
 
B.17.4 By approving and submitting Shop Drawings, 
Product Data, Samples and similar submittals, the 
Contractor represents that the Contractor has determined 
and verified materials, field measurements and field 
construction criteria related thereto, or will do so, and has 
checked and coordinated the information contained within 
such submittals with the requirements of the Work and of the 
Contract Documents. 
 
B.17.5 The Contractor shall perform no portion of the 
Work for which the Contract Documents require submittal 
and review of Shop Drawings, Product Data, Samples or 
similar submittals until the respective submittal has been 
approved by the Architect/Engineer. 
 
B.17.6  The Work shall be in accordance with approved 
submittals except that the Contractor shall not be relieved of 
responsibility for deviations from requirements of the 
Contract Documents by the Architect/Engineer’s review or 
approval of Shop Drawings, Product Data, Samples or 
similar submittals unless the Contractor has specifically 
informed the Architect/Engineer in writing of such deviation 
at the time of submittal and (1) the Architect/Engineer has 
given written approval to the specific deviation as a minor 
change in the Work, or (2) a Change Order has been 
executed by the City authorizing the deviation.  The 
Contractor shall not be relieved of responsibility for errors or 
omissions in Shop Drawings, Product Data, Samples or 
similar submittals by the Architect/Engineer’s review or 
approval thereof. 
 
B.17.7 In the event that the City elects not to have the 
obligations and duties described under this Section B.17 
performed by the Architect/Engineer, or in the event no 
Architect/Engineer is employed by the City on the project, all 
obligations and duties assigned to the Architect/Engineer 
hereunder shall be performed by the City's Authorized 
Representative.  
 
B.18 SUBSTITUTIONS 
 
 The Contractor may make Substitutions only with 
the consent of the City, after evaluation by the City’s 
Authorized Representative and only in accordance with a 
Change Order.  Substitutions shall be subject to the 
requirements of the bid documents.  By making requests for 

Substitutions, the Contractor represents that the Contractor 
has personally investigated the proposed substitute product; 
represents that the Contractor will provide the same 
warranty for the Substitution that the Contractor would for 
the product originally specified unless approved otherwise; 
certifies that the cost data presented is complete and 
includes all related costs under this Contract including 
redesign costs, and waives all claims for additional costs 
related to the Substitution which subsequently become 
apparent; and will coordinate the installation of the accepted 
Substitution, making such changes as may be required for 
the Work to be completed in all respects. 
 
B.19  USE OF PLANS AND SPECIFICATIONS 
 
 Plans, Specifications and related Contract 
Documents furnished to Contractor by City or City’s 
Architect/Engineer shall be used solely for the performance 
of the Work under this Contract.  Contractor and its 
Subcontractors and suppliers are authorized to use and 
reproduce applicable portions of such documents 
appropriate to the execution of the Work, but shall not claim 
any ownership or other interest in them beyond the scope of 
this Contract, and no such interest shall attach.  Unless 
otherwise indicated, all common law, statutory and other 
reserved rights, in addition to copyrights, are retained by the 
City. 
  
B.20 FUNDS AVAILABLE AND AUTHORIZED 
 
 The City reasonably believes at the time of 
entering into this Contract that sufficient funds are available 
and authorized for expenditure to finance the cost of this 
Contract within the City's appropriation or limitation. 
Contractor understands and agrees that, to the extent that 
sufficient funds are not available and authorized for 
expenditure to finance the cost of this Contract, the City’s 
payment of amounts under this Contract attributable to 
Services performed after the last day of the current fiscal 
year is contingent on the City receiving from the City of 
Hillsboro City Council appropriations, limitations or other 
expenditure authority sufficient to allow the City, in the 
exercise of its reasonable administrative discretion, to 
continue to make payments under this Contract. 
 
B.21 ATTORNEY FEES 
 
If a suit or action is filed to enforce any of the terms of this 
Contract each party is responsible for heir respective costs 
and fees, including attorney fees.  
 

SECTION C 
 

WAGES AND LABOR 
 
C.1 WAGE RATES ON PUBLIC WORKS 
 
C.1.1 When the Contract price exceeds $50,000 or 
when $2,000 or more of Federal funds are used, the 
Contractor shall comply fully with the provisions of ORS 
279C.800 through 279C.870, including the prevailing wage 
rates established by the Bureau of Labor and Industries 
(BOLI). Documents establishing those conditions, as 
determined by the Commissioner of the Bureau of Labor and 
Industries (BOLI), are incorporated as referenced herein.  If 
Federal funds are used then the Davis-Bacon Act (DBA) 
Wage Determination will be attached to the Invitation to Bid.  
The Contractor and Subcontractor(s) shall pay the higher of 
the applicable State or Federal prevailing rate of wage. 
 
C.1.2 In accordance with ORS 279C.830(c)(3) the 
Contractor and every subcontractor must have a public 
works bond filed with the Construction Contractors Board 
before starting work on the project unless exempt. 
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C.2  PAYROLL CERTIFICATION AND FEE 
REQUIREMENTS; ADDITIONAL RETAINAGE 

 
C.2.1 In accordance with ORS 279C.845, the Contractor 
and every Subcontractor shall submit written certified 
statements to the City's Authorized Representative, on the 
form prescribed by the Commissioner of the Bureau of Labor 
and Industries (BOLI), certifying the hourly rate of wage paid 
each worker which the Contractor or the Subcontractor has 
employed on the project and further certifying that no worker 
employed on the project has been paid less than the 
prevailing rate of wage or less than the minimum hourly rate 
of wage specified in the Contract, which certificate and 
statement shall be verified by the oath of the Contractor or 
the Subcontractor that the Contractor or Subcontractor has 
read such statement and certificate and knows the contents 
thereof and that the same is true to the Contractor or 
Subcontractor's best knowledge and belief.  The certified 
statements shall set out accurately and completely the 
payroll records for the prior week including the name and 
address of each worker, the worker's correct classification, 
rate of pay, daily and weekly number of hours worked, 
deductions made and actual wages paid.  Certified 
statements for each week during which the Contractor or 
Subcontractor has employed a worker on the project shall be 
submitted once a month, by the fifth business day of the 
following month. 
 
 The Contractor and Subcontractors shall preserve 
the certified statements for a period of six (6) years from the 
date of completion of the Contract. 
 
C.2.2 Pursuant to ORS 279C.845(7),the City shall retain 
25 percent of any amount earned by the Contractor on this 
public works project until the Contractor has filed the certified 
statements required by section C.2.1. The City shall pay to 
the Contractor the amount retained under this subsection 
within 14 days after the Contractor files the required certified 
statements, regardless of whether a Subcontractor has failed 
to file certified statements.  
 
C.2.3 Pursuant to ORS 279C.845(8), the Contractor 
shall retain 25 percent of any amount earned by a first-tier 
Subcontractor on this public works project until the first-tier 
Subcontractor has filed with the City the certified statements 
required by C.2.1. Before paying any amount retained under 
this subsection, the Contractor shall verify that the first-tier 
Subcontractor has filed the certified statement, Within 14 
days after the first-tier Subcontractor files the required 
certified statement the Contractor shall pay the first-tier 
Subcontractor any amount retained under this subsection.  
 
C.2.4 Pursuant to ORS 279C.825 and in accordance 
with administrative rules promulgated by the Commissioner 
of the Bureau of Labor and Industries, a fee is required to be 
paid by the City to the Bureau of Labor and Industries. 

 
C.3 PROMPT PAYMENT AND CONTRACT CONDITIONS 
 
C.3.1 Pursuant to ORS 279C.570 and as a condition to 
the City's performance hereunder, the Contractor shall: 
 
C.3.1.1 Make payment promptly, as due, to all persons 
supplying to Contractor labor or materials for the prosecution 
of the Work provided for in this Contract.  
 
C.3.1.2 Pay all contributions or amounts due the State 
Industrial Accident Fund and the State Unemployment 
Compensation Trust Fund from such Contractor or 
Subcontractor incurred in the performance of the Contract. 
 
C.3.1.3 Not permit any lien or claim to be filed or 
prosecuted against the City on account of any labor or 
material furnished. 
 

C. 3.1.4 Pay to the Department of Revenue all sums 
withheld from employees pursuant to ORS 316.167. 
 
C.3.1.5  Demonstrate that an employee drug testing 
program is in place as follows: 
 

Contractor represents and warrants that Contractor has in 
place at the time of the execution of this Contract, and shall 
maintain during the term of this Contract, an Employee Drug 
Testing Program for its employees. 
 
C.3.2 Pursuant to ORS 279C.515, and as a condition to 
City of Hillsboro's performance hereunder 
 
C.3.2.1 If Contractor fails, neglects or refuses to make 
prompt payment of any claim for labor or services furnished 
to the Contractor or a Subcontractor by any person in 
connection with the Project as such claim becomes due, the 
proper officer(s) representing the City may pay the claim and 
charge the amount of the payment against funds due or to 
become due Contractor under this Contract.  Payment of 
claims in this manner shall not relieve the Contractor or the 
Contractor's surety from obligation with respect to any 
unpaid claims. 

 
C.3.2.2 If the Contractor or a first-tier Subcontractor fails, 
neglects or refuses to make payment to a person furnishing 
labor or materials in connection with the public contract for a 
public improvement within 30 days after receipt of payment 
from the public contracting agency or a Contractor, the 
Contractor or first-tier Subcontractor shall owe the person 
the amount due plus interest charges commencing at the 
end of the 10-day period that payment is due under ORS 
279C.580(3) and ending upon final payment, unless 
payment is subject to a good faith dispute as defined in ORS 
279C.580. The rate of interest charged to the Contractor or 
first-tier Subcontractor on the amount due shall equal three 
times the discount rate on 90-day commercial paper in effect 
at the Federal Reserve Bank in the Federal Reserve district 
that includes Oregon on the date that is 30 days after the 
date when payment was received from the public contracting 
agency or from the Contractor, but the rate of interest shall 
not exceed 30 percent. The amount of interest may not be 
waived. 
 
C.3.2.3 If the Contractor or a Subcontractor fails, neglects 
or refuses to make payment to a person furnishing labor or 
materials in connection with the public contract, the person 
may file a complaint with the Construction Contractors 
Board, unless payment is subject to a good faith dispute as 
defined in ORS 279C.580. Every contract related to this 
public contract shall contain a similar clause. 
 
C.3.3  Pursuant to ORS 279C.580, Contractor shall 
include in each Subcontract for property or services entered 
into by the Contractor and a first-tier subcontractor, including 
a material supplier, for the purpose of performing a 
construction contract: 
 
(a)  A payment clause that obligates the Contractor to 
pay the first-tier Subcontractor for satisfactory performance 
under its subcontract within 10 days out of such amounts as 
are paid to the Contractor by the public contracting agency 
under such contract; and 
 
(b) An interest penalty clause that obligates the 
Contractor if payment is not made within 30 days after 
receipt of payment from the public contracting agency, to 
pay to the first-tier Subcontractor an interest penalty on 
amounts due in the case of each payment not made in 
accordance with the payment clause included in the 
subcontract pursuant to paragraph (a) of this subsection. A 
Contractor or first-tier Subcontractor shall not be obligated to 
pay an interest penalty if the only reason that the contractor 
or first-tier subcontractor did not make payment when 
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payment was due is that the Contractor or first-tier 
Subcontractor did not receive payment from the public 
contracting agency or Contractor when payment was due.  
 
(c) The interest penalty shall be for the period 
beginning on the day after the required payment date and 
ending on the date on which payment of the amount due is 
made; and computed at the rate specified in ORS 
279C.515(2) 
 
(d) A clause which requires each of Contractor's 
Subcontractor's to include, in each of their contracts with 
lower-tier Subcontractors or suppliers, provisions to the 
effect that the first-tier Subcontractor shall pay its lower-tier 
Subcontractors and suppliers in accordance with the 
provisions of subsections (a) (b) and (c), above and requiring 
each of their Subcontractors and suppliers to include such 
clauses in their subcontracts and supply contracts. 
 
C.3.4 All employers, including Contractor, that employ 
subject workers who work under this contract in the State of 
Oregon shall comply with ORS 656.017 and provide the 
required Workers’ Compensation coverage, unless such 
employers are exempt under ORS 656.126.  Contractor shall 
ensure that each of its Subcontractors complies with these 
requirements.  
 
C.4 PAYMENT FOR MEDICAL CARE 
 
 Pursuant to ORS 279C.530, and as a condition to 
the City's performance hereunder, Contractor shall promptly, 
as due, make payment to any person, co-partnership, 
association or corporation furnishing medical, surgical, and 
hospital care or other needed care and attention, incident to 
sickness or injury, to the employees of such Contractor all 
sums of which the Contractor agrees to pay for such 
services and all moneys and sums which the Contractor has 
collected or deducted from the wages of personnel pursuant 
to any law, contract or agreement for the purpose of 
providing or paying for such services. 
 
C.5  HOURS OF LABOR 
 
As a condition to the City's performance hereunder, 
Contractor shall comply with ORS 279C.540, as amended 
from time to time and incorporated herein by this reference: 
 
Pursuant to ORS 279C.540 and as a condition to the City's 
performance hereunder, no person shall be employed to 
perform Work under this Contract for more than 10 hours in 
any one day or forty hours in any one week, except in cases 
of necessity, emergency or where public policy absolutely 
requires it.  In such instances, Contractor shall pay the 
employee at least time and a half pay: 
 
(a) For all overtime in excess of eight hours a day or 

40 hours in any one week when the work week is 
five consecutive days, Monday through Friday; or 

 
(b) For all overtime in excess of 10 hours a day or 40 
 hours in any one week when the work week is four 
 consecutive days, Monday through Friday; and 
 
(c) For all Work performed on Saturday and on any 
 legal holiday specified in ORS 279C.540. 
 
 This section C.5 will not apply to Contractor's 
Work under this Contract if Contractor is currently a party to 
a collective bargaining agreement with any labor 
organization. 
 
 This Section C.5 shall not excuse Contractor from 
completion of the Work within the time required under this 
Contract.  
 

 
SECTION D 

 
CHANGES IN THE WORK 

 
D.1 CHANGES IN WORK 
 
D.1.1 The terms of this Contract shall not be waived, 
altered, modified, supplemented or amended in any manner 
whatsoever, without prior written approval of the City's 
Authorized Representative. 
 
D.1.2 It is mutually agreed that changes in Plans, 
quantities, or details of construction are inherent to the 
nature of construction and may be necessary or desirable 
during the course of construction. The City's Authorized 
Representative may at any time, without notice to the 
sureties, either increase or decrease the amount of Work to 
be performed under the Contract. Without impairing the 
Contract, the City reserves the right to require changes 
determined necessary or desirable to complete the proposed 
construction within the general scope of the Contract. These 
changes may include, but are not limited to: 
 
(a) Specifications and design. 
(b) Increases or decreases in quantities. 
(c) Additional Work. 
(d) Elimination of any Contract item. 
(e) Duration of Project. 
(f) Acceleration or delay in performance of Work. 
 
D.1.3 The City and Contractor agree that changes shall 
be administered and negotiated according to the following:  
 
 Any Contract amendment including change 
orders, extra Work, field orders, or other changes in the 
Contract Documents which modifies the original Contract, 
may be made with the Contractor without competitive 
bidding subject to the following conditions: 
 
 The original Contract was let by competitive 
procurement, unit prices or solicitation alternates were 
provided that established the cost for additional Work, and a 
binding obligation exists on the parties covering the terms 
and conditions of the additional Work. 
 
D. 1.4 In the event there are any changes, including 
deductions or extra Work of a class not covered by the 
prices included in the Contract Documents, the basis of 
payments shall be agreed upon in writing between the 
Parties to the Contract before the Work is done. If basis for 
payment cannot be agreed upon prior to the beginning of the 
Work, and if so directed by the City's Authorized 
Representative, then Work shall be performed on the basis 
of furnishing direct labor, equipment, and material costs on 
all Work performed. In either case, in addition to Direct 
Costs, up to the following amounts may be added (or 
deducted if a reduction to work bid as a lump sum) to the 
Contractor's or Subcontractor's Direct Costs to cover 
overhead expenses for Work performed with their own 
forces: 
 
 Labor (prevailing wage rate) 15% 
 Equipment  12% 
 Materials   12% 
 
 When Work is performed by an authorized 
Subcontractor, the Contractor will be allowed a supplemental 
mark-up on each piece of subcontract Work covered by the 
change order up to the following: 
 
 $0.00 - $5,000.00.......          15%  
 Over $5,0000.00...........          7.5% 
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These payments made to the Contractor will be complete 
compensation for Overhead, profit, and all other costs that 
were incurred by the Contractor or by other forces furnished 
by the Contractor, including Subcontractors.  These 
payments apply to all change order Work.  No other 
reimbursement, compensation, or payment will be made. 
 
D.1.5 If any change under this section causes an 
increase or decrease in the Contractor's cost of, or the time 
required for the performance of any part of the Work under 
this Contract, the Contractor must submit a written statement 
setting forth the nature and specific extent of the claim, 
including all time and cost impacts against the Contract as 
soon as possible, but no later than five (5) days after receipt 
of any written notice of modification of the Contract. (Refer 
also to Section H. 1.4 for notification.) 
 
D.1.6 No claim by the Contractor for additional costs 
shall be allowed if made after receipt of final payment 
application under this Contract. 
 
D.1.7 All change order Work shall be executed under the 
conditions of the Contract Documents except that any claim 
for extension of time caused thereby shall be adjusted at the 
time of ordering such change. 
 
D.1.8 Deductive changes are those which reduce the 
scope of the Work.  All deductive changes will be negotiated 
using the percentages for labor, equipment, material and 
Subcontractor's mark-ups in D. 1.4 which will reduce the 
price of the contract. 
 
D.1.9 It is understood that changes in the Work are 
inherent to construction of this type.  The number of 
changes, the scope of those changes, and the impact they 
have on the progress of the original Work cannot be defined 
at this time.  The Contractor is notified that numerous 
changes are anticipated and that there will be no 
compensation made to the Contractor directly related to the 
number of changes.  Each change will be evaluated for 
extension of Contract time and increase or decrease in 
compensation based on its own merit. 
 
D.2 DELAYS 
 
D.2.1 If the Contractor is delayed by any actions of the 
City, City's Authorized Representative, or any other 
employee or agent of the City, or by separate contractor 
employed by the City, or by Force Majeure, the Contractor 
shall submit a written notification of the delay to the 
City's Authorized Representative within two working 
days of the delay.  This notice shall state the cause of the 
potential delay, the Project components impacted by the 
delay, and the anticipated time extension necessary to 
compensate for the delay.  Within seven days after the 
cause of the delay has been mitigated, or in no case more 
than 30 days after the initial notice, the Contractor shall 
submit to the City's Authorized Representative, a complete 
and detailed request for additional time resulting from the 
delay.  The request shall be reviewed as described in 
Section D.3 Claims Review Process. 
 
D.2.2 Avoidable delays include delays which could have 
been avoided by the exercise of care, prudence, foresight, 
and diligence on the part of the Contractor or its 
Subcontractors, including, but not limited to, the following: 
 
(a) Delays which may in themselves be unavoidable 
but which affect only a portion of the Work and do not 
necessarily prevent or delay the prosecution of other parts of 
the Work nor the completion of the whole Work within the 
Contract time. 
 
(b) Delays which do not impact activities on the 
accepted critical path schedule. 

 
(c) Time associated with the reasonable interference 
of other contractors employed by the City which do not 
necessarily prevent the completion of the whole Work within 
the Contract time. 
 
D.2.3 Unavoidable delays include those which result 
from causes beyond the control of the Contractor and which 
could not have been avoided by the exercise of care, 
prudence, foresight, and diligence on the part of the 
Contractor or its Subcontractors.  Delays caused by Force 
Majeure, war, public enemy, freight embargoes, and strikes 
which occur despite the Contractor's reasonable efforts to 
avoid them, shall be considered as unavoidable. 
 
D.2.4 The City may grant a time extension for avoidable 
or unavoidable delay if the City deems it is in its best 
interest.  Except as otherwise provided in ORS 279C.315, 
time extensions for avoidable or unavoidable delays shall not 
be compensable.  Only delays within the reasonable control 
of the City shall be compensable. 
 
D.2.5 Claims by the Contractor based on adverse 
weather conditions must be substantiated by documentation 
that weather conditions were abnormal for the specific time 
period claimed, could not have been anticipated by the 
Contractor, and adversely impacted the Project.  A rain, 
windstorm, high water, or other natural phenomenon for the 
specific locality of the Work, which might reasonably have 
been anticipated from the previous ten (10) years historical 
records of the general locality of the Work, shall not be 
construed as abnormal.  It is hereby agreed that rainfall 
greater than the following cannot be reasonably anticipated: 
 
(a) Daily rainfall equal to, or greater than, 0.50 inch 
during a month when the monthly rainfall exceeds the 
normal monthly average by twenty-five percent (25%) or 
more. 
 
(b) Daily rainfall equal to, or greater than, 0.75 inch at 
any time. 
 
(c) The Office of the Environmental Data Service of 
the National Oceanic and Atmospheric Administration 
(NOAA) of the U.S. Department of Commerce nearest the 
Project site shall be considered the official agency of record 
for weather information. 
 
D.2.6 If the Contractor discovers site conditions which 
differ materially from what was represented in the Contract 
Documents or from conditions that would normally be 
expected to exist and be inherent to the construction 
activities defined in the Contract Documents, the Contractor 
shall notify the City's Authorized Representative immediately 
and before the area has been disturbed.  The City's 
Authorized Representative will investigate the area and 
make a determination as to whether or not the conditions 
differ materially from either the conditions stated in the 
Contract Documents or those which could reasonably be 
expected in execution of this particular Contract.  If it is 
determined that a differing site condition exists, any 
compensation or credit will be determined based on Section 
D. 1, Changes.  If the Contractor does not concur with the 
decision of the City's Authorized Representative and/or 
believes that it is entitled to additional compensation, the 
Contractor may proceed to file a claim. 
 
D.3 CLAIMS REVIEW PROCESS 
 
D.3.1 All Contractor claims shall be referred to the City's 
Authorized Representative for review.  All claims shall be 
made in writing to the City's Authorized Representative not 
more than five (5) days from the date of the occurrence of 
the event which gives rise to the claim or not more than five 
(5) days from the date that the Contractor knew or should 
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have known of the problem.  Unless the claim is made in 
accordance with these time requirements, it shall be waived. 
 
D.3.2 All claims shall be submitted in writing and shall 
include a detailed, factual statement of the basis of the 
claim, pertinent dates, Contract provisions which support or 
allow the claim, reference to or copies of any documents 
which support the claim, the exact dollar value of the claim, 
and specific time extension requested for the claim.  If the 
claim involves Work to be completed by Subcontractors, the 
Contractor will analyze and evaluate the merits of the 
Subcontractor claim.  The claim, analysis and evaluation will 
then be forwarded to the City's Authorized Representative.  
The City's Authorized Representative and the City will not 
consider direct claims from Subcontractors, suppliers, 
manufacturers, or others not a party to this Contract. 
 
D.3.3 The City's Authorized  Representative will review 
all claims and take one or more of the following preliminary 
actions within ten days of receipt of a claim: (1) request 
additional supporting information from the Contractor; (2) 
inform the Contractor and City in writing of the time required 
for adequate review and response; (3) reject the claim in 
whole or in part and identify the reasons for rejection; (4) 
recommend approval of all or part of the claim; or (5) 
propose an alternate resolution. 
 
D.3.4  The City's Authorized Representative's decision 
shall be final and binding on the Contractor unless appealed 
by written notice to the City within five (5) days of receipt of 
the decision. The Contractor must present written 
documentation supporting the claim within five (5) days of 
the notice of appeal. After receiving the appeal 
documentation, the City shall review the materials and 
render a decision within 30 days after receiving the appeal 
documents. 
 
D.3.5 The decision of the City shall be final and binding 
unless the Contractor requests mediation within fifteen days 
of receipt of the City's decision. Both the City and the 
Contractor are obligated to participate in the mediation 
process prior to either or both proceeding to litigation. The 
mediation process is non-binding. 
 
D.3.6 Should the parties arrive at an impasse regarding 
any claims or disputed claims, it is agreed that the parties 
shall submit to mediation prior to the commencement of 
litigation. The mediator shall be an individual mutually 
acceptable to both parties, but in the absence of agreement 
each party shall select a temporary mediator and the 
temporary mediators shall jointly select the permanent 
mediator. Each party will pay its own costs for the time and 
effort involved in mediation. The cost of the mediator shall be 
split equally between the two parties. Both parties agree to 
exercise their best effort in good faith to resolve all disputes 
in mediation. Participation in mediation is a mandatory 
requirement of both  the City and the Contractor. The 
schedule and time allowed for mediation will be mutually 
acceptable. The parties agree to comply with City's 
administrative rules governing the confidentiality of 
mediation, if any, and shall execute all necessary documents 
to give effect to such confidentiality rules. 
 
D.3.7 Regardless of the review period or the final 
decision of the City's Authorized Representative, the 
Contractor shall continue to diligently pursue the Work as 
identified in the Contract Documents.  In no case is the 
Contractor justified or allowed to cease Work without a 
written stop work order from the City or City's Authorized 
Representative. 
 
 
 
 

SECTION E 
 

PAYMENTS 
 
E.1 SCHEDULE OF VALUES 
 
 The Contractor shall submit, at least ten days prior 
to submission of its first application for progress payment, a 
schedule of values ("Schedule of Values") for the contracted 
Work.  This schedule will provide a breakdown of values for 
the contracted Work and will be the basis for progress 
payments.  The breakdown will demonstrate reasonable, 
identifiable, and measurable components of the Work.  
Unless objected to by the City's Authorized Representative, 
this schedule shall be used as the basis for reviewing 
Contractor's applications for payment. 
 
E.2 APPLICATIONS FOR PAYMENT 
 
E.2.1 City shall make progress payments on the 
Contract monthly as Work progresses.  Payments shall be 
based upon estimates of Work completed and the Schedule 
of Values.  All payments shall be approved by the City's 
Authorized Representative.  A progress payment shall not be 
considered acceptance or approval of any Work or waiver of 
any defects therein.  City shall pay to Contractor interest on 
the progress payment, not including retainage, due the 
Contractor.  The interest shall commence 30 days after the 
receipt of invoice from the Contractor or 15 days after the 
payment is approved by the City's Authorized 
Representative, whichever is the earlier date.  The rate of 
interest shall equal three times the discount rate on 90-day 
commercial paper in effect at the Federal Reserve Bank in 
the Federal Reserve district that includes Oregon on the 
date that is 30 days after receipt of the invoice from the 
Contractor or 15 days after the payment is approved by the 
City, whichever is the earlier date, but the rate of interest 
shall not exceed 30 percent.  Notwithstanding the foregoing, 
in instances when an application for payment is filled out 
incorrectly, or when there is any defect or impropriety in any 
submitted application or when there is a good faith dispute, 
City shall so notify the Contractor within 15 days stating the 
reason or reasons the application for payment is defective or 
improper or the reasons for the dispute.  A defective or 
improper application for payment, if corrected by the 
Contractor within seven days of being notified by the City, 
shall not cause a payment to be made later than specified in 
this section unless interest is also paid.  Payment of interest 
will be postponed when payment on the principal is delayed 
because of disagreement between the City and the 
Contractor. 
 
E.2.2 Contractor shall submit an application for each 
payment to the City's Authorized Representative and, if 
required, receipts or other vouchers showing payments for 
materials and labor including payments to Subcontractors.  
The Contractor’s application for payment shall include a 
schedule of the percentages of the various parts of the Work 
completed, based on the Schedule of Values, which shall 
aggregate to the payment application total, and shall include, 
on the face of each copy thereof, a certificate in substantially 
the following form: 
 
 
"I, the undersigned, hereby certify that the above bill is true 
and correct, and the payment therefore, has not been 
received. 
 
Signed:                                                  
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E.2.3 Generally, request for payment will be accepted 
only for materials that have been installed or have been 
delivered to the job site and are secured from damage or 
theft. Under special conditions, payment requests for stored 
materials that are off-site will be accepted only at the City’s 
sole discretion and only if all the following conditions are 
met: 
 
(a) The request for stored material shall be submitted 
at least 30 days in advance of the Application for Payment 
on which it appears. Requests for payment shall be 
entertained for major equipment, components or 
expenditures only. 
 
(b) The Contractor shall submit paid invoices showing 
the quantity and cost of the material stored with the 
application for payment that is to pay for the materials. 
 
(c) The material shall be stored in a bonded 
warehouse and City's Authorized Representative shall be 
granted the right to access the material for the purpose of 
removal or inspection at any time during the Contract Period. 
 
(d) The Contractor shall name the City as co-insured 
on the insurance policy covering the full value of the property 
while in the care and custody of the Contractor until it is 
installed.  A certificate noting this coverage shall be issued to 
the City. 
 
(e) Payments shall be made for material only.  The 
submitted invoice amount shall be reduced by the cost of 
transportation and for the cost of an inspector to check the 
delivery at out of town storage sites.  The cost of said 
inspection shall be born solely by the Contractor. 
 
(f) Payment for stored materials shall in no way 
indicate acceptance of the materials or waive any rights 
under this Contract for the rejection of the Work or materials 
not in conformance with the Contract Documents. 
 
(g) All required documentation must be submitted with 
the respective Application for Payment. 
 
E.2.4 The City reserves the right to withhold payment for 
Work which has been demonstrated or identified as failing to 
conform to the Contract Documents. 
 
E.3 PAYROLL CERTIFICATION REQUIREMENT 
 
E.3.1 Payroll certification is required before payments 
are made on the Contract.  Refer to Section C.2 for this 
information. 
 
E.4 DUAL PAYMENT 
 
 Contractor shall not be compensated for Work 
performed under this Contract from any City Department 
other than the City Department which is a party to this 
Contract. 
 
E.5 RETAINAGE 
 
E.5.1 Retainage shall be withheld and released in 
accordance with ORS 279C.550 to 279C.580: 
 
E.5.1.1 City may reserve as retainage from any progress 
payment an amount not to exceed five percent of the 
payment.  As Work progresses, City may reduce the amount 
of the retainage and may eliminate retainage on any 
remaining monthly Contract payments after 50 percent of the 
Work under the Contract is completed, if, in the City's 
opinion, such Work is progressing satisfactorily.  Elimination 
or reduction of retainage shall be allowed only upon written 
application by the Contractor, which application shall include 
written approval of Contractor's surety; except that when the 

Work is 97-1/2 percent completed the City may, at its 
discretion and without application by the Contractor, reduce 
the retained amount to 100 percent of the value of the Work 
remaining to be done.  Upon receipt of written application by 
the Contractor, City shall respond in writing within a 
reasonable time. 
 
E.5.1.2 In accordance with the provisions of ORS 
279C.560, ORS 279C.570 and OAR 137-049-0820, 
Contractor may request in writing: 
 
(a) to be paid amounts which would otherwise have 
been retained from progress payments where Contractor 
has deposited acceptable bonds and securities of equal 
value with City or in an escrow account, satisfactory to City, 
with an approved bank or trust company to be held in lieu of 
the cash retainage for the benefit of City; 
 
(b) that retainage be deposited in an interest bearing 
account, established through the City’s Treasurer, in a bank, 
savings bank, trust company or savings association for the 
benefit of City, with earnings from such account accruing to 
the Contractor; or 
 
(c) that the City allow Contractor to deposit a surety 
bond for the benefit of City, in a form acceptable to City, in 
lieu of all or a portion of funds retained, or to be retained.  
Such bond and any proceeds therefrom shall be made 
subject to all claims and liens in the manner and priority as 
set forth for retainage under ORS 279C.550 to ORS 
279C.580. 
 
 Where the City has agreed to the Contractor's 
election of option (a) or (b), City may recover from 
Contractor any additional costs incurred through such 
election by reducing Contractor's final payment.  Where the 
City has agreed to Contractor's election of option (c), 
Contractor shall accept like bonds from Subcontractors and 
suppliers on the Project. 
 
E. 5.1.3 The retainage held by City shall be included in and 
paid to the Contractor as part of the final payment of the 
Contract Price.  The City shall pay to Contractor interest at 
the rate of one and one-half percent per month on the final 
payment due Contractor, interest to commence thirty (30) 
days after the Work under the Contract has been completed 
and accepted and to run until the date when final payment is 
tendered to Contractor.  The Contractor shall notify City in 
writing when the Contractor considers the Work complete 
and City shall, within fifteen (15) days after receiving the 
written notice, either accept the Work or notify the Contractor 
of Work yet to be performed on the Contract.  If City does 
not within the time allowed notify the Contractor of Work yet 
to be performed to fulfill contractual obligations, the interest 
provided by this subsection shall commence to run thirty (30) 
days after the end of the 15-day period. 
 
E.5.1.4 In accordance with the provisions of ORS 
279C.560(6), The City shall reduce the amount of the 
retainage if the Contractor notifies the controller of the City 
that the Contractor has deposited in a bank or trust 
company, in a manner authorized by the City's Authorized 
Representative, bonds and securities of equal value of a 
kind approved by the City's Authorized Representative. 
 
E.6 FINAL PAYMENT 
 
  Upon completion of all the Work under this 
Contract, the Contractor shall notify the City's Authorized 
Representative, in writing, that Contractor has completed 
Contractor's part of the Contract and shall request final 
payment.  Upon receipt of such notice the City's Authorized 
Representative will inspect the Work, and if acceptable, 
submit to the City a recommendation as to acceptance of the 
completed Work and as to the final estimate of the amount 
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due the Contractor.  If the Work is not acceptable, City will 
notify Contractor within fifteen (15) Days of Contractor's 
request for final payment.  Upon approval of this final 
estimate by the City and compliance by the Contractor with 
provisions in Section K. 3 AFFIDAVIT/RELEASE OF LIENS 
AND CLAIMS, and other provisions as may be applicable, 
the City shall pay to the Contractor all monies due 
Contractor under the provisions of these Contract 
Documents. 
 

SECTION F 
 

JOB SITE CONDITIONS 
 
F.1 USE OF PREMISES 
 
 Contractor shall confine equipment, storage of 
materials and operation of Work to the limits indicated by 
Contract Documents, law, ordinances, permits or directions 
of the City's Authorized Representative.  Contractor shall 
follow the City's Authorized Representative's instructions 
regarding use of premises, if any. 
 
F.2 PROTECTION OF WORKERS, PROPERTY AND 
THE PUBLIC 
 
F.2.1 Contractor shall maintain continuous and 
adequate protection of all of the Work from damage, and 
shall protect the City's Authorized Representative, City's 
workers and property from injury or loss arising in connection 
with this Contract. Contractor shall remedy acceptably to the 
City, any damage, injury, or loss, except such as may be 
directly due to errors in the Contract Documents or caused 
by authorized representatives or personnel of the City. 
Contractor shall adequately protect adjacent property as 
provided by law and the Contract Documents. 
 
F.2.2 Contractor shall take all necessary precautions for 
the safety of all personnel on the job site, and shall comply 
with the Contract Documents and all applicable provisions of 
federal, state and municipal safety laws and building codes 
to prevent accidents or injury to persons on, about or 
adjacent to the premises where the Work is being 
performed. Contractor shall erect and properly maintain at all 
times, as required by the conditions and progress of the 
Work, all necessary safeguards for protection of workers and 
the public against any hazards created by construction. 
Contractor shall designate a responsible employee or 
associate on the Work site, whose duty shall be the 
prevention of accidents. The name and position of the 
person designated shall be reported to the City's Authorized 
Representative. The City's Authorized Representative has 
no responsibility for Work site safety.  Work site safety is the 
responsibility of the Contractor. 
 
F.2.3 Contractor shall not enter upon private property 
without first obtaining permission from the property City or its 
duly authorized representative. Contractor shall be 
responsible for the preservation of all public and private 
property along and adjacent to the Work contemplated under 
the Contract and shall use every precaution necessary to 
prevent damage thereto. In the event the Contractor 
damages any property, the Contractor shall at once notify 
the property City and make, or arrange to make, full 
restitution. Contractor shall report, immediately in writing, to 
the City's Authorized Representative, all pertinent facts 
relating to such property damage and the ultimate 
disposition of the claim for damage. 
 
F.2.4 Contractor is responsible for protection of adjacent 
work areas including impacts brought about by activities, 
equipment, labor, utilities, and materials on the site. 
 
F.2.5 Contractor shall at all times direct its activities in 
such a manner as to minimize adverse effects to the 

environment.  Handling of all materials will be conducted so 
no release will occur that may pollute or become hazardous. 
 
F.2.6 In an emergency affecting the safety of life or of 
the Work or of adjoining property, the Contractor, without 
special instruction or authorization from the City's Authorized 
Representative, shall act reasonably to prevent threatened 
loss or injury, and shall so act, without appeal, if instructed 
by the City's Authorized Representative.  Any compensation 
claimed by the Contractor on account of emergency work 
shall be determined in accordance with section D. 
 
F.3 CUTTING AND PATCHING 
 
F.3.1 Contractor shall be responsible for coordinating all 
cutting, fitting, or patching of the Work to make its several 
parts come together properly and fit to receive or be 
received by work of other contractors or Subcontractors 
shown upon, or reasonably implied by, the Contract 
Documents. 
 
F.3.2 Contractor shall be responsible for restoring all 
cut, fitted, or patched surfaces to an original condition; 
provided, however, that if a different condition is specified in 
the Contract Documents, then Contractor shall be 
responsible for restoring such surfaces to the condition 
specified in the Contract Documents. 
 
F.4 CLEANING UP 
 
From time to time as may be ordered by the City and, in any 
event, immediately after completion of the Work, the 
Contractor shall, at his own expense, clean up and remove 
all refuse and unused materials of any kind resulting from 
the Work.  If Contractor fails to do so within twenty-four 
hours after notification by the City the work may be done by 
others and the cost charged to the Contractor and deducted 
from payment due the Contractor. 
 
F.5 ENVIRONMENTAL CONTAMINATION 
 
F.5.1 Contractor will be held responsible for any and all 
spills, releases, discharge or leaks of environmental pollution 
during performance of the Contract which occur as a result 
of, or are contributed by, actions of its agent, personnel, or 
subcontractors.  Contractor agrees to promptly dispose of 
such spills, releases, discharge or leaks to the satisfaction of 
the City and proper regulatory agencies in a manner that 
complies with applicable federal, state, and local laws and 
regulations.  Cleanup shall be at no cost to the City and be 
performed by properly qualified personnel. 
 
F.5.1.1 Contractor shall obtain the City's written consent 
prior to bringing onto the Work site any (i) environmental 
pollutants or (ii) hazardous substances or materials, as the 
same or reasonably similar terms are used in any applicable 
federal, state, or local statutes, rules or ordinances.  
Notwithstanding such written consent from the City, the 
Contractor, at all times, shall: 
 
(a) properly handle, use and dispose or all 
environmental pollutants and hazardous substances or 
materials brought onto the Work site, in accordance with all 
applicable federal, state, or local statutes, rules, or 
ordinances; 
 
(b) be responsible for any and all spills, releases, 
discharges, or leaks of (or from) environmental pollutants or 
hazardous substances or materials which Contractor has 
brought onto the Work site; and 
 
(c) promptly clean up, without cost to the City, such 
spills, releases, discharges, or leaks to the City's satisfaction 
and in compliance with all applicable federal, state, or local 
statutes, rules or ordinances. 
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F.5.1.2 Contractor shall be liable for any and all costs, 
expenses, damages, claims, and causes of action, or any of 
them, related to or arising out of a spill, release, discharge, 
or leak of (or from) any environmental pollutant or hazardous 
substance or material, to the extent such spill, release, 
discharge, or leak was caused or contributed to by 
Contractor's (i) negligence or (ii) failure to perform in 
accordance with the Contract Documents.  Nothing in this 
section F.5.1.2 shall limit Contractor's liability or 
responsibility under Section G.2. 1. I of this Contract. 
 
F.5.2 Contractor shall report all reportable quantity 
releases to applicable federal, state, and local regulatory and 
emergency response agencies.  Reportable quantities are 
found in 40 CFR Part 302, Table 302.4 for hazardous 
substances and in OAR Chapter 340 Division 108 for all 
products addressed therein.  Upon discovery, regardless of 
quantity, Contractor must telephonically report all releases to 
the City.  A written follow-up report shall be submitted to City 
within 48 hours of the telephonic report.  Such written report 
shall contain, as a minimum: 
 
(a) Description of items released (identity, quantity, 
manifest no., and all other documentation required by law.) 
 
(b) Whether amount of items released is EPA/DEQ 
reportable, and, if so, when it was reported. 
 
(c) Exact time and location of release, including a 
description of the area involved. 
 
(d) Containment procedures initiated. 
 
(e) Summary of communications about the release 
Contractor has had with members of the press or State 
officials other than City. 
 
(f) Description of cleanup procedures employed or to 
be employed at the site, including disposal location of spill 
residue. 
 
(g) Personnel injuries, if any, resulting from, or 
aggravated by, the release. 
 
F.6 ENVIRONMENTAL CLEAN-UP 
 
F.6.1 Unless disposition of environmental pollution is 
specifically a part of this Contract, or was caused by the 
Contractor (reference F.5 Environmental Contamination), 
Contractor shall immediately notify City of any hazardous 
substance(s) which Contractor discovers or encounters 
during performance of the Work required by this Contract.  
"Hazardous substance(s)" are those substances, materials 
or wastes regulated in 40 CFR, Part 261 and defined as 
hazardous in 40 CFR S 261.3. In addition to notifying City of 
any hazardous substance(s) discovered or encountered, 
Contractor shall immediately cease working in any particular 
area of the Project where a hazardous substance(s) has 
been discovered or encountered if continued work in such 
area would present a risk or danger to the health or well 
being of Contractor's or any Subcontractor's work force. 
 
F.6.2 Upon being notified by Contractor of the presence 
of hazardous substance(s) on the Project site, City shall 
arrange for the proper disposition of such hazardous 
substance(s). 
 
F.7 FORCE MAJEURE 
 
F.7.1 Neither party to this Contract shall be held 
responsible for delay or default caused by fire, riot, acts of 
God, sovereign, or public enemy, strikes, freight embargoes 
and/or war which is beyond that party's control.  The City 
may terminate this Contract upon written notice after 

determining such delay or default will reasonably prevent 
successful performance of the Contract. 
 
F.7.2 In the event Force Majeure impacts this Project, 
the City may grant a reasonable extension of time, and there 
shall be no additional compensation paid to the Contractor. 
 

SECTION G 
 

BONDING AND INSURANCE 
 
G.1 PERFORMANCE AND PAYMENT SECURITY 
 
G.1.1 In accordance with ORS 279C.380 and OAR 137-
049-0460 a 100% Performance Bond and a 100% Payment 
Bond is required for all Public Improvement contracts, which 
the Contractor shall furnish and maintain in effect at all times 
during the Contract Period, when the contract amount 
exceeds $50,0000 (HMC 2.56.100(C)).  
 
G.1.2 A 100% performance bond form and a 100% 
payment bond form furnished by the City of Hillsboro and 
notarized by awarded Contractor's surety company 
authorized to do business in Oregon is the only acceptable 
form of performance bond and payment bond security, 
except as provided for in ORS 279C.380(1)(a). 
 
G.2 WARRANTY BOND 
 
G.2.1 When the contract amount exceeds $50,000 the 
Invitation to Bid (ITB) may require the Contractor to obtain 
warranty security at the Contractor’s own expense (HMC 
2.56.100) before the final payment of the contract is issued.  
The warranty security furnished by the Contractor for the 
work performed may be up to twenty-five percent (25%) of 
the original amount of the contract to guarantee replacement 
and repair of the public improvements as described in the 
contract for a period of one year or such other period as 
specified in the ITB, following the issuance of the written 
Notice of Substantial Completion. 
 
G2.2 The warranty bond form furnished by the City and 
notarized by the awarded Contractor’s surety company 
authorized to do business in Oregon is the only acceptable 
form of warranty security. 
 
G.3 INSURANCE AND INDEMNIFICATION 
 
G.3.1 Responsibility For Damages/ Hold Harmless: 
 
G.3.1.1 Contractor shall indemnify, defend, save and hold 
harmless the City of Hillsboro, its elected and appointed 
officials, officers, agents, employees and volunteers against 
all liability, claims, suits or actions of whatsoever nature, loss 
or expenses, including attorney fees, and against all claims, 
actions, judgments based upon or arising out of damage or 
injury or death to persons or property, but only to the extent 
caused by a negligent act or omission by the Contractor and 
anyone acting on Contractor's behalf in connection with, or 
incidental to, this Contract or the work to be performed 
hereunder; provided, however, that nothing herewith shall be 
construed to require indemnification of City attributable to its 
own negligence.  In addition, Contractor expressly agrees to 
defend, indemnify and hold the City of Hillsboro, its elected 
and appointed officials, officers, agents, employees and 
volunteers against all liability, claims, suits, actions, loss or 
expenses, including attorney fees, arising out of or related to 
any claims that the Work, the Work Product, or any other 
tangible or intangible items delivered to City by Contractor 
may be the subject of protection under any state or federal 
intellectual property law or doctrine, or the City’s use thereof, 
infringes any patent, copyright, trade secret, trademark, 
trade dress, mask work, utility design or other proprietary 
right of any third party. 
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G.3.2 Primary Coverage: Insurance carried by 
Contractor under this Contract shall be the primary 
coverage, and the City's insurance is excess and solely for 
damages or losses for which the City is responsible. The 
coverage's indicated are minimums unless otherwise 
specified in the Contract Documents. 
 
G.3.3 Workers' Compensation: All employers, including 
Contractor, that employ subject workers who work under this 
contract in the State of Oregon shall comply with ORS 
656.017 and provide the required Workers’ Compensation 
coverage, unless such employers are exempt under ORS 
656.126.  This shall include Employer’s Liability Insurance 
with coverage limits of not less than $100,000 for each 
accident.  Contractors who perform the Work without the 
assistance or labor of any employee need not obtain such 
coverage if the Contractor certifies so in writing.  Contractor 
shall ensure that each of its Subcontractors complies with 
these requirements.  The Contractor shall require proof of 
such Workers’ Compensation by receiving and keeping on 
file a certificate of insurance from each Subcontractor or 
anyone else directly employed by either the Contractor or its 
Subcontractors. 
 
G.4 BUILDER'S RISK INSURANCE 
 
G.4.1 Builder's Risk:(For new construction or building 
additions) During the term of this Contract, the Contractor 
shall maintain in force, at its own expense, Builder's Risk 
insurance on an all risk form, including earthquake and flood, 
for an amount equal to the full amount of the Contract.  Any 
deductible shall not exceed $50,000 for each loss, except 
the earthquake and flood deductible shall not exceed 2 
percent of each loss or $50,000, whichever is more.  The 
policy will include as loss payees the City, the Contractor 
and its Subcontractors as their interests may appear. 
 
G.4.2 Builder's Risk Installation Floater: (For other than 
new construction) The Contractor shall obtain, at the 
Contractor's expense, and keep in effect during the term of 
this Contract, a Builder's Risk Installation Floater for 
coverage of the Contractor's labor, materials and equipment 
to be used for completion of the Work performed under this 
Contract.  The minimum amount of coverage to be carried 
shall be equal to the full amount of the Contract.  This 
insurance shall include as loss payees the City, the 
Contractor and its Subcontractors as their interests may 
appear. 
 
G.4.3 Such insurance shall be maintained until the City 
has occupied the facility. 
 
G.4.4 A loss insured under the Builder’s Risk insurance 
shall be adjusted by the City and made payable to the City 
for the insureds, as their interests may appear.  The 
contractor shall pay Subcontractors their just shares of 
insurance proceeds received by the Contractor, and by 
appropriate agreements, written where legally required for 
validity, shall require Subcontractors to make payments to 
their Sub-subcontractors in similar manner.  The City shall 
have power to adjust and settle a loss with insurers. 
 
G.5 LIABILITY INSURANCE 
 
G.5.1 Contractor shall obtain prior to beginning any work 
under this Contract and shall maintain in full force and effect 
for the term of this Contract, at Contractor's expense, 
comprehensive general liability to include bodily injury and 
property damage for at least $1,000,000 per occurrence and 
at least $2,000,000 aggregate per project.  Automobile 
liability with a combined single limit coverage of not less 
than $1,000,000 to include bodily injury and property 
damage and shall include coverage for owned, hired and 
non-owned vehicles, as applicable, for the protection of the 
Contractor and the City of Hillsboro. Contractor shall name 

the City of Hillsboro, its elected and appointed officials, 
officers, agents, employees and volunteers as additional 
insureds.  The policies shall be primary to and non-
contributory with any insurance or self- insurance carried by 
the City , issued by a company authorized to do business in 
the State of Oregon.  The Contractor shall provide the 
City written notice within thirty (30) days of cancellation 
or material modification of the insurance contract at the 
address listed below.  Contractor shall provide certificates 
of insurance and additional insured policy endorsement 
to City prior to commencement of any work under this 
Contract.  If requested, complete copies of insurance 
policies shall be provided to City.  Contractor shall be 
financially responsible for all pertinent deductibles, self-
insured retentions and/or self-insurance used to satisfy these 
requirements. 
 
G.5.2 "Tail" Coverage: If any of the required liability 
insurance is arranged on a "claims made" basis, "tail" 
coverage will be required at the completion of this Contract 
for a duration of 24 months or the maximum time period the 
Contractor's insurer will provide such if less than 24 months.  
Contractor will be responsible for furnishing certification of 
"tail" coverage as described or continuous "claims made" 
liability coverage for 24 months following Final Completion.  
Continuous "claims made" coverage will be acceptable in 
lieu of "tail" coverage provided its retroactive date is on or 
before the effective date of this Contract.  This will be a 
condition of the Final Acceptance of Work or Services and 
Related Warranty (if any). 
 
G.5.3 If Contractor cannot obtain an insurer to name the 
City of Hillsboro, its elected and appointed officials, officers, 
agents, employees and volunteers as Additional Insureds, 
Contractor shall obtain at Contractor's expense, and keep in 
effect during the term of this Contract, City’s and Contractors 
Protective Liability Insurance, naming the City of Hillsboro, 
its selected and appointed officials, officers, agents 
employees and volunteers as Named Insureds with not less 
than a $1 million limit per occurrence.  This policy must be 
kept in effect for 24 months following Final Completion.  As 
evidence of coverage, Contractor shall furnish the actual 
policy to City prior to its issuance of a Notice to Proceed. 
 
G.5.4 Notice of Cancellation or Change: There shall be 
no cancellation, material change, potential exhaustion of 
aggregate limits or intent not to renew insurance coverages 
without written notice from the Contractor or its insurer(s) to 
the City.  Any failure to comply with the reporting provisions 
of this insurance, except for the potential exhaustion of 
aggregate limits, shall not affect the coverages provided to 
the City of Hillsboro, its elected and appointed officials, 
officers, agents employees and volunteers.  
 
G.5.5 Certificate(s) of Insurance: As evidence of the 
insurance coverage required by this Contract, the Contractor 
shall furnish Certificate(s) of Insurance to the City prior to its 
issuance of a Notice to Proceed.  The Certificate(s) will 
specify all of the parties who are Additional Insureds or Loss 
Payees.  Insurance coverage required under this Contract 
shall be obtained from acceptable insurance companies or 
entities authorized to do business in Oregon.  Contractor 
shall cause the insurer to strike out the clause "endeavor to 
send notice of cancellation" where such or a similar clause 
appears in any certificate.  The Contractor shall be 
financially responsible for all deductibles, self-insured 
retentions and/or self-insurance included hereunder.  Any 
deductible, self-insured retention and/or self-insurance in 
excess of $50,000 shall be disclosed to the City in writing 
prior to issuance of a Notice to Proceed and is subject to 
City's approval. 
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G.5.6 Should any such insurance policy contain an 
annual aggregate limit of liability then the certificate shall be 
issued with a Separation of Aggregate Limits Endorsement 
with respect to the City of Hillsboro's interests.  

 
SECTION H 

 
SCHEDULE OF WORK 

 
H.1 CONTRACT PERIOD 
 
H.1.1 Time is of the essence on this Contract.  The 
Contractor shall at all times carry on the Work diligently, 
without delay and punctually fulfill all requirements herein.  
Contractor shall commence Work on the site within 15 days 
of Notice to Proceed, unless directed otherwise. 
 
H.1.2 Unless specifically extended by Change Order, all 
Work shall be complete by the date contained in the 
Contract Documents. 
 
H.1.3 The City shall not waive any rights under the 
Contract by permitting the Contractor to continue or 
complete the Work or any part of it after the date described 
in H.1.2 above. 
 
H.1.4 Any claim for additional time shall be based on 
written notice stating the general nature of the request, 
delivered to the City's Authorized Representative, in 
accordance with D. 2. 1. As a part of this notice, the 
Contractor shall provide an estimate of the probable effect of 
such delay on the progress of the Work and Final 
Completion of the Project.  Failure to submit a suitable notice 
within the specified time period will result in the Contractor 
waiving this right to request additional time for that delay 
cause.  This does not abrogate Section D. 1.5. 
 
H.2 SCHEDULE 
 
H.2.1 Contractor shall provide, by or before the 
pre-construction conference, a detailed schedule for review 
and acceptance by the City.  The submitted schedule must 
illustrate Work by significant Project components, significant 
labor trades, long lead items, broken down by building 
and/or floor where applicable.  Each schedule item shall 
account for no greater than 5 % of the monetary value of the 
Project or 5 % of the available time.  Schedules with 
activities of less than one day or valued at less than 1% of 
the Contract will be considered too detailed and will not be 
accepted.  Schedules lacking adequate detail, or 
unreasonably detailed, will be rejected.  Included within the 
schedule are the following: Notice to Proceed, Substantial 
Completion, and Final Completion.  Schedules will be 
updated monthly and submitted with the monthly payment 
application.  Acceptance of the Schedule by the City does 
not constitute agreement by the City, as to the Contractor's 
sequencing, means, methods, or durations.  Any positive 
difference between the Contractor's scheduled completion 
and the Contract completion date is float owned by the 
Project.  Use of the float will be negotiated.  In no case shall 
the Contractor make a claim for delays if the Work is 
completed within the Contract time but after Contractor's 
scheduled completion. 
 
H.3 PARTIAL OCCUPANCY OR USE 

 
H.3.1  The City may occupy or use any completed or 
partially completed portion of the Work at any stage, 
provided such occupancy or use is consented to by public 
authorities having jurisdiction over the Work.  Such partial 
occupancy or use may commence whether or not the portion 
is substantially complete, provided the City and Contractor 
have reasonably accepted in writing the responsibilities 
assigned to each of them for payments, retainage, if any, 
security, insurance or self-insurance, maintenance, heat, 

utilities, and damage to the Work, and have agreed in writing 
concerning the period for correction of the Work and 
commencement of warranties required by the Contract 
Documents with respect to such portion of the Work.  
Approval by the Contractor to partial occupancy or use shall 
not be unreasonably withheld. Immediately prior to such 
partial occupancy or use, the City and Contractor shall jointly 
inspect the area to be occupied or portion of the Work to be 
used in order to determine and record the condition of the 
Work.  Partial occupancy or use of a portion or portions of 
the Work shall not constitute acceptance of Work not 
complying with the requirements of the Contract Documents. 
 

.SECTION I 
 

CORRECTION OF WORK 
 
I.1 CORRECTION OF WORK BEFORE FINAL 

PAYMENT 
 
Work failing to conform to the Contract Documents shall be 
deemed defective.  Contractor shall promptly remove from 
the premises and replace, all defective materials as 
determined by the City's Authorized Representative as failing 
to conform to the Contract Documents, whether incorporated 
in the Work or not.  Removal and replacement shall be 
without loss or expense to the City, and Contractor shall 
bear the cost of repairing all Work destroyed or damaged by 
such removal or replacement. 
 
I.2 WARRANTY WORK 
 
I.2.1 Neither the final certificate of payment nor any 
provision of the Contract Documents shall relieve the 
Contractor from responsibility for defective Work and, unless 
otherwise specified, Contractor shall correct any defects that 
appear in the Work within a period of one year from the date 
of issuance of the written Notice of Substantial Completion 
by the City except for latent defects which will be remedied 
by the Contractor at any time they become apparent.  The 
City shall give Contractor notice of defects with reasonable 
promptness. Contractor shall perform such warranty work 
within a reasonable time after City’s demand.  If Contractor 
fails to complete the warranty work within such period as 
City determines reasonable, or at any time in the event of 
warranty work consisting of emergency repairs, without 
affecting Contractor’s obligations, City may perform such 
work and Contractor shall reimburse City all costs of the 
same within ten (10) Days after demand. 
 
I.2.2 This provision does not negate guarantees or 
warranties for periods longer than one year including without 
limitation such guarantees or warranties required by other 
sections of the Contract Documents for specific installations, 
materials, processes, equipment or fixtures. 
 
I.2.3 In addition to Contractor's warranty, 
manufacturer's warranties shall pass to the City and shall not 
take effect until affected Work has been accepted in writing 
by the City's Authorized Representative. 
 
I.2.4 The one-year period for correction of Work shall 
be extended with respect to portions of Work performed after 
Substantial Completion by the period of time between 
Substantial Completion and the actual performance of the 
Work, and shall be extended by corrective Work performed 
by the Contractor pursuant to this Section, as to the Work 
corrected.  The Contractor shall remove from the site 
portions of the Work which are not in accordance with the 
requirements of the Contract Documents and are neither 
corrected by the Contractor nor accepted by the City. 
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I.2.5 Nothing contained in this Section I.2 shall be 
construed to establish a period of limitation with respect to 
other obligations which the Contractor might have under the 
Contract Documents.  Establishment of the period for 
correction of Work as described in this Section I.2 relates 
only to the specific obligation of the Contractor to correct the 
Work, and has no relationship to the time within which the 
obligation to comply with the Contract Documents may be 
sought to be enforced, nor to the time within which 
proceedings may be commenced to establish the 
Contractor’s liability with respect to the Contractor’s 
obligations other than specifically to correct the Work. 
 
I.2.6 If the City prefers to accept Work which is not in 
accordance with the requirements of the Contract 
Documents, the City may do so instead of requiring its 
removal and correction, in which case the Contract Price will 
be reduced as appropriate and equitable.  Such adjustment 
shall be effected whether or not final payment has been 
made. 
 

SECTION J 
 

SUSPENSION AND/OR TERMINATION OF THE WORK 
 
J.1 THE CITY'S RIGHT TO SUSPEND THE WORK  
 
J.1.1 The City and/or the City's Authorized 
Representative has the authority to suspend portions or all of 
the Work due to causes including, but not limited to: 
 
(a) Failure of the Contractor to correct unsafe 
conditions; 
(b) Failure of the Contractor to carry out any provision 
of the Contract; 
(c) Failure of the Contractor to carry out orders; 
(d) Conditions, in the opinion of the City's Authorized 
Representative, which are unsuitable for performing the 
Work; 
(e) Time required to investigate differing site 
conditions; 
(f) Any reason considered to be in the public interest. 
 
J.1.2 Contractor and the Contractor's Surety shall be 
notified in writing of the effective date and time of the 
suspension and shall be notified in writing to resume Work. 
 
J.2 CONTRACTOR'S RESPONSIBILITIES 
 
J.2.1 During the period of the suspension, Contractor is 
responsible to continue maintenance at the Project just as if 
the Work were in progress.  This includes, but is not limited 
to, protection of completed Work, maintenance of access, 
protection of stored materials, temporary facilities, and 
clean-up. 
 
J.2.2 When the Work is recommenced after the 
suspension, the Contractor shall replace or renew any Work 
damaged during the suspension, remove any materials or 
facilities used as part of temporary maintenance, and 
complete the Project in every respect as though its 
prosecution had been continuous and without suspension. 
 
J.3 COMPENSATION FOR SUSPENSION 
 
J.3.1 Depending on the reason for suspension of the 
Work, the Contractor or the City may be due compensation 
by the other party.  If it was a Contractor caused suspension, 
the City may assess the Contractor actual costs of the 
suspension in terms of administration, remedial work by the 
City's forces or another contractor to correct the problem 
associated with the suspension, rent of temporary facilities, 
and other actual costs related to the suspension.  If the 
suspension was caused by the City, the Contractor shall be 
due compensation which shall be defined using Section D, 

Changes in the Work.  If the suspension was required 
through no fault of the Contractor or the City, neither party 
owes the other for the impact. 
 
J.4 CITY'S RIGHT TO TERMINATE CONTRACT 
 
J.4.1 The City, after providing Contractor an opportunity 
for remedy, may, without prejudice to any other right or 
remedy and after giving Contractor three (3) days written 
notice, terminate the Contract under the conditions including 
but not limited to those listed below: 
 
(a) Failure of the Contractor to correct unsafe 
conditions; 
 
(b) Failure of the Contractor to carry out any provision 
of the Contract; 
 
(c) If Contractor should voluntarily or involuntarily, 
seek protection under the United States Bankruptcy Code 
and its Contractor as debtor-in-possession or Trustee for the 
estate fail to assume the Contract within a reasonable time; 
 
(d) If Contractor should make a general assignment 
for the benefit of Contractor's creditors; 
 
(e) If a receiver should be appointed on account of 
Contractor's insolvency; 
 
(f) If Contractor should repeatedly refuse or fail to 
supply an adequate number of skilled workers or proper 
materials to carry on the Work as required by the Contract 
Documents, or otherwise fail to perform the Work in a timely 
manner; 
 
(g) If Contractor should repeatedly fail to make prompt 
payment to Subcontractors or for material or labor, or should 
disregard laws, ordinances or the instructions of the City or 
its Authorized Representative; or 
 
(h) If Contractor is otherwise in material breach of any 
part of the Contract. 
 
J.4.2 At any time that the above occurs, the City may 
take possession of the premises and of all materials and 
appliances and finish the Work by whatever method it may 
deem expedient.  In such case, the Contractor shall not be 
entitled to receive further payment until the Work is 
completed.  If the City's cost of finishing the Work exceeds 
the unpaid balance of the Contract Price, Contractor shall 
pay the difference to the City. 
 
J.5 TERMINATION FOR CONVENIENCE 
 
J.5.1 City may terminate the Contract in whole or in part 
whenever City determines that termination of the Contract is 
in the best interest of the public. 
 
J.5.2 The City will provide the Contractor and the 
Contractor's surety seven (7) days prior written notice of a 
termination for public convenience.  After such notice, the 
Contractor and the Contractor's surety shall provide the City 
with immediate and peaceful possession of the premises 
and materials located on and off the premises for which the 
Contractor received progress payment under Section E. 
Compensation for Work terminated by the City under this 
provision will be according to Section E. In no circumstance 
shall Contractor be entitled to lost profits for Work not 
performed due to termination. 
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J.6 ACTION UPON TERMINATION 
 
J.6.1 Upon receiving a Notice of Termination, and 
except as directed otherwise by the City, Contractor shall 
immediately cease placing further subcontracts or orders for 
materials, services, or facilities.  In addition, Contractor shall 
terminate all subcontracts or orders to the extent they relate 
to the Work terminated and, with the prior written approval of 
the City, settle all outstanding liabilities and termination 
settlement proposals arising from the termination of 
subcontracts and orders. 
 
J.6.2 As directed by the City, Contractor shall upon 
termination transfer title and deliver to the City all Project 
documents, information, and other property that, if the 
Contract had been completed, would be required to be 
furnished to the City relating to the Project. 
 

SECTION K 
 

CONTRACT CLOSE OUT 
 
K.1 RECORD DRAWINGS 
 
As a condition of final payment (refer also to section E.6), 
Contractor shall comply with the following:  Contractor shall 
provide to the City's Authorized Representative the record 
drawings of the entire Project. Record drawings shall depict 
the Project as constructed and shall reflect each and every 
change, modification, and deletion made during the 
construction.  Record drawings are part of the Work and 
shall be provided prior to the City's issuance of final 
payment.  Record drawings include all modifications to the 
Contract Documents unless otherwise directed.  Record 
Drawings shall be in the form of one, clean, full-sized plan 
set with any project alterations, as listed above, clearly and 
legibly made in red permanent ink. 
 
K.2 OPERATION AND MAINTENANCE MANUALS 
 
As part of the Work, Contractor shall submit two completed 
operation and maintenance manuals ("O & M Manual") for 
review by the City's Authorized Representative prior to 
submission of any pay request for more than 75% of the 
Work.  No payments beyond 75% will be made by the City 
until the O&M Manuals have been received.  The O & M 
Manuals shall contain a complete set of all submittals, all 
product data as required by the specifications, training 
information, phone list of consultants, manufacturers, 
installer and suppliers, manufacturer's printed data, record 
and shop drawings, schematic diagrams of systems, 
appropriate equipment indices, warranties and bonds.  The 
City's Authorized Representative shall review and return one 
O & M Manual for any modifications or additions required.  
Prior to submission of its final pay request, five (5) complete 
and approved sets of O & M Manuals shall be delivered to 
the City's Authorized Representative by the Contractor. 
 
K.3 RELEASE OF LIENS AND CLAIMS 
 
As a condition of final payment, the Contractor shall submit 
to the City's Authorized Representative a notarized Release 
of Liens and Claims Form, which states that all 
Subcontractors and suppliers have been paid in full, all 
disputes with the City’s property have been resolved, all 
obligations on the Project have been satisfied, all monetary 
claims and indebtedness have been paid, and that, to the 
best of the Contractor's knowledge, there are no claims of 
any kind outstanding against the Project.  The Contractor 
shall indemnify, defend (with counsel of City's choice) and 
hold harmless the City from all claims for labor and materials 
finished under this Contract.  The Contractor shall  furnish 
complete and valid releases or waivers, satisfactory to the 
City, of all liens arising out of or filed in connection with the 
Work. 

 
K.4 COMPLETION NOTICES 
 
K.4.1 Contractor shall provide the City a written notice of 
both Substantial and Final Completion.  The certificate of 
Substantial Completion shall state the date of Substantial 
Completion, the responsibilities of the City and Contractor for 
security, maintenance, heat, utilities, damage to the Work 
and insurance, and the time within which the Contractor shall 
finish all items on the punchlist accompanying the 
Certificate. Both completion notices must be signed by the 
Contractor and by the City's Authorized Representative to be 
valid. The City shall provide the final signature on the 
notices. The notices shall take effect on the date they are 
signed by the City. 
 
K.4.2 Substantial Completion of an operating facility with 
operating systems (e.g., mechanical, electrical, HVAC) shall 
be that degree of completion that has provided a minimum of 
30 continuous days of successful, trouble-free operation, 
which period shall begin after all performance and 
acceptance testing has been successfully demonstrated to 
the City's Authorized Representative.  All equipment 
contained in the Work, plus all other components necessary 
to enable the City to operate the facility in the manner that 
was intended, shall be complete on the Substantial 
Completion date.  The Contractor may request that a punch 
list be prepared by the City's Authorized Representative with 
submission of the request for the Substantial Completion 
notice. 
 
K.4.3 Final Completion shall be when all Work is 
complete in accordance with the Contract Documents. 
 
K.5 TRAINING 
 
As part of the Work, and prior to submission of the request 
for final payment, the Contractor shall schedule with the 
City's Authorized Representative, training sessions for all 
equipment and systems, as required in the individual 
specifications sections.  Contractor shall schedule training 
sessions at least two weeks in advance of the date of 
training to allow City personnel adequate notice.  The O & M 
Manual shall be used as a basis for training.  Training shall 
be a formal session, held after the equipment and/or system 
is completely installed and operational in its normal 
operating environment. 
 
K.6 EXTRA MATERIALS 
 
As part of the Work, Contractor shall provide spare parts, 
extra maintenance materials, and other materials or products 
in the quantities specified in the specifications, prior to final 
payment.  Delivery point for extra materials shall be 
designated by the City's Authorized Representative. 
 
K.7 ENVIRONMENTAL CLEAN-UP 
 
As part of the Final Completion Notice, or as a separate 
written notice submitted with or before the Notice of Final 
Completion, the Contractor shall notify the City that all 
environmental pollution clean-up which was performed as a 
part of this Contract has been disposed of in accordance 
with all applicable rules, regulations, laws, and statutes of all 
agencies having jurisdiction over such environmental 
pollution.  'The notice shall state that the Contractor shall 
indemnify, defend (with counsel of City's choice) and hold 
harmless the City from any claims resulting from the disposal 
of the environmental pollution including removal, 
encapsulation, transportation, handling, and storage. 
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K.8 CERTIFICATE OF OCCUPANCY 
 
The Contractor shall not be granted Final Completion or 
receive final payment if the City has not received an 
unconditioned Certificate of Occupancy from the appropriate 
building officials. 
 
K.9 OTHER CONTRACTOR RESPONSIBILITIES 
 
The Contractor shall be responsible for returning to the City 
all items issued during construction such as keys, security 
passes, site admittance badges, and all other pertinent 
items.  The Contractor shall be responsible for notifying the 
appropriate utility companies to transfer utility charges from 
the Contractor to the City.  The utility transfer date shall not 
be before Substantial Completion and may not be until Final 
Completion, if the City does not take beneficial use of the 
facility and the Contractor's forces continue with the Work. 
 
K.10 SURVIVAL 
 
All warranty and indemnification provisions of this Contract, 
and all of Contractor’s other obligations under this Contract 
that are not fully performed by the time of Final Completion 
or termination, shall survive Final Completion or any 
termination of the Contract. 
 

SECTION L 
 

LEGAL RELATIONS AND RESPONSIBILITY TO THE 
PUBLIC 

 
L.1 LAWS TO BE OBSERVED 
 
In compliance with ORS 279C.525 the following is a list of 
federal, state and local agencies of which the City has 
knowledge that have enacted ordinances or regulations 
relating to environmental pollution and the preservation of 
natural resources that may affect the performance of the 
Contract: 
 
L.2 FEDERAL AGENCIES 
 
Agriculture, Department of 
Forest Service 
Soil Conservation Service 
Coast Guard 
Defense, Department of  
Army Corps of Engineers 
Energy, Department of  
Federal Energy Regulatory Commission 
Environmental Protection Agency 
Health and Human Services, Department of 
Housing and Urban Development, Department of 
Solar Energy and Energy Conservation Bank 
Interior, Department of 

Bureau of Land Management 
Bureau of Indian Affairs 
Bureau of Mines 
Bureau of Reclamation 
Geological Survey 
Minerals Management Service 
U.S. Fish and Wildlife Service 

Labor, Department of 
Mine Safety and Health Administration 
Occupation Safety and Health Administration 
Transportation, Department of Federal Highway 
Administration 
Water Resources Council 
 
 
 
 
 

 
L.3 STATE AGENCIES 
 
Administrative Services, Department of 
Agriculture, Department of Soil and Water Conservation 
Commission 
Columbia River Gorge Commission 
Energy, Department of 
Environmental Quality, Department of 
Fish and Wildlife, Department of 
Forestry, Department of 
Geology and Mineral Industries, Department of 
Human Resources, Department of 
Insurance and Finance, Department of 
Land Conservation and Development Commission 
Parks and Recreation, Department of 
State Lands, Division of 
Water Resources Department of 
 
L.4 LOCAL AGENCIES  
 
City Councils 
County Courts 
County Commissioner, Board of 
Design Commissions 
Historical Preservation Commission 
Planning Commissions 
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Section V. Sample Bid Bond 
 

CITY OF HILLSBORO 
BID BOND  

 
Project # ___________ 

 
 Project Title: _______________________________________ 

 
WE_______________________________________________________________, as principal,  
 (Name of Bidding Firm) 
 
and__________________________________________________________________________, a 
 (Name of Surety Company) 
 
___________________________ corporation, authorized to transact business in Oregon, as surety,  
(State of Incorporation) 
hereby jointly and severally bind ourselves, our respective heirs, executors, administrators, successors and 
assigns to pay unto the City of Hillsboro ten percent (10%) of the submitted Bid by the above named 
principal (firm) on the above named Project, namely the sum of 

_____________________________________________Dollars ($_______________________) 
 
 
WHEREAS, a Bid is submitted to the City of Hillsboro by the principal for the purpose of furnishing: 
 
 

NE Veterans Drive – Phase II  
 
 
which Bid is made a part of this Bid bond by reference. 
 
NOW, THEREFORE, if the Bid submitted by the principal is accepted, and if a Contract pursuant to the Bid 
is awarded to said principal, and if the principal enters into and executes such Contract and furnishes any 
performance/payment bond required by the City of Hillsboro within the time fixed by the City, then this 
obligation shall be void; otherwise, it shall remain in full force and effect. 
 
IN WITNESS WHEREOF, we have caused this instrument to be executed and sealed by our duly authorized 
legal representatives. 

Dated this __________________day of ________________________________, 20__ 

____________________________________    _______________________________________ 
                      (Surety)                    (Principal) 

By: ________________________________  By:______________________________________ 
                             (Attorney in Fact) 

____________________________________ 
         (Company) 

____________________________________ 
          (Address) 

Telephone (_____)  ____________________ 
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Section VI. Warranty Bond 
 

BOND NO._____________________ 
 

PREMIUM NO._____________________ 
 

  CITY OF HILLSBORO 
 

WARRANTY BOND 
 
PROJECT NO._____________ PROJECT NAME: __________________________________________________ 
 

WHEREAS, the City of Hillsboro (hereafter “City”) and _________________________(hereafter 
“Contractor”) have entered into a contract (“Contract”) dated ___________________, 20____, whereby Contractor 
agreed to install and complete certain designated public improvements as a condition of, relating to, at Contractor’s 
own expense and which Contract is hereby referred to and made a part hereof; and 
 

WHEREAS, Contractor is required under the terms of the Contract to furnish warranty security for the 
work performed pursuant to the Contract in the amount of ten percent (10%) of the original amount of the contract 
to guarantee replacement and repair of the improvements as described in the Contract for a period of one year 
following the issuance of the Notice of Substantial Completion. 
 

NOW, THEREFORE, we, Contractor, and (“Surety”), are held and firmly bound unto City in the penal sum 
of _________________________($___________) lawful money of the United States, for the payment of which we 
bind ourselves, our heirs, successors, executors, and administrators, jointly and severally. 
 

The condition of this obligation is such that if Contractor shall indemnify City for all loss that City may 
sustain by reason of any defective materials or workmanship which become apparent during the period of one year 
from and after acceptance of the improvements by the City Council of City, then this obligation shall be null and 
void; otherwise, this obligation shall remain in full force and effect. 

 
As a part of the obligation secured hereby and in addition to the face amount specified, costs and 

reasonable expenses and fees shall be included, including reasonable attorneys’ fees incurred by City in successfully 
enforcing the obligation, all to be taxed as costs and included in any judgment rendered. 
 

Surety shall provide City with thirty (30) days’ written notice of Contractor’s default prior to Surety 
terminating, suspending or revoking the bond. 

 
In witness whereof, this instrument has been duly executed by Contractor and Surety on 

____________________, 20__. 
 
_______________________________________  ____________________________________ 
Contractor       Surety 
 
By _____________________________________ ____________________________________ 

Attorney-in-Fact 
State of OREGON 
County of __________________________  Address______________________________ 
 
       _____________________________________ 
 
Signed or attested before me on ___________, 20__ by ______________________________________ 
 
______________________________________ 
Notary Public – State of Oregon 
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CONTACT GENERAL FOREMAN

PGE WILL NOT INSTALL WIRE UNTIL TRENCH IS 100% BACKFILLED.

TO EXCAVATION. CONDUIT INSPECTION REQUIRED PRIOR TO BACKFILL.

AND/OR CONDUIT INSPECTOR 7 TO 10 WORKING DAYS PRIOR

PHONE: 503-844-5318  CELL: 503-572-7318

GENERAL FORMAN

RICK BEEKS          

PHONE: 503-844-5361  CELL:             

STREETLIGHT SPECIALIST:  LISA GUARNERO         

PHONE: 503-969-3964

CONDUIT INSPECTOR 

KEN GUTIERREZ       

9.

1.

2.

TO VEHICLES.

STEEL BARRIER POSTS ARE REQUIRED AROUND TRANSFORMERS THAT ARE EXPOSED

ALL CONDUIT TO BE INSTALLED 36 INCHES (MIN) BELOW FINAL GRADE.

3.

4.

5.

6.

7.

8.

ELECTRIC SERVICE REQUIREMENTS BOOKLET FOR SPECIFIC REQUIREMENTS.

REFER TO LETTER OF RESPONSIBILITY FOR FURTHER DETAILS AND THE OREGON

CONSTRUCTION NOTES:

ALL NEW VAULT & PAD LOCATIONS TO BE FIELD VERIFIED 

WITH PGE AND CUSTOMER REPRESENTATIVE.

10.

ALL PGE CONDUCTORS TO BE INSTALLED IN GRAY, SCHEDULE 40, ELECTRICAL

GRADE, PVC CONDUIT WITH NYLON PULL STRINGS (MIN. 500 LBS. TEST).

PGE TO DETERMINE THE SIZE AND NUMBER OF CONDUITS REQUIRED.

MAINTAIN 12 VERTICAL INCHES AND 24 HORIZONTAL INCHES CLEARANCE BETWEEN

TRANSFORMER PADS ARE TO BE SET SO THAT THE TOP IS 2 INCHES ABOVE

FINAL GRADE.   CONDUIT IS TO BE INSTALLED IN PAD AS INDICATED IN DETAIL

AND TO EXTEND 1   INCH ABOVE THE PAD.

ALL PGE TRANSFORMERS TO BE INSTALLED 8 FEET (MIN) FROM ANY COMBUSTIBLE

DESIGN IS BASED ON STANDARD UNDERGROUND EQUIPMENT. NON-STANDARD 

THE POINT OF DELIVERY AND DIVISION OF OWNERSHIP BETWEEN THE CUSTOMER AND

PGE WILL BE AT THE LINE SIDE OF THE NEW CUSTOMER PROVIDED SWITCH GEAR.

PGE TO BE NOTIFIED AND INSPECT ALL CONDUIT, VAULT AND PAD INSTALLATIONS

BEFORE BACKFILL.

CUSTOMER IS RESPONSIBLE FOR ALL TRENCH, CONDUIT, VAULTS, PADS AND

ROAD CROSSINGS.

BUILDING, WALL OR OVERHANG  AND 4 FEET (MIN) FROM ANY FIRE HYDRANT.   
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CMDEV

CONDUITS ALIGNED TO ENTER THE VAULT END LOWER KNOCKOUTS (TERM-A-DUCTS).

ALL SWITCH VAULTS TO BE SET AT FINAL GRADE WITH 6 INCH GRAVEL BASE AND

11.

(SEE DETAIL ON SKETCH)

THE CUSTOMER.

UNDERGROUND EQUIPMENT MAY BE AN OPTION AT AN ADDITIONAL COST TO 
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